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Abstract 

This work is the investigation of novel protection schemes for the direct current 

(DC) link of VSC-based high voltage direct current (HVDC) and multi-terminal 

high voltage direct current (MTDC) systems, with the purpose of isolating the 

faulted transmission line rather than tripping the entire network when faults occur 

on the transmission line. The main essence of the developed method is using the 

fast Fourier transform (FFT) feeding a multi-layer perceptron (MLP) artificial 

neural network (ANN) to harness short circuit fault current frequency components 

for MTDC overhead line relaying. This approach is shown to give more reliable 

fault detection, classification and location algorithms that are not affected by fault 

resistance. Detection by analysis of a short circuit fault current only meaning that 

no voltage signal is required. The protection algorithms are based on the 

relationship between the magnitudes or phases of fault current frequency 

component with fault. 

A system consisting of two-terminal VSC converters and a three-terminal HVDC 

system with equivalent grid interconnection and source representation is built using 

PSCAD/EMTDC software with a detailed switching model for the converter 

components, which are used for obtaining the fault current data for transmission 

line terminals. The method is verified by studying different cases with a range of 

fault resistances in various fault locations, and in addition, external faults. The 

results show that the proposed method gives fast and reliable fault detection and 

classification and accurate location for DC line faults. 

The method is shown to accurately detect, classify and locate overhead line faults. 

Unlike existing travelling wave-based methods, which must capture the initial 

wavefront and require high sampling rates up to 192 kHz, the new approach is more 

robust since it gives accurate fault detection and fault location over a range of 

windowed post-fault signals. Furthermore, the proposed method is fault resistance 

independent meaning even a very high fault impedance has no effect on the accurate 

fault location.  
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1 Introduction 

 HVDC and MTDC transmission line protection 

Within the future energy structure, renewable energy occupies an extremely 

important role. Solar energy is one of the most basic forms of energy in survival 

and development of a variety of organisms including humans. The UK makes 

sufficient use of wind power since the UK is one of the best locations for wind 

power in the world. Although alternative energy generation has developed rapidly, 

a large number of problems with such sources still persist. The technology for new 

energy generation needs to be constantly improved. Intermittency is one criticism 

of renewable energy. The generation of renewable energy sources, such as wind 

power and solar power, has a randomness and intermittency when used to generate 

electricity and may have thus have adverse impacts on the power grid at times. In 

addition, the best wind resources are often located at a considerable distance from 

major load centres. Transport of remote wind energy puts additional stress on the 

transmission network, and enhancement of the transmission infrastructure is 

required. Recent events have highlighted the need for a balanced energy portfolio. 

However, the new generation resources are unlikely to be located at the optimum 

point from the perspective of network loads and power flows. Interconnections 

between national networks are being recognised as being essential for mutual 

support and to provide economic access to diverse energy sources. Some of the 

links now being considered involve considerable transmission distance over land or 

as submarine links. 

Future power grids are expected to be more smart and flexible. A better method of 

electricity transmission between distributed generations is required. HVDC 

transmission is the feasible option for the connection of renewable generation. In 

addition, HVDC technology is one of the technical options that can be considered 

for the future development of the transmission system in Great Britain (GB). HVDC 

is the most energy-efficient technology for bulk power transmission losing less 

electricity than conventional alternating current (AC) transmission over long 
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distances. Due to its ability to transmit power efficiently over long distances it is an 

important technology for addressing the unreliability factor of wind energy since 

many remote sites with different wind conditions may be aggregated.  

The development of power system technology has resulted in the formation of 

interconnected grids around the world. With increasing global requirements to 

transmit power on an inter-continental scale and the development of new DC 

breakers, the benefits of a multi-terminal HVDC transmission system are becoming 

increasingly attractive. MTDC has often been proposed as the most promising 

technology for an inter-continental super-grid or collecting bulk offshore renewable 

energy sources [1-3]. Much renewable generation is available at locations remote 

from load centres, and thus must be transported efficiently over long distances [4]. 

For example, to interconnect extensive offshore wind sites between the Northern 

European mainland and the UK, an offshore super-grid is required in the future. 

Similarly, an MTDC grid could transmit extensive solar power from the deserts of 

Northern Africa to the load centres of Europe.  

With soaring generation capacity in distribution and transmission systems, as well 

as a steady increase in the voltage level and the distance of transmission lines, 

stricter requirements are needed for safe operation of power grids. Recent 

developments in DC circuit breakers (DCCBs) and voltage source converters make 

MTDC a more technically and economically feasible technology [5]. However, 

there are many technical challenges in evolving from two-terminal HVDC to 

MTDC, especially in protection systems. 

For HVDC transmission systems, during a fault, the DC line short circuit will not 

self-extinguish until the current reduces to zero [6]. In typical HVDC two-terminal 

links, the most common method of isolation is using an AC circuit breaker to trip 

the entire HVDC system. Hence, the circuit breakers reside on the AC side, and in 

the event of a fault, the entire link is de-energised [7]. With MTDC, placing breakers 

on the AC side is not acceptable since they will de-energise the whole system rather 

than isolating the faulted DC line [8]. Therefore, new methods are required for DC 

transmission line protection that are able to detect and isolate the faulted DC lines 

as quickly as possible [9]. In the case of a multi-terminal, it is more desirable to 
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isolate only the faulted link rather than trip the entire DC grid. DC circuit breakers, 

presently in the early stages of development, are required to isolate the faulted line. 

DC breakers require appropriate protective relaying so that the faults can be 

detected and isolated immediately. In addition, the overall protection system may 

require online adjustment of zonal relay settings, the faulted line may require 

maintenance, and the system will need restorative action, all necessitating an 

accurate and fast fault-location algorithm [3]. 

This thesis focuses on protection schemes for both HVDC and MTDC systems 

based on voltage source converters. MTDC is a fairly new technology with only a 

few systems in operation. After considering all the existing protection methods, this 

work concludes that a better protection strategy is required to satisfy security, speed, 

selectivity and robustness. The faulted frequency spectrum is a useful diagnostic to 

consider in protection schemes because of its dependence on fault location but no 

other factors. Unlike existing travelling wave-based methods which must capture 

the initial wavefront and require high sampling rates, the new approach is more 

robust since it gives accurate fault detection and fault location over a range of 

windowed post-fault signals. Furthermore, the proposed method is fault resistance 

independent meaning that even a very high fault impedance has no effect on 

accurate fault location.  

Artificial neural network is a powerful tool to solve non-linear and complex 

problems. In power systems, it has been used for fault diagnosis and fault location. 

The ANN technique is selected to interpret the frequency spectrum in this thesis 

because ANN only requires simulated training data rather than a formal and 

exhaustive analytical approach. In addition, ANN operation time is extremely fast 

because it only consists of a number of simple processing units. 

To the author’s best knowledge, there is no published work on ANNs applied to 

MTDC transmission protection systems. Hence, this thesis is concerned with the 

algorithms of the protection scheme for multi-terminal HVDC based on ANN. It 

proposes a comprehensive novel multi-terminal HVDC protection scheme based on 

ANN using fault current signals only. Firstly a two-terminal system is simulated in 

PSCAD/EMTDC software to analyse the steady-state and dynamic responses. 
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Simulation results validate the proposed method used in the protection scheme. 

Based on the result, the algorithm is designed. Then, a three-terminal VSC-HVDC 

system is modelled in PSCAD/EMTDC, which is used for obtaining the fault 

current data for transmission line terminals. The method is verified by studying 

different cases with a range of fault resistances in various fault locations, and in 

addition, external faults. The results show that the proposed method gives fast and 

reliable fault detection and classification and accurate location for DC line faults. 

 Motivation for this study 

In power system operation, the network is always under threat due to various 

conditions, especially from adverse weather. Hence, strict requirements have been 

put forward to achieve safe operation of power grids. Due the increasing reliance 

of AC systems on infeed from the DC connection, protection and control of HVDC 

will be increasingly critical. Transmission lines are fundamental components of 

power systems because of their wide spread distribution over an array of complex 

geographic environments. Hence, the probability of faults on the transmission lines 

is relatively high. Transmission line fault is still one of the main problems causing 

loss of service. When a line is running under fault caused by adverse environmental 

conditions or human factors, the safety and reliability of the system will be affected. 

A control and protection system is essential to operate and maintain the network in 

a secure and reliable way. Its perception of the operating status of devices and fast 

intervention, when required, maintains normal operation of the HVDC system. 

Rapid action under fault conditions isolates and protects equipment in the first 

instance. DC control and protection systems mainly consist of the following basic 

functionalities: fast fault-clearing during a fault, DC power control, DC 

transmission line control and monitoring every parameter and events in operation. 

Recent developments in DC circuit breakers and VSC-based converters make 

MTDC an increasingly feasible concept. MTDC has the potential to enable 

electricity to be traded more conveniently between generators and customers thus 

promoting competition in electricity markets. However, there are many challenges 

in evolving from two-terminal HVDC to multi-terminal HVDC. Firstly, the main 
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purpose of the protection system is to maintain the stability of the power system by 

isolating only the faulted components, whilst leaving as much of the network as 

possible still in operation. In typical HVDC two-terminal links, the circuit breakers 

reside on the AC side, and in the event of a fault, the entire link is de-energised. In 

the multi-terminal case, however, it is more desirable to isolate only the faulted link 

rather than trip the entire DC grid. Hence, DC breakers are required, and DC 

protection relays will need to determine when to operate the breakers as well. DC 

protection relaying requires special consideration over conventional AC methods. 

Accurate fault location needs to be achieved to support coordination of protection 

relaying. In conclusion, the objectives of the research work consist of the 

investigation of possible modelling and protection schemes for the DC link of VSC-

based multi-terminal systems, with the purpose of designing a novel protection 

scheme on the DC side.  

 Summary of Key Achievements 

 A two-terminal HVDC test system and a three-terminal HVDC test system 

based on the CIGRE B4 system are simulated in detail, including the 

converter stations and their control algorithms. 

 A sampling rate of 10 kHz is used in signal processing, which is sufficient 

for the techniques to display a high performance under a whole variety of 

different system and fault conditions. 

 The same feature extraction stage is applied both in fault detection and fault 

classification improving the overall speed of operation of the proposed 

scheme and making it easier to implement.  

 A novel fault detection, classification and location method based on MLP 

ANNs using DC current signal only is proposed. 

 Fault current is the main criterion for protection relaying. Only the DC side 

current data from the transmission line is required for the proposed scheme. 

 A robust fault detection time of less than 5 ms and a fault location accuracy 

of less than 1.2 % relative error is demonstrated. 
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 Outline of the thesis 

This thesis has been divided into 9 chapters and is organised as follows: 

Chapter 1 – The introduction and outline of the thesis.  

Chapter 2 – Overview of basic knowledge of HVDC and MTDC technology and 

the existing challenges. 

Chapter 3 – A literature review of current protection schemes for HVDC and 

MTDC systems. The principles, advantages and drawbacks of these methods are 

discussed.  

Chapter 4 – The modelling of a two-terminal HVDC system and a three-terminal 

HVDC system is described. The steady-state condition and transient profile are 

analysed. 

Chapter 5 – Artificial intelligence techniques are introduced with the ANN 

discussed in detail. The proposed novel protection schemes based on ANNs are 

presented. 

Chapter 6 – The method is applied in the modelled two-terminal HVDC system. 

The training process and results are shown here. 

Chapter 7 – Various faults are simulated from the three-terminal HVDC model 

established to provide data to examine the performance of the protection scheme. 

The results are shown and discussed.  

Chapter 8 –Conclusions are drawn in this chapter and future work is proposed. 
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2 High Voltage Direct Current 

Transmission System 

 Introduction 

HVDC technology is becoming one of the technical options for the future 

development of transmission systems around the world. HVDC is more energy 

efficient over long distances since the losses sustained in conversion are less than 

the losses due to AC, for example, the skin effect and increased reactive current in 

cables. It is, therefore, often the best option for onshore/offshore wind farm 

connection.  

This chapter introduces basic knowledge of HVDC and MTDC technology. The 

advantages of the HVDC system are discussed firstly followed by the current 

technologies for HVDC and MTDC. The structures and components are introduced. 

Finally, this section lists the challenges for HVDC and MTDC systems. 

 DC versus AC transmission 

HVDC transmission technologies associated with an flexible AC transmission 

system (FACTS) are more applicable nowadays [5]. Even though three-phase AC 

is commonly used in electrical power transmission systems, there are some 

limitations in a high-voltage AC transmission system with transmission capacity, 

the distance constraints and the different frequencies in different networks. 

Compared with an AC system, HVDC technologies are more desirable and their 

advantages can be summarised as follows: 

 Environmental advantages 

 Economical solutions over long distances 

 Asynchronous interconnections 

 Power flow control 
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 Improvement of system stability and power quality 

 Efficient transmission 

 Minimal losses especially for long distance transmission 

 Key solution for renewable generation 

Specifically, in technical terms, HVDC can connect two systems, which may not be 

synchronised, and or have different system frequencies. In contrast to limitations 

caused by inductive and capacitive elements of AC links (especially for cables) on 

transmission capacity and distance, there is no limitation in a DC network. 

Economically, HVDC would require less investment for long distance protection. 

DC is cheaper than AC if the transmission distance is longer than the break-even 

distance [10]. Power loss is higher in an HVDC converter station compared to that 

in an AC substation, caused by the conversion between AC and DC. However, the 

power loss in an HVDC transmission line can be 50% to 70% of that in an 

equivalent HVAC transmission line [11]. Thus for large distances, an HVDC 

solution has lower losses. The lower losses beyond the break-even distance and the 

lower investment cost beyond the break-even distance can be visualised, as seen in 

Fig. 2-1 and Fig. 2-2 respectively. The investment cost breakdown for VSC HVDC 

and HVAC is around 50  km for cables and 600 km for overhead transmission line 

[12, 13]. The DC overhead line may carry about twice as much power as in AC line, 

and the break-even distance is around 800 km [14]. In conclusion, HVDC has fewer 

conductors so that less land will be cleared for the transmission corridor. HVDC is 

also an economical method of long distance transmission and the best way to 

overcome unreliability factors in renewable generation like wind, solar and hydro 

by connecting a range of bulk sources of remote renewables to large load centres 

so that the risk of their unavailability is spread across a portfolio of generators. 
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Fig. 2-1 Investment costs for HVAC and HVDC systems [13, 15] 

 

Fig. 2-2 Power losses on HVAC and HVDC systems [15] 

 HVDC technology 

HVDC has been used for over 50 years, and use can be classified into three 

categories: back-to-back, two-terminal, and multi-terminal HVDC systems. 

Following the important milestone in the evolution of HVDC technologies from the 

paper [16], the development of different types of converter is clearly shown. The 
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first commercial HVDC links were built in 1954. As time passed, larger power 

ratings were required due to the increasing demand, hence the new era began with 

the utilisation of mercury arc valves which perform the conversion from AC to DC, 

whilst also achieving the power ratings required. In the 1970s, mercury arc valves 

were replaced by thyristor valves [17, 18]. As technology developed, insulated gate 

bipolar transistors (IGBTs) and gate turn-off thyristors (GTOs) were embedded to 

add more control to the switches and higher switching frequencies. 

The current source converter (CSC), also called the line commutated converter 

(LCC), is the most common and the most used technology which is based on 

commutated thyristor systems (shown in Fig. 2.3 (a)). LCC has a constant DC 

current, and DC voltage is controlled to alter the power flow of the network [2]. 

CSCs with thyristor valves are usually used in conventional HVDC systems. 

However, the application became much more widespread due to the development 

of fully controllable high-power GTO thyristor and power transistor devices, 

combined with pulse width modulation (PWM) control which provides low ripple 

AC current forms smooth switching. The development of HVDC technologies can 

be ascribed to the continuous improvement of the high-power fully controlled 

semiconductors (thyristors or transistors) which are described in Table 2-1. The 

semiconductors can be used under PWM control to balance the frequency 

difference between the device frequencies and line frequency. The first ever 

transmission of CSC-HVDC has been in service since 1954; it was designed and 

installed by ABB from Sweden to the island of Gotland [14]. 

 

Fig. 2-3 Single-line diagram of (a) CSC-based HVDC and (b) VSC-based HVDC 
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In order to adopt DC power transmission in the AC power grid, electricity 

transformation must be achieved at the ends of the DC transmission system, 

completing rectification and inversion at the sending end and the receiving end. So, 

power electronic technology support is needed. The development of electronic 

devices and the application of semiconductors in HVDC has brought in a new era. 

Voltage source converter (VSC) HVDC has recently evolved with a host of 

advantages over the conventional CSC HVDC.  

The VSC are known as self-commuted converters because the devices are all turn 

on/off via a gate pulse. Hence, the VSC-based HVDC (shown in Fig 2-3 (b)) was 

considered as one advanced technology from the mid-1990s [2, 19]. VSC requires 

semiconductor devices with turn-off capability. The development of IGBT 

accelerated the utilisation of voltage source converters which had a compact design, 

four-quadrant operation capability but higher losses [10]. According to the 

technique introduced in [2], the typical topology of CSC- and VSC-based HVDC 

are presented in Fig. 2-3 including the most important components. The comparison 

between CSC and VSC is given in Table 2-2. The first VSC technology was 

installed and tested and has been working since 1997 in Sweden between Hällsjön 

and Grängesberg. 

Table 2-1 Summary of fully controlled high-power semiconductors 

Acronym Type Full name 

IGBT Transistor Insulated Gate Bipolar Transistor 

IEGT Transistor Injection Enhanced Gate Transistor 

GTO Thyristor Gate Turn-off Thyristor 

GCT Thyristor Gate Commutated Turn-off Thyristor 

IGCT Thyristor Integrated Gate Commutated Thyristor 
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Table 2-2 Comparison of different types of converters [10, 20-22] 

Converter types LCC 

(Natural Commutated 

Converter) 

VSC 

(Forced Commutated 

Converter) 

Component Thyristor GTO/ IGBT 

Semiconductor 

switch control 

Current control Voltage control 

Frequency control Unavailable Available 

Valves Thyristor valves VSC valves 

Frequency 50/60 Hz High frequency 

Advantages System could be 

controlled rapidly and 

efficiently 

It could control active and 

reactive power almost 

instantaneously 

From contract date to 

commissioning 

3 years 1 year 

Losses per converter 0.7-0.8% 1.7% 

DC line constant 

value 

Constant current Constant voltage 

Some of the most significant HVDC projects that have been established in the world, 

including LCC-HVDC and VSC-HVDC projects, are shown in Appendix A. 

 Components of an HVDC system 

HVDC systems consist of various equipment using VSC-HVDC as an example (Fig. 

2-4). A smoothing reactor, which is used for smoothing ripple current and to oppose 

over current transients, is placed with the DC converter in series. AC filters, which 
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are installed between the transformer and phase reactor, are used to reduce the 

harmonics in the converter. This structure is designed to prevent the undesirable 

effects of harmonics on the operation of a transformer. A phase reactor is included 

in the converter which serves the purpose of controlling the flow of reactive and 

active power and reducing the fault current. The transducer can be divided into a 

DC current transducer, which is used to measure the DC current for the converter 

controller, and a DC potential transducer for obtaining the DC line voltage [23-25].  

 

Fig. 2-4 Three-phase representation of a two-terminal VSC-HVDC transmission 

link showing main components 

The converter station is the most important element in the HVDC system. By virtue 

of the electronic control, the conversion of power from AC to DC and DC to AC 

can be implemented. From the end of the 1960s, solid-state semiconductor 

technology was introduced into HVDC converter systems. The first thyristor 

converters were used in practice in 1972. In recent decades, the use of thyristor 

valves has been practical and cost effective, with more than 80 GW installed 

worldwide until 2010. As the technology developed, the capacity of HVDC grew 

significantly [23, 24, 26]. Valves in HVDC must cause little voltage drop during 

conduction, be able to withstand high voltages without breaking down, have instant 

controllable firing and overcurrent capacity during faults. Comparison of different 

types of valves can be found in Table 2-3. 

 

Table 2-3 Comparison of different types of valves 
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Types Thyristor valves VSC valves 

Arrangement A twelve-pulse group 

with three quadruple 

valves 

Two level or multilevel 

converters, phase-

reactors and AC filters 

Single thyristor valve Amount of series 

connected thyristor 

A certain number of 

series connected IGBTs 

Material Fibre optics Water-cooled and air 

insulated 

 

Fig. 2-5 CSC and phase voltage from CSC 

CSC: The basic configuration of a conversion unit is the three-phase, full-wave 

bridge referred to as a 6-pulse or 12-pulse bridge. For a 6-pulse converter, the 

characteristic harmonics 6K±1 (K is the fundamental frequency), and 6K will be 

produced on the AC side and DC side respectively. The 12-pulse converter is 

comprised of two 6-pulse bridges which are connected with 30° difference in series. 

The even voltage harmonics on the DC side of the converter are of order 12K and 

the odd current harmonics on the AC side of the converter are of order 12K±1. Two 
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necessary conditions for current flowing through the valves are indicated: voltage 

between the anode and cathode must be positive, and there must be firing pulses on 

the thyristor [10, 19, 24]. CSC and the AC signal from CSC are illustrated in Fig. 

2-5. 

VSC: For VSC-HVDC, many IGBTs connected in series are used for each 

semiconductor. The converter is typically controlled through PWM. The harmonics 

are directly associated with the switching frequency. The active and reactive power 

could be defined based on the fundamental frequency [27]. VSC can control the 

undesired harmonics which may be created by CSC. VSC and the signal from VSC 

are illustrated in Fig. 2-6. 

 

Fig. 2-6 Three-level VSC and phase voltage from three-level VSC 

The Modular Multi-level Converter (MMC) is a relatively new VSC technology 

using sub-modules (SM) to create an arbitrary number of different voltage levels 

for a better approximation of the AC sinusoidal waveform. The phase potentials can 

be modulated between several levels instead of two. Multi-level converters have 

the advantages of extending the low and medium power PWM converter technology 
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into high power application [5, 28]. In multi-level converters (Fig. 2-7), control can 

either be achieved by PWM at a high frequency or at lower frequencies based on 

Nearest Level Modulations (NLM) [29]. Conventional converter topologies are: a 

neutral point clamped converter, a flying capacitor clamped converter, and a 

cascaded H-bridge converter which is a state of the art development [30, 31]. The 

advantages of MMC are obvious, including: being strictly modular concerning 

industrial implementation; not needing AC-filters; having no DC-link capacitor at 

the DC-bus; and direct and fast control of the AC- and DC-side. Compared with 

two-level converters, three-level converters have faster control response and fewer 

harmonics under a given switching frequency. In order to achieve fast control, 

PWM is introduced to reduce harmonic content, eliminate low order harmonics, 

increase the response speed and control the voltage balance on the DC side. 

 

 

Fig. 2-7 MMC and phase voltage from MMC 

For the future converter station design, the main requirements can be found as 

follows: 
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 Full controllability in both normal and fault conditions 

 Minimisation of filters 

 Suitability for common DC-Bus 

 Reduced power loss, improved efficiency 

 High availability by “inherent redundancy” 

 Improved scalability by use of standardised sub components 

 Multi-terminal HVDC 

As the conventional HVDC systems can only achieve the transmission from two-

terminal, the investment cost and operation cost is tremendously increased when 

using DC interconnection between multiple systems. MTDC has become more 

attractive due to technical feasibility, which is able to respond more flexibly to 

different system configurations. Therefore, a multi-terminal HVDC system, which 

contains more than two converter stations, will play an essential role in the 

transmission system. What is more, multi-terminal HVDC has often been proposed 

as a possibility for a super-grid or connecting a large number of onshore/offshore 

wind farms. The existing multi-terminal HVDC projects are shown in Table A-1 in 

the appendix A.  

Based on different types of HVDC technologies (i.e. converter station), MTDC 

could be classified into CSC-MTDC, VSC-MTDC and Hybrid-MTDC [32]. A 

CSC-based multi-terminal HVDC system refers to a system which only consists of 

CSCs in the network. The existing MTDC systems in the world are using LCC due 

to the fact that VSC development came about later than the applications. The first 

two MTDCs are using CSCs in the system. When CSCs are used in multi-terminal 

systems, the power flow was changed by changing the DC voltage polarity, which 

is difficult in MTDC. VSC-based MTDC refers to a system that only uses VSCs. 

VSC-HVDC makes a multi-terminal configuration more straightforward. The 

capital investment in VSCs is somewhat more than CSCs, but it will operate in a 

more stable condition when connected to a weak AC grid. Shin-Shinano is the first 

project which contains VSCs in an MTDC system. Since the VSC converter will 

provide a constant voltage on the DC transmission line, for MTDC a common 
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voltage will make a parallel connection easy to build and control. In view of the 

ability to control both active power and reactive power, VSC can operate in a system 

with little AC support. Unlike CSC, VSC can change the direction of current so that 

direction of power flow can be changed more easily [33]. Hybrid MTDC includes 

both CSCs in some converter stations and some with VSCs. By establishing a 

middle ground, the hybrid MTDC system is designed to reduce the cost and meet 

the technical requirement of using VSCs on weak systems. Even though hybrid 

MTDC would potentially mitigate some problems caused by CSC and VSC systems, 

there is no existing project in operation so far [20]. 

 

Fig. 2-8 Series connection HVDC system, parallel connection HVDC system and 

meshed HVDC grid 

For multiple HVDC links, converters can be connected in series, in parallel or in a 

meshed connection as shown in Fig. 2-8. Several small grids under series 

connections will be connected as in the Shin-Shinano project by using a VSC- and 

CSC-based Quebec-New England MTDC system. A parallel connection is used for 

increased power transfer capacity and added redundancy in the system. Paper [34] 

introduces the multi-terminal UHVDC, which has parallel connected converters. 

The advantages of connecting converters in parallel are that it will offer more 

flexibility and lower losses. Highly meshed networks will integrate a large amount 

of power and are more likely to fulfil N-1 secure operation. However, the 
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complicated control system may bring some constraints [35]. 

Using a two rectifier, two inverter systems as an example, the largest converter in 

charge of DC voltage control and others control their DC current in steady-state 

conditions. However, both voltage and current control will be used in transient 

situations. Even though the connection of rectifier and inverter in series is tolerable 

theoretically, no series-connected (connecting both rectifier and inverter) MTDC 

transmission system exists, only parallel configurations which could be separated 

into radial networks and meshed networks [17]. 

 Basic configurations of HVDC and MTDC systems 

Basically, the configuration of HVDC can be divided into four types: back-to-back 

HVDC systems, monopole HVDC systems, bipolar HVDC systems and multi-

terminal HVDCs. Using a CSC-based converter as an example, Fig. 2-9 shows the 

HVDC systems in different structures. For long distances, especially sea cable 

transmissions, a return path with the ground or sea electrodes will be the most 

feasible solution, or a metallic return path, using monopole networks as represented 

in Fig. 2-9 (a). Monopole with earth returns systems can reduce the cost of a 

transmission line, but require a higher level of material in overhead lines or land 

cables. Bipolar transmission (shown in Fig. 2-9 (b)) is used if there are requirements 

for high capacity or low load rejection. It has significant reliability, fewer losses, 

and so less adverse environmental impact, but the need for more equipment requires 

high capital investment. Bipolar systems enable fast power flow reversal and 

facilitate the control of frequency and power in AC systems. This configuration has 

many benefits during outage or maintenance on one pole. Back-to-back converters, 

which can be seen in Fig. 2-9 (c), are usually used for the adjacent systems which 

cannot be synchronised or connected in a meshed grid [5, 10]. 
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a. Monopole HVDC with earth return and metallic return 

 

b. Bipolar HVDC with earth return, single wire earth return and metallic earth 

return 

Fig. 2-9 Configurations for HVDC transmission networks 
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c. Back-to-back HVDC 

Fig. 2-9 Configurations for HVDC transmission networks 

 Control for VSC-HVDC systems 

 There are three types of control strategies for VSC-HVDC. Unlike LCC, VSC can 

control active power and reactive power independently, and mitigate the 

fluctuations of voltage and frequency caused by wind variations [17, 36, 37]. The 

active control loop is set to control the active power by one station whilst the DC 

side voltage is controlled by the other converter station. Likewise, the reactive 

power control system controls the reactive power and the AC side voltage using 

two converter stations respectively [37].  

Direct control compared with vector control is not an ideal method, because 

converter current and voltage is used in a three-phase frame. Without an inner-

current loop, direct control could not limit the current to protect the valves. The 

most common method used for VSC-HVDC is vector control since the current and 

voltage are transformed into the rotating direct-quadrature frame so that the inner-

current controllers are designed to improve the response.  

Since voltage control is one of the most important parts in a VSC station, the direct-

voltage control methods including voltage droop, ratio control, priority control and 

VMM are introduced in [17]. The load-dependent frequency variations are used as 

an input signal in a voltage droop method, thus this can be used for both CSC and 

VSC-based HVDC systems, in that the direct voltage could be regulated by 

adjusting the converter current. Ratio control is used to overcome the difficulties of 

voltage droop when steering the power flow in the network. A priority control 
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strategy is usually used on small MTDC networks as indicated in [17], and VSC 

has precedence over other kinds of converter in this method. The voltage margin 

method is proposed to control CSC-MTDC networks.  

The voltage margin control method can maintain voltage even after disturbances. 

Based on [36], local control and master control are introduced in control methods 

for MTDC. In local control, the transformation of an 𝑎𝑏𝑐 reference frame and 𝑑𝑞 

reference frame is used for active and reactive control. In addition, pulse width 

modulation, which controls the inverter circuit switching devices on and off, 

produces a series of voltage pulses which has equal amplitude but varying width. 

Hence, a sine wave or the required current waveform can be synthesised by these 

binary voltages with reasonably low harmonic content. According to certain rules 

of the PWM, the magnitude of output voltage in the inverter circuit and the output 

frequency could both be changed [28]. A better control method should overcome 

the non-linear coupling effect and maintain a constant value. Master control, 

without a requirement for communication, uses the voltage margin method for 

overall control to coordinate the electric power flows within the MTDC system. 

One terminal is responsible for DC voltage regulation and the other terminals are 

responsible for providing active power in case of over-voltage, under-voltage and 

unstable operation if there is a disturbance or fault. 

In [38], cooperative control is selected to be used in a three terminal system. Several 

strategies are introduced, so these strategies are used to control power sharing 

among MTDC systems such as autonomous control. This strategy allows the plug 

and play feature and hence, when any terminal of MTDC system is in outage or 

curtailed, there is no need to reconfigure the MTDC system or reset new references 

for their controllers. Moreover, cooperative control has several benefits such as high 

reliability, and minimising the operation cost. In general, a complex system should 

be clustered into many subsystems, and it is not necessary for the cooperative 

control algorithm to communicate with all subsystems as shown in Figure 2-10. 

Figure 2-10 explains the concept of cooperative control that interacts with 

subsystems. The two subsystems 1 and 2 are considered to communicate with each 

other, but subsystem 3 will communicate with the other subsystems through its 

output. In other words, subsystems 1 and 2 inputs communicate to subsystem 3 in 
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an indirect way. 

 

Fig. 2-10 The cooperative control algorithm 

 Challenges of HVDC and MTDC transmission 

systems 

HVDC transmission has proved to be a reliable and valuable method of electrical 

energy transmission. However, there are a number of challenges to overcome. The 

investment in an HVDC system is high. The power loss in an HVDC converter 

station is higher compared with an AC substation due to the conversion between 

AC and DC and the harmonics [11]. In VSC-based HVDC systems, switching 

losses, which are directly related to high-frequency PWM operation, are one of the 

most serious and challenging issues that must be overcome. Other significant 

disadvantages under high frequency operation are electromagnetic interference, 

transformer insulation stresses, and high frequency oscillations, which require 

additional filters [5]. Some constraints are also here in the DC side HVDC grid 

protection such as limited overload capability of power electronics, converter 

blocks to protect the IGBTs and stability at the DC side. On the AC side, frequency 

deviations, and in extreme cases, loss of synchronism may occur in any of the 

connected systems. 

 Chapter summary 

This chapter reviews the basic introduction of HVDC including HVDC 

technologies (converter technologies), HVDC components, HVDC configurations 

and control of HVDC systems. Furthermore, the advantages and challenges of 
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HVDC and MTDC systems were also reviewed. 

CSC-based HVDC is widely used around the world and VSC-based HVDC system 

is introduced as a promise new solution. With the rapid development of electronic 

devices, VSC technology stands out from the HVDC technologies and becomes the 

best option for multi-terminal HVDC systems. Redundancy, resilience and stability 

are three key objectives for a VSC-based MTDC network [39] which have a number 

of benefits over other technologies, and so would be successful transmission media. 

Therefore, the objectives of an MTDC network can be described as follows: to 

transfer more power; provide redundancy and flexibility for extensions; maintain 

voltage and frequency, maintain stability; for the healthy sections to continue 

operating under various fault conditions;  and return to a steady-state condition as 

quickly as possible after disturbance. 

  



25 

 

3 Overview of the Protection 

Methods for HVDC and MTDC 

Systems 

 Introduction 

The basic principles for protection of HVDC and MTDC systems are introduced in 

this chapter. The fault profile including the fault types and features are introduced 

firstly to help to understand the protection principles. The circuit breaker applied in 

a DC system is presented herein. The basic protection methods used in HVDC and 

MTDC systems are explained respectively. 

 Types of faults 

Due to the complexity of current electrical power systems, the occurrence of faults 

is unavoidable. The target of a protection system is to minimise the damage caused 

by faults using the appropriate protection scheme. Compared with cables, overhead 

lines are more easily affected by external situations hence leading to faults. 

Overhead lines are vulnerable to lightning throughout their length, hence the most 

common problem is lightning. Other weather conditions such as wind, ice and snow 

loading, etc. may also cause faults. Birds and animals and trees are also reasons for 

overhead line faults. 

The types of faults on HVDC systems can be classified into two: line-to-ground 

fault (positive or negative) and line-to-line fault. Depending on the system topology, 

there are essentially three types of fault including the possibility of pole-to-pole-to-

ground fault. However, this type of fault is extremely unlikely and virtually 

impossible if the two conductors are in separate cables [8].  

Overhead lines (OHL) and cables are the two main media for a DC transmission 
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system. In total, 70-90% of faults are transient in overhead lines, whereas most 

cable faults are permanent. VSC-based HVDC is usually used in projects involving 

cables. However, in comparison with cables, an overhead line is more likely to 

sustain faults. Nonetheless, faults occurring in cables are more likely to be 

permanent faults. Furthermore, cable fault is mainly caused by insulation 

deterioration and breakdown [33, 40-42]. 

Line-to-ground fault (PG and NG in Fig. 3-1) involves insulation failure between a 

DC conductor and the ground, which is usually caused by lightning strikes and 

pollution. Line-to-ground faults can be divided into positive line-to-ground faults 

and negative line-to-ground faults, and they happen when the line is shorted to the 

ground. When a line-to-ground fault occurs in a bipolar system, the capacitor will 

be discharged on faulty poles so that it will suffer an overcurrent. On the other hand, 

a healthy pole capacitor will impose an over voltage. Unlike the permanence of 

faults in cables, overhead lines can be restored after fault clearance. 

 

Fig. 3-1 Locations and types of DC line faults 

Line-to-line fault (PN in Fig. 3-1) arises from insulation failure between the two 

DC conductors meaning that the capacitor will be discharged, and the AC system 

will suffer a three phase short circuit. Except for blocking both converters, a DC 

line should be isolated from the AC system by using AC breakers or DC breakers. 

Although rare, line-to-line faults are generally more common on overhead lines 

than cables since falling objects on exposed conductors may cross the positive line 

and negative line. 
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Under line-to-ground faults, overhead line protections are required to detect faults 

and block and trip the converters, and automate a recovery process is autoreclosing 

is available. The rebalance of capacitors is the key point before the system restarts. 

There is a similar process for line-to-line faults to detect faults and block converters. 

Then DC capacitors can be charged to see whether the DC voltage has been re-

established [43]. 

 

 

Fig. 3-2 Illustration of VSC-HVDC fault for two paths: (a) line-to-ground (b) line-

to-line [43] 

A fault on a DC line travels in both directions and the terminals reflect the 

waveform. The wave front of a transient overvoltage can take two different paths 

which are illustrated in Fig. 3-2. If the nominal voltage pre-fault is known at any 

given point along the line, the voltage at the corresponding pole can be characterised 

by equation 3.1: 

                                             𝛥𝑉𝑛 = 𝑉𝑛 ×
𝑍0−𝑍1

𝑍0+𝑍1
                                          (3.1) 

where: 𝑉𝑛 is the nominal voltage, 𝛥𝑉𝑛 is the change in voltage at the corresponding 

pole, 𝑍0 and 𝑍1 are surge impedances of the pole-to-pole and pole-to-ground paths 

respectively. 
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The stability of the power system and the power quality will both be affected by 

faults on a transmission line. In terms of devices, if the fault cannot be cut 

immediately, equipment may suffer from severe damage. Some of the equipment 

can be permanently destroyed in the worst case, and the whole power supply can 

be lost for a long period. Hence, the protection system is of overriding importance. 

In multi-terminal configuration, management of DC side failures have the specific 

challenges:  

• High surge currents after DC-short circuits can lead to mechanical damage and 

arcing  

• Secondary damage of healthy converters at the same DC-Bus can occur  

• In normal and transient conditions, resonance currents in the DC-Bus network 

create further disturbance 

 Circuit breakers 

The time for the protection system to respond to a fault is particularly critical for 

MTDC. The present generation of DC circuit breakers needs to operate within a 

few ms [44] (approximately 5 ms according to one manufacturer) [45, 46] to 

successfully interrupt the rapidly increasing DC fault current. This is technically 

challenging but the main fault detection proposed in this paper is always shown to 

robustly operate at under 5 ms. With ongoing improvements in breaker technology, 

this will be sufficiently fast either for the current generation of breakers or in the 

very near future.  

Circuit breakers will be positioned on DC transmission lines and work during a 

fault. The breaker must create an artificial current zero crossing to interrupt the fault 

current. Different HVDC breakers have been proposed in many studies. Broadly, 

there are three types of HVDC circuit breakers: electromechanical, solid-state and 

hybrid circuit breakers [47]. Solid state breakers are fast but expensive, and have 

high losses. Mechanical breakers making use of auxiliary circuits have a lower cost. 
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Hybrid breakers combine power electronics and fast disconnector switches. 

Different grounding schemes should be considered. In addition, passive elements 

such as inductors are commonly proposed to limit current rise.  

Electromechanical types of circuit breakers (shown in Fig. 3-3) can be grouped into 

three categories: (1) inverse voltage generating method, (2) divergent current 

oscillating method, and (3) inverse current injecting method. Only the inverse 

current injecting method can be applied for high ratings of voltage and current. In 

electromechanical breakers, the current zero can be generated by superimposing the 

reverse current on the input current by discharging the capacitor via the inductor 

[47, 48]. 

 

Fig. 3-3 Electromechanical circuit breaker [49] 

Solid-state circuit breakers illustrated in Fig. 3-4 are another type of HVDC breaker, 

which have a much faster interruption time and lower state losses than 

electromechanical circuit breakers. The interruption time can reach a few 

milliseconds. This type of CB is based on IGCT instead of IGBT with lower on-

state losses. The main disadvantages of these types of circuit breakers are the high 

capital costs [47, 48]. 
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(a) Topology 1 

 

(b) Topology 2 

Fig. 3-4 Solid state circuit breaker [49] 

The hybrid electromechanical/solid state circuit breaker (Fig. 3-5) is a relatively 

recent development [50]. It replaces the electromechanical contact with 

semiconductor switches to achieve the open-circuit disconnection, which has high 

switching speed and high current carrying capacity [51]. 
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(a) Topology 1 

 

(b) Topology 2 

Fig. 3-5 The hybrid circuit breaker [49] 

A converter embedded device is another protective device installed in VSC to detect 

and isolate DC faults. However, the effect is not effective in multi-terminal 

networks. Capacitor DC circuit breakers (CDCCB) are introduced in [33, 52] by 

placing a capacitor in series with a circuit breaker. The biggest benefit is that the 

operational speed is dramatically improved, with the converter back in operation 

within 10 seconds. The research in paper [53] develops the use of the converter 

embedded device. Emitter turnoff device (ETO) based CDCCBs, which usually 

work with snubber circuits are used (Fig. 3-6). With these, the fault can be turned 

off and interrupted within 10 μs. 
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Fig. 3-6 CDCCB protection 

The problem of this method using DC protection is that devices may let voltage 

overshoot when putting converters back into service. Hence, a method introduced 

in [54] integrated with a chopper circuit may mitigate this problem (as shown in 

Fig. 3-7).  

 

Fig. 3-7 Overvoltage chopper circuit 

The chopper in turbines introduced in [55] is to prevent the voltage rise in DC links 

due to excess energy. When faults occur on the AC side, the dynamic characteristics 

of a collection grid, which is inertia-less with a slightly larger current, could be 

determined by converters and corresponding controllers. The result shows that the 

AC terminal voltage will drop, and DC link voltage will increase to the same value 

at the connection to the DC chopper. The active power on the wind turbine side will 

not be impacted because of the use of a DC chopper. The impedance changes from 

a large to a small value could be seen by relay so that the fault will be detected, 

resulting also in a change of the angle. The DC voltages will decrease whatever side 

the fault is on. However, the detection for multi-level converters will be difficult 

due to many smaller separate capacitors. In conclusion, the maximum 

disconnection time is 15 ms, and ABB developed the DC breaker in late 2012 to 
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interrupt the power within 5 ms. Fault detection could be faster using large 

capacitors which cause a very large discharge current [55]. 

However, for the moment, operators must work with large numbers of legacy AC 

devices and, thus, need to compensate for their disadvantages. Accordingly, DC 

devices are developed to allow the healthy line to keep operating. Most DC breakers 

are based on semiconductor switches (e.g. IGBT). IGBT circuit breakers are usually 

regarded as DC protection devices, and they are much cheaper than DC circuit 

breakers [33, 56]. Like many IGBTs in converters, IGBT circuit breakers using 

solid state devices consist of an anti-parallel diode. Even though solid state devices 

have large losses and a high cost, they can clear faults quickly with good 

performance. The advantage is that the converter will not shut down if a ground 

fault occurs. However, IGBT-CB is a unidirectional device so that it will not protect 

the rectifier side. As shown in Fig. 3-8, IGBT-CB will block fault current from 𝑎 to 

𝑏 if a fault occurs on the DC line. 

 

Fig. 3-8 IGBT-CB 

In a protection scheme, when a fault occurs, the voltage will start to collapse as the 

current begins to rise. At the same time, the IGBT is ready to block, and the fast 

acting DC switch will open once a fault is detected. This technology has also been 

described in [57]. By considering the constraints caused by the VSC-based multi-

terminal system, IGBT-CB has been placed between VSC and DC networks. 

 Existing HVDC line protection 

A DC line fault will cause the current rise on the converter station, as well as the 
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collapse of the DC line voltage. The primary objective of line protection is to detect 

the fault on the DC transmission line, isolate it and recover the line as soon as 

possible. In the protection of a longer HVDC system with high capacity, the 

protection of a converter station will not be influenced as much as DC line 

protection.  

For DC protection, a discharge wave will be produced if a fault occurs between 

shields in DC transmission lines and cables. The surge impedance is typically below 

100 ohms. This leads to high short circuit currents. Hence, fault distances could not 

be devised simply though impedance measurement as for AC systems. Another 

reason is that there is no complex value of the impedance in DC systems, so distance 

protection is one dimensional (just resistive) rather than obtaining the 𝑋 𝑅⁄  locus as 

would normally be the case in AC systems. Due to the sensitivity of converter 

stations to overload and high costs, protection should be against overcurrent. 

Switching DC current is not trivial since DC current will not cross zero. New 

techniques are therefore required. In a meshed network, the faulted line must be 

selected within a limited time to keep the remaining system operational after 

isolating the faulted line. Since DC cable routes usually consist of two independent 

insulated cables, short circuits between the positive and negative poles are rather 

unlikely [2]. 

Four main types of protection principle are currently used in HVDC systems. 

Travelling wave protection and voltage derivative protection, which are based on 

the travelling wave concept, are usually used as primary protection. Furthermore, 

under voltage and differential protection are used as back up protection [58-60]. 

Some other protection schemes have also been introduced below. 

3.4.1 Travelling wave principle 

A fault on the transmission line will result in travelling waves on both current and 

voltage signals, and it will travel in both directions originating from the fault 

position. The Bewley Lattice diagram can clearly show the propagation of the wave 

(Fig. 3-9). 
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Fig. 3-9 Bewley Lattice diagram [60] 

The frequency feature is thus caused by fast travelling wave along the transmission 

line. For a lossless line these reflections would continue indefinitely but due to 

losses this energy decays to steady state values after a few transits. The generation 

of travelling waves results from disturbances on a transmission line, which will 

bring high frequency oscillations. The travelling wave protection principles are 

briefly introduced in [6].  

Travelling wave-based protection has been successfully applied in both AC and 

HVDC systems by virtue of development of fast A/D conversion and numeric relay 

technology [61, 62]. The traditional fault location methods for AC lines are mainly 

based on the fundamental frequency electrical variables, which cannot be used on 

DC lines. The current techniques for HVDC transmission lines are mainly based on 

travelling wave. Travelling wave protection is used for main DC lines. If the 

threshold is smaller than the difference in current and voltage by detecting the wave 

front, the protection will operate and determine whether there is sufficient 

amplitude [63]. 

However, there are still some problems with this method. First of all, the detection 

of the wavehead, which is the key point in this method, is not reliable. Secondly, 

the wave speed, which decides the accuracy of the fault location, depends on the 

parameters of the line. In addition, a very high sampling frequency has to be used. 
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Lastly, interference signals may adversely influence the measured fault location. 

The most common method of travelling wave-based protection applied to multi-

terminal systems, as introduced in [3, 64], is detecting the initial wavefront which 

has a demonstrably fast and accurate response. Due to its fast computational time 

and straightforward implementation, the discrete wavelet transform (DWT) is 

preferred for detecting arrival of wavefronts [65] over using pure frequency or time 

domain-based methods [66]. However, limitations exist with travelling wave 

protection [62, 67, 68], such as lack of mathematical tools to model the travelling 

wave, being easily influenced by noise, inability to detect close-up faults, and 

requiring knowledge of the surge impedance and a high sampling rate.  

The authors in [69] attempt to apply Mathematical Morphology (MM) for analysing 

the HVDC system faults. Even though the AC line faults are difficult to judge by 

using travelling wave when the faults occur near the voltage crossing zero, there is 

no such problem in DC lines. A standard 12-pulse HVDC system in the MATLAB 

environment is used for analysis in this paper. The voltage magnitude of Reverse 

Voltage Travelling Wave (RVTW) is calculated based on the data recorded from the 

rectifier side. . The results show the figure of RVTW during various operating 

conditions of HVDC systems, including under normal operation and the DC line 

fault with different distances from the rectifier end. Then the results are analysed 

using the MM technique. With opening and closing operations on the dilated and 

eroding objects which are two basic operations in MM, the fault can be measured 

through the time between two peak values of the closing object and the velocity of 

the wave. In this paper, the authors claim the accuracy of this method could reach 

98.56% [69]. 

Recently, the main protection strategies for the HVDC system in operation are using 

travelling wave protection. Even though travelling wave protection has the 

advantages such as working under higher operating speeds, there are also some 

specific requirements for the network, such as a high sampling rate. In order to meet 

the protection requirements under thunder storm conditions, the sensitivity of 

protection is reduced. Hence, the disadvantages for travelling wave protection are 

apparent. Travelling wave protection is easily influenced by thunder and 
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disturbances, as well as being unreliable to the fault with high impedance. 

3.4.2 Voltage derivative protection 

For so called voltage derivative protection, the initial fault detection is determined 

by also the derivative of the current. A threshold is set up to compare with the 

weighted sum of the derivatives. Advantages include speed, and that it could 

operate for bipolar DC line faults and all other disturbances. The disadvantages are 

that the derivation depends on fault loop impedance so that it is hard to detect the 

high impedance faults and faults close to the inverter.  

A method which is based on estimating the transmission line impedance including 

the fault resistance and the total frequency dependant line impedance is introduced 

in [70]. After inputting the voltage and the current pulses to the system, the obtained 

impedance can be compared with the measured impedance until there is an 

acceptable error between them. 

3.4.3 Current differential protection 

Differential protection based on telecommunication infrastructure is used as backup 

protection. Communication among different converter stations is via dedicated 

communication networks, often using optical fibres [37]. The use of 

telecommunications may bring some risks; therefore, this method is usually used as 

backup protection. 

3.4.4 Under voltage protection 

Under voltage protection is used as a backup for voltage derivative or travelling 

wave protection. Multiple levels of protection will provide adequate backup 

protection for HVDC lines. The main protection for DC lines should be based on 

local detection instead of using telecommunication which is dependent on external 

factors. 
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3.4.5 Transient-based protection 

Boundary protection is a transient-based protection concept which has been 

proposed in [68]. In a DC system, smoothing reactors and the capacitors installed 

at both ends of the DC transmission line and the inherent bus bar capacitance 

represents a natural boundary that does not transmit high frequency signals and thus 

can be used to rapidly distinguish between internal and external faults [62]. Another 

transient harmonic current protection method based on the boundary characteristic 

is introduced in [71]. However, this kind of transient-based protection may mal-

operate because of non-fault transients caused by lightning. 

3.4.6 Other 

The hybrid protection presented in [62] can distinguish both non-fault lightning 

transients and detect close-up faults, which may be missed by travelling wave 

methods. However, high sampling frequencies are required, which demand more 

expensive hardware for sampling and calculation. A method has been proposed in 

[67] to analyse the relationship between parameters of the DC transmission line and 

the variation of transient energy obtained from the voltage and current 

measurements at both terminals, although the technique is not validated with a 

frequency dependent line model. The authors in [71] present a method utilising 

transient harmonic current based on the boundary characteristic of DC transmission 

lines. However, it takes a maximum of 30 ms to identify the faults, which is not 

quick enough for protection purposes. In addition, the sensitivity of the method will 

decrease with increasing fault resistance. A differential protection technique for 

MTDC transmission lines has been proposed in [72], which depends on analysis of 

the high frequency transients in current signals at each end of the line. As with any 

differential scheme, this relies on communication between both terminals 

representing a single point of failure and introducing inherent latency. 

The shortcoming of travelling waves, voltage derivative and under voltage 

protection is that they cannot detect grounding faults with large transition resistance. 

The detection in differential protection is slow. Hence, some new methods are being 

developed [59]. 
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Due to the shortcomings, whereby the derivation in voltage and current will be 

influenced by fault loop impedance in a voltage derivative protection method, a 

development is introduced in [60]. The fault distance is calculated according to the 

time difference which relates to the maximum value of cross-correlation function 

(CCF) and CCF could be determined by the forward and backward travelling wave 

calculated from the fault injected voltage and current. In addition, the pole mode 

wave is used for fault location and the ground mode wave is used to identify the 

faulted pole. In this paper, telecommunication infrastructure was also used to 

enhance the system by detecting the fault location in a simpler way. In this system 

both close-up faults and distant faults could be detected in an optimal response time. 

 Multi-terminal HVDC protection 

The aim of a protection scheme for multi-terminal HVDC systems is to cut the 

faulted line whilst keeping the remaining converters operational. Not only does this 

require DC breakers, but also a DC protection relay that will discern when to 

operate the breakers. DC protection relaying require special consideration over 

conventional AC methods. 

Although HVDC technology has been advanced considerably in recent years, there 

are still some limitations in multi-terminal systems. More specifically, protection 

systems still remain problematic in HVDC technology. The existing strategy is to 

operate the switchgear on the AC side so that the entire DC system will be de-

energised. If simply using the original methodology in a MTDC system, the whole 

network will thus be taken out of service. Moreover, if a fault occurs in the AC 

transmission system, the DC-Bus voltage will be affected on both ends of the line. 

Hence, the line may appear faulted as a result of the AC fault. Applications of a 

protection scheme for MTDC transmission systems have been studied, and the 

examples can be found in much of the literature. 

Conventional CSC-based HVDC systems are currently regulated by connecting a 

large smoothing reactance in series so that they are robust enough to deal with DC 

faults. Owing to the DC inductors, CSC HVDC has better ability to withstand short 

circuit current. Hence, voltage deviation is the key factor in protection strategies 
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which rely on fault location and travelling wave detection. However, these methods 

are not applicable in VSC-based HVDC. Due to the ability of VSC-based HVDC 

to control reactive and active power, it has robustness to withstand AC side 

disturbances. Nonetheless, it is unable to withstand the DC side fault which is more 

serious to the network. Therefore, a more appropriate design should be researched 

for multi-terminal VSC-HVDC [5, 33, 40, 42].  

In multi-terminal HVDC systems, different protective strategies are considered 

based on different factors. The line protection (Fig. 3-10 (a)) with fast breakers at 

every end of the line gives selective protection to each element. There is no 

communication between relays and this strategy has the least impact on the grid. A 

converter station will ride through faults. Line and converter protection (Fig. 3-10 

(b)) will have an impact on local converter stations with slower relaying. Open grid 

protection (Fig. 3-10 (c)) operates all beakers at a bus with fast fault detection and 

slower fault identification. The protection zones encompass more than one line in 

grid splitting protection (Fig. 3-10 (d)), which will quickly isolate the faulted zone. 

Low speed grid protection (Fig. 3-10 (e)) is generally applied in two-terminal 

HVDC links to block the system. 

 

(a) Line protection (b) Line and converter protection 

Fig. 3-10 Protection scheme for MTDC systems 
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(c) Open grid protection (d) Grid splitting protection 

 

(e) Low speed grid protection 

Fig. 3-10 Protection scheme for MTDC systems 

For economic reasons, AC counterparts can be used for DC grid protection, which 

has mature technology and a shorter lead time. AC side breakers can be coordinated 

to cope with the fault occurring on the DC side in the most economical way. Even 

so, they cannot satisfy the speed requirement of tripping [33, 40, 42].  

The rebalance of the capacitors is the key point of fault recovery, for which [43] 

gives a detailed solution. Firstly, using high impedance in the grounding system 

will cause a small discharging current, so that the voltage of the capacitor can be 

maintained without overcurrent stress. Secondly, the secondary winding of the 

transformer could change to a 𝑌𝑛  type, so the capacitor could be rebalanced 

automatically. In addition, using a monopole scheme is better for overhead lines 

compared with a bipolar system. Lastly, installing equalisation resistors will take a 

long time to rebalance the voltage. At the end of this paper, the authors give the 

design philosophy for fast DC breakers.  

There are still some other protection methods used in MTDC. [40, 42] have 
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represented the reverse diode protection method for small scale systems. Here, a 

reverse diode is installed between the DC overhead line and DC chopper to restrain 

fault current. This method may be effective for small scale applications, but not 

practical for large projects.  

In addition, the large current charge method compares the current magnitude; the 

rise time method measures the rise time of the wavehead of the current, and the 

oscillation pattern method detects the wide pulse without polarity change. These are 

all the methods used for detecting a faulted line. 

A real time closed loop simulation model, which is a ±500 kV, 5000 MW bipolar 

four-terminal HVDC system, is developed in [73]. Travelling wave protection and 

derivation protection can be installed in all terminals when used in multi-terminal 

systems in a similar manner with two-terminal HVDC networks. In order to operate 

the remaining network when a fault occurs, rectifiers will reduce the current to zero 

in synchronisation. Meanwhile, the new configuration of a network will be taken 

into consideration by the master control [73]. 

A backup protection also should be set up in case of the failure of primary protection. 

Remote backup protection schemes are the main back up introduced in [53]. The 

buck converter relay is used as the backup relay for an inverter, the rectifier relay 

for a buck converter and the fuse relay for a rectifier relay. Also, the overcurrent 

protection can be used as backup protection. Due to the limited fault current from 

inverters, traditional overcurrent protection cannot be used for MTDC protections.  

In the protection of multi-terminal systems, current and voltage measurement, 

which are used to detect faults, are more important. In order to provide usable and 

reliable data for the control and protection system, a measuring system should be 

installed in the converter station. Then fault location should be identified so that the 

correct breakers will trigger on both sides of the faulted line. Moreover, the fault 

current must be detected quickly since VSC is sensitive, and the voltage withstand 

rating of the converter is about twice the full load rating [33, 53]. The data by a 

converter station should be collected by redundant systems.  
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For the purposes of accurate detection, three criteria are used including using 

voltage wavelet coefficients, current wavelet coefficients, and voltage derivatives. 

Among these three criteria, if two of them demonstrate the occurrence of the fault, 

then the breakers will work. In this way, this method overcomes the shortcomings 

of each of the three criteria facing different situations and the chance of mal 

operation will be reduced [74]. Furthermore, using “two out of three” can improve 

the accuracy of judgment when there is the possibility of faults occurring near or 

far from the bus. 

 Chapter summary 

An overview of the current protection schemes for HVDC and MTDC networks are 

discussed in this chapter. Lots of protection schemes such as travelling wave 

principle, voltage deviation method, and transient-based protection are generally 

applied as the main protection scheme. Current differential protection and under 

voltage protection are used as backup protection. Also, some new methods have 

been studied as well. These technologies are mature methods not only for HVDC 

systems, but also some of them can be applied in multi-terminal HVDC networks. 

As all existing protection schemes shown may have some drawbacks, this thesis 

investigates a novel protection scheme for both two-terminal HVDC systems and 

multi-terminal HVDC systems. 
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4 Case Study Model Development 

and Implementation in PSCAD 

 Introduction 

This section gives a detailed introduction to the modelling of a two-terminal HVDC 

system and a three terminal HVDC system which are chosen in the case study. 

PSCAD software is widely used in power system modelling and is good for 

transient analysis. Hence, PSCAD is used in this thesis to simulate the two HVDC 

systems. The PSCAD HVDC system model will serve as the basis for developing 

the novel protection scheme based on the ANN method which applies the fault 

current transients. The protection scheme developed herein is based on the analysis 

of fault current signals. 

This section elaborates the software used to model the network and the DC fault 

behaviour including the steady-state and transient fault phenomena. PSCAD is 

introduced in the first part, followed by a description of the specific two-terminal 

HVDC and the multi-terminal HVDC model used for the case study. Different fault 

types under different conditions (e.g. fault locations, fault resistance, etc.) are 

conducted. The analysis is based on both an HVDC system and an MTDC system, 

including the converters without fault blocking capability and surge arresters. The 

resultant fault current signals are typified and discussed. 

 PSCAD/EMTDC introduction 

PSCAD/EMTDC is widely used software in electric power systems for 

electromagnetic transient simulation, which has the function of simulating 

complicated power systems and providing a powerful element model library as well 

as an ergonomic user graphical interface. PSCAD (power systems computer aided 

design) is a pre-processing program for the EMTDC (electro-magnetic transients 

including DC). The main function of EMTDC/PSCAD is to calculate and simulate 
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the time domain and frequency domain in power systems. A typical application is 

to simulate how electric parameters change over time in response to simulated 

disturbances or changes in network topology. Over the years, with the improvement 

of the EMTDC element model base and the function, PSCAD can not only study 

an AC/DC power system, but can be a versatile tool for finishing power electronic 

simulation and non-linear control. The software can also be used as the Front End 

for a real time digital simulator (RTDS). Hence, PSCAD/EMTDC simulation 

analysis software will provide a superior HVDC system model for system fault 

analysis 

 Two-terminal HVDC 

4.3.1 Components 

A two-terminal VSC-HVDC system is modelled using PSCAD as a platform. The 

system has been calculated with an equivalent circuit and been tested under steady-

state conditions. The model based on the example in PSCAD is selected as the test 

network. This VSC-HVDC system is a symmetrical monopole system, which 

consists of a synchronous machine, DC submarine cable, transformers, 6-pulse 

converters (Rectifier or Inverter), and equivalent 3 phase AC voltage sources 

represent the AC connections.  

Based on the design in the examples, several changes have been made to meet the 

requirements of this project. The final model is a ground return monopole network 

with overhead lines. The converter stations use IGBTs instead of GTOs. In addition, 

the synchronous machine has been replaced by a voltage source behind an 

equivalent resistance. Detailed modelling for this system is introduced as follows. 

Power source 

In order to design the connection at the end to be a network with enough short 

circuit capacity, a voltage source is modelled in sufficient approximation condition 

in this VSC network. A fixed voltage can be maintained independently no matter 

how much current is flowing into the network or how much resistance is installed 
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in this model. In this network, voltage sources are modelled as a synchronous 

generator and the load. 

Converter transformer 

Combined with the converter station, the converter transformer plays a key role in 

an HVDC system. The converter transformer is the power transformer between the 

converter station valve bridge and the AC system. It realises the connection between 

the Valve Bridge and the AC busbar and provides a three phase commutation 

voltage with ungrounded neutrals to the Converter Bridge. Hence, a three phase two 

winding transformer is built. 

Voltage source converter 

Compared with a conventional CSC-HVDC system, a VSC-HVDC, using VSC and 

PWM technology, makes use of IGBT/GTO to complete on-off operations. Using a 

comparison between a carrier wave and triangular wave, a trigger pulse will be 

generated respectively for controlling electronic devices. The use of a voltage 

source converter HVDC for submarine or onshore power transmission is well 

known to increase the capacity and decrease power losses during transmission. The 

basic structure of a VSC is made up of 6-pulse converter devices. The designed 

voltage source converter with a 6-pulse two-level Bridge using IGBT is listed in 

Fig. 4-1. 

 

Fig. 4-1 The configuration of a voltage source converter 
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In this control system, at the rectifier side, the AC voltage is controlled by 

magnitude control and DC power is controlled by phase shift control with PWM. 

Meanwhile, on the other side, the AC voltage is controlled by magnitude control 

independently, and the DC voltage is controlled by phase shift control [75]. Also, 

there is no need for any existing short circuit capacity in the end AC network at the 

inverter side. 

In contrast to line commutated, so-called current source converter HVDC systems, 

VSC-HVDC systems function as an ideal DC voltage source so the DC voltage 

polarity can remain unchanged when the power flow is reversed for a single VSC 

converter station. These capabilities make the VSC-HVDC suitable for constructing 

multi-terminal HVDC systems. In the simplest converter architecture, the AC 

voltage waveform is synthesised using a two-level approach. The converter can be 

modelled as a controllable voltage source which connects to an AC network through 

a series reactor at the point of common coupling (PCC) [17, 76]. The basic 

configuration for a converter station containing the main components as well as the 

configuration of VSC converters of three-phase, two-level, and six-pulse bridges is 

presented in Fig. 4-2.  

 

Fig. 4-2 Configuration of a VSC converter station in PSCAD 
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Although more modern multi-level converter architectures exist, the system here is 

the well-proven two level converter chosen for its simplicity. On the AC side, phase 

reactors are applied between transformers and converters to limit both the active 

and the reactive power flow by regulating currents through them. The phase reactors 

also function as AC filters to reduce the AC current harmonic content caused by 

pulse width modulated switching of the converter station. In the well-established 

two-level converter stations, a low-pass LC-filter is included on the AC side which 

will suppress high frequency harmonic components. Capacitors on the DC side 

provide energy storage reducing the DC voltage ripple [77]. In addition, DC 

reactors are connected after DC capacitors to reduce the rate of rise of DC fault 

current and reduce harmonic currents.  

Transmission line model 

Since the transmission line is, in reality, made up of distributed parameters that are 

frequency dependent, this scheme has been developed with a line model which 

accurately captures the high frequency transient response. The branches are 

exclusively overhead lines, where each line is 200 km long with the geometric 

conductor layout illustrated in Fig. 4-3. Each line is a symmetrically grounded 

monopole. 

 

Fig. 4-3 The configuration of the overhead transmission line model 

For analysis of steady-state conditions, the transmission line can be modelled using 
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lumped parameters; however, distributed parameters should be used to accurately 

reflect transient behaviour [78]. The transmission line or cable can be represented 

by series impedances and shunt admittances per unit length. The series impedance 

is inherently frequency dependant due to its imaginary reactance and also due to the 

skin effect in the conductor and earth wires. Based on these parameters, the 

characteristic parameters of the line, the surge impedance and propagation constant 

can be derived, which determine the propagation behaviour of travelling waves on 

the line [79]. 

The lumped parameter model is not very accurate compared with distributed 

parameters, which are more suitable for transient analysis. The line model is, 

therefore, considered a frequency dependent model which can be seen in Fig. 4-4 

[80, 81]. 

 

Fig. 4-4 Single-phase distributed parameter line model [81] 

It can be noticed that the line is divided into different segments. Each segment can 

be described by impedance 𝑧  for series parameters and admittance 𝑦  for shunt 

elements as follows (4.1) [81]. 

                                                {
𝑧 = 𝑅 + 𝑗𝜔𝐿

𝑦 =
1

𝑅1
+ 𝑗𝜔𝐶

                                         (4.1) 
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The model can be treated as the conventional single-phase distributed parameter 

line model, and the solutions for voltage and current are shown in: 

                        

{
 
 

 
 𝑉1 = (

𝑉2−𝐼21𝑍𝑐

2
) 𝑒𝛾𝑙 + (

𝑉2−𝐼21𝑍𝑐

2
) 𝑒−𝛾𝑙

𝐼12 =
𝑉1

𝑍𝑐
−

𝑉2

𝑍𝑐
𝑒−𝛾𝑙 − 𝐼21𝑒

−𝛾𝑙

𝐼21 =
𝑉2

𝑍𝑐
−

𝑉1

𝑍𝑐
𝑒−𝛾𝑙 − 𝐼12𝑒

−𝛾𝑙

                         (4.2) 

where: 

                          

{
 
 

 
 𝛾 = √𝑧𝑦 = √(𝑅 + 𝑗𝜔𝐿) (

1

𝑅1
+ 𝑗𝜔𝐶)

𝑍𝑐 = √
𝑧

𝑦
= √

𝑅+𝑗𝜔𝐿
1

𝑅1
+𝑗𝜔𝐶

                        (4.3) 

where: 𝛾 is the propagation constant and 𝑍𝑐is the characteristic impedance of the 

transmission line. 

The calculation of line impedance is calculated as: 

                                                      𝑅 =
𝜌

𝑙
𝑆                                                  (4.4) 

where: 𝜌 is the resistivity of transmission conductor. 

The overhead line was chosen to be a single conductor line. A high voltage tower 

configuration is represented in Fig. 4-5. 
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Fig. 4-5 The high voltage tower configuration 

 

4.3.2 Control for two-terminal HVDC links 

One or more of the converters connected to the common DC-Bus are generally used 

to regulate the active power which is to maintain the DC voltage. Hence, the 

converters at both ends of the line are controlled to work together. Two modes of 

control are applied independently at each side of the converter.  

The AC side voltage is controlled in the sending end converter to achieve power 

flow. Reactive power generated by the sending end converter is held at a low value 

by adjusting the magnitude of the voltage on the AC side of the sending end 

converter. The DC voltage is controlled by adjusting the phase angle of the AC side 

voltage of the receiving end converter. 

4.3.3 Implementation in PSCAD 

The implementation is completed based on the above theoretical treatment. The 

final model can be seen in Fig. 4-6, and the details of the system data are shown in 

Table 4-1. 
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(a) Final VSC-HVDC model 

 

(b) Rectifier side single line diagram 

Fig. 4-6 Final model of VSC-HVDC model in PSCAD 

 

Table 4-1 System parameters 

System data 

Base MVA 100 MVA 

Nominal AC 

voltage 

Rectifier 13.8kV 

Inverter 115 kV 

Nominal DC voltage 110 kV 

System frequency 60 Hz 

Line length 500 km 

The basic data from the model are illustrated as follow:  

The capacity in voltage source S1 and S2 are both 100 MVA with 60 Hz frequency, 
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and the resistance of these two voltage sources is 𝑥𝑑 = 3.73 𝑜ℎ𝑚𝑠. Transformers 

T1 and T2 also work with 100 MVA. The winding voltage on the rectifier side is 

13.8/62.5 kV and the winding voltage on the inverter side is 62.5/130 kV. The DC 

resistance for the transmission line is 0.03206 ohms/km. The total length of the line 

is 100 km, and the outer radius of the conductor is 0.0203454 m. 

Assuming that the DC voltage utilisation ratio of the PWM technology adopted is 

1, the modulation index is between 0 and 1 (0 ≤ 𝑀 ≤ 1 ). After testing the 

modulation index for the two converter station are both 0.85. 

4.3.4 Steady-state condition 

In steady-state condition, calculation formulas mainly show the relationship of 

voltage, current, active power, reactive power and angle between the AC side and 

the DC side of the converter station. Since the system used in this report is a 

monopole system, the formulas are generally used in a monopole network. The 

equivalent circuit is created in Fig. 4-7. 

 

Fig. 4-7 The equivalent circuit of the VSC-HVDC model [82] 

In accordance with the equivalent circuit above, the following equation can be 

obtained where the DC current on the two sides of the converter station have the 

same value (4.5) [82]: 

                                        𝐼𝐷𝑅𝑒𝑐 = 𝐼𝐷𝐼𝑛𝑣 = 𝐼𝐷                                      (4.5) 

The power injected to the DC side from the rectifier (4.6): 

                               𝑃𝐴𝑅𝑒𝑐 = 𝑃𝐷𝑅𝑒𝑐 = 𝐼𝐷𝑅𝑒𝑐 × 𝑈𝐷𝑅𝑒𝑐                           (4.6) 
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The basic relationship can be obtained from the circuit (4.7): 

                                  {

𝑈𝐴𝑅𝑒𝑐 = 𝑀𝑅𝑒𝑐𝑈𝐷𝑅𝑒𝑐 2⁄

𝑈𝑆𝑅𝑒𝑐
2 = (𝑈𝐴𝑅𝑒𝑐 + ∆𝑈𝑅𝑒𝑐)

2 + (𝛿𝑈𝐷𝑅𝑒𝑐)
2

∆𝑈𝑅𝑒𝑐 =
𝑃𝐴𝑅𝑒𝑐𝑅𝑅𝑒𝑐+𝑄𝐴𝑅𝑒𝑐𝑋𝑅𝑒𝑐

𝑈𝐴𝑅𝑒𝑐 

                       (4.7) 

Hence, the active power and reactive power can be calculated from 4.8 and 4.9: 

                              𝑃𝑆𝑅𝑒𝑐 = 𝑃𝐴𝑅𝑒𝑐 +
(𝑃𝐴𝑅𝑒𝑐

2 +𝑄𝐴𝑅𝑒𝑐
2 )𝑅𝑅𝑒𝑐

𝑈𝐴𝑅𝑒𝑐
2                             (4.8) 

                               𝑄𝑆𝑅𝑒𝑐 = 𝑄𝐴𝑅𝑒𝑐 +
(𝑃𝐴𝑅𝑒𝑐

2 +𝑄𝐴𝑅𝑒𝑐
2 )𝑋𝑅𝑒𝑐

𝑈𝐴𝑅𝑒𝑐
2                           (4.9) 

Also, some factors can be obtained in 4.10 and 4.11 to give the reactive power 

injected into the converter station on the rectifier side in 4.12: 

                                    𝛿𝑈𝑅𝑒𝑐 =
𝑃𝐴𝑅𝑒𝑐𝑋𝑅𝑒𝑐−𝑄𝐴𝑅𝑒𝑐𝑅𝑅𝑒𝑐

𝑈𝐴𝑅𝑒𝑐 
                         (4.10) 

                          𝛿𝑅𝑒𝑐 = −tan
−1 𝑃𝐴𝑅𝑒𝑐𝑅𝑅𝑒𝑐−𝑄𝐴𝑅𝑒𝑐𝑋𝑅𝑒𝑐

𝑈𝑆𝑅𝑒𝑐
2 +𝑃𝐴𝑅𝑒𝑐𝑅𝑅𝑒𝑐+𝑄𝐴𝑅𝑒𝑐𝑋𝑅𝑒𝑐

                    (4.11) 

𝑄𝐴𝑅𝑒𝑐 = 𝑄𝐷𝑅𝑒𝑐 −
𝑈𝑆𝑅𝑒𝑐
2 𝑋𝑅𝑒𝑐

𝑋𝑅𝑒𝑐
2 +𝑅𝑅𝑒𝑐

2 +

√𝑈𝐴𝑅𝑒𝑐
4 𝑋𝑅𝑒𝑐

2 −(𝑅𝑅𝑒𝑐
2 +𝑋𝑅𝑒𝑐

2 )[(𝑈𝐴𝑅𝑒𝑐
2 +𝑃𝐴𝑅𝑒𝑐𝑅𝑅𝑒𝑐)

2
+𝑃𝐴𝑅𝑒𝑐

2 𝑋𝑅𝑒𝑐
2 −𝑈𝑅𝑒𝑐

2 𝑈𝑅𝑒𝑐
2 ]

𝑋𝑅𝑒𝑐
2 +𝑅𝑅𝑒𝑐

2          (4.12) 

The same procedure may be easily adapted to obtain the active power and reactive 

power for any other state parameters.  

Some other parameters can also be obtained. DC line voltage drop ∆𝑈𝐷 (4.13): 

                                             ∆𝑈𝐷 = 𝑈𝐷𝑅𝑒𝑐 − 𝑈𝐷𝐼𝑛𝑣 = 𝑅𝐼𝐷                               (4.13) 

Power loss of DC line ∆𝑃𝐷 (4.14): 
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                                           ∆𝑃𝐷 = 𝑃𝐷𝑅𝑒𝑐 − 𝑃𝐷𝐼𝑛𝑣 = 𝑅𝐼𝐷
2                                 (4.14) 

In steady-state power flow calculation, the ideal situation is considered to be when 

the internal losses of converters are neglected, and the value of converting reactance 

is around 0.1 to 0.2 p.u. with the rated capacity of the converter as a base. The 

results of the steady-state condition are shown in Fig. 4-8. 

 

(a) The reactive power and active power generated from the voltage source 

Fig. 4-8 Measurement in steady-state condition 
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(b) DC voltage and DC current on the transmission line 

 

(c) Modulation index 

Fig. 4-8 Measurement in steady-state condition 

Comparing the calculated values based on (4.5-4.14) with the simulated values in a 

steady-state condition, the difference between these two values was found to be 

within 10%. Hence, this model is accurate enough to accomplish the following 

analysis. The terminal voltage will fluctuate within ±5%. Voltage drop will be no 
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more than 10%. The result is listed in Table 4-2 in which base MVA is 100 MVA 

and base voltage is 13.8 kV. The angle in this table is measured in degrees. 

Table 4-2 The measurement of the system 

Rectifier side Inverter side 

Value between 

voltage source 

and 

transformer 

P 0.727 p.u. Value between 

voltage source 

and 

transformer 

P 0.655 p.u. 

Q -0.205 p.u. Q -0.093 p.u. 

Urms 1 p.u. U 0.997 p.u. 

A 28.85° A 7.6° 

Value between 

transformer 

and converter 

station 

P 0.687 p.u. Value between 

transformer 

and converter 

station 

P 0.69 p.u. 

Q -0.166 p.u. Q -0.138 p.u. 

Urms 4.49 p.u. U 4.43 p.u. 

A 54.46° A -18.57° 

Value on DC 

side 

P 0.695p.u. Value on DC 

side 

P 0.679p.u. 

Urms 8.709p.u. Urms 8.551p.u. 

 

4.3.5 Fault profile analysis 

Based on the model built above, a short circuit fault is implemented in this two-

terminal VSC-HVDC network. Fault current generally will be affected by fault 

types, fault location on the transmission line, ground impedance, short circuit 

capacity and other factors like converter stations. In addition, some faults are caused 

by the disconnection of the DC transmission line. The fault analysis mainly focuses 

on two factors. One is the variation of fault location, and the other is the varying of 

ground resistance. Through short circuit fault current analysis and high frequency 
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component analysis, the characteristic of faults occurring on the DC transmission 

line can be detected. 

Fault analysis on transmission lines is mainly based on the measurement of voltage 

and current with the features generated by the fault, which can generally be divided 

into time domain analysis and frequency domain analysis.  

Considering that a monopole network is applied in this project, only pole-to-ground 

faults will occur on the DC transmission line which can generally be cleared by the 

converter station. A single phase short circuit fault is inserted into this model 

without breakers installed. The fault occurs at t=2 s, lasting 0.5 s. By considering 

different situations based on different fault locations and different ground 

resistances, the analysis of the transient component is derived. The granularity of 

variation is selected to cover all the ranges of faults. For varying locations, with 

0.01  ground resistance, the ranges are set to be 10%, 30%, 50%, 70% and 90% 

on the transmission line to the rectifier. The variation for resistance with the fault 

on 50% of the line is selected to be 0.01, 2 , 10 , 50  and 100 . 

Time domain response 

 

(a) 0.01  fault resistance with varying location      (b) 50% fault location with varying resistance 

Fig. 4-9 Fault current detected from terminal 1 

In response to the fault on the transmission line with 0.01  fault resistance at 

varying locations, the time domain fault current waveform detected on the rectifier 

side is shown in Fig. 4-9 (a). The fault current waveform detected on faults 
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occurring at 50% away from the rectifier side with varying ground resistances is 

shown in Fig. 4-9 (b). The figures shown below are both from 1.8 s to 2.2 s selected 

from the whole simulation output. Faults are applied at 2 s as indicated. 

In response to the fault, the DC current, through the rectifier end of the line, will 

spike whatever the fault location and fault resistance is. The simulation controls 

will respond to the higher current, hence, the short circuit fault current will then 

return to the original current level after reaching the highest value. However, in a 

real system such high currents because would be interrupted by circuit breakers. 

Therefore whilst it is unlikely whether the system could sustain these currents 

without damage before the controls can mitigate them, this is not a realistic scenario 

to consider. As can be seen in Fig. 4-9 (a), the fault current measured at the rectifier 

side is reduced while the distance between the fault point and the measuring point 

increases. The fault current also decreases as the fault resistance increases as shown 

in Fig. 4-9 (b). The fault current is attenuated due to the response of the converter 

station control system in the simulation but in practice the fault current would be 

interrupted by circuit breakers or damage would occur. The measured current 𝑖(𝑡) 

detected from the rectifier side and inverter side is the main source for frequency 

analysis and is used to find the specified frequency as given by (4.15): 

                                    𝑖(𝑡) = 𝑎𝑐𝑜𝑠𝜔0𝑡 + 𝑏𝑠𝑖𝑛𝜔0𝑡                         (4.15) 

where: 𝑖(𝑡)  is current signal, 𝑎  and 𝑏  are constants, 𝜔0  is the fundamental 

frequency and 𝑡 ∈ [𝑡𝑓 , 𝑡𝑓 + 𝑡𝑤] is time, 𝑡𝑓is fault inception time, 𝑡𝑤 is the window 

length. 

Frequency domain response 

Fault current is generally affected by fault types, fault location on the transmission 

line, ground impedance, short circuit capacity and other factors like converter 

stations. In addition, some faults are caused by the disconnection of a DC 

transmission line. During a fault, the transient signal contains many characteristic 

frequencies. The reason why a high frequency component is considered to be the 

most significant factor in this paper is that the frequency components are more 
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likely to be influenced by fault location rather than other factors like fault resistance. 

In an HVDC system, the transmission line protection zone is the area between two 

DC smoothing capacitors at the end of the line, which filter the characteristic 

harmonics from the AC side. The frequency component is reduced by these DC 

smoothing capacitors. As a consequence, DC smoothing capacitors can be regarded 

as the boundary of the transmission of frequency components. 

High impedance faults are generally challenging for many protection strategies 

because of the attenuation of the post-fault characteristics and thus its resemblance 

to steady-state pre-fault conditions. However, in this paper, the Fast Fourier 

Transform is used to obtain a frequency spectrum which contains a distinctive 

feature in the fault current waveform, even in the case of high impedance faults. 

Analysis of these transient signals using the Fast Fourier Transform is an effective 

way to analyse the features generated by the fault. The basic form of the FFT is 

given by (4.16): 

                            𝑆(𝑘) = ∑ 𝑒𝑥𝑝 (−
2𝜋𝑘𝑗2

𝑁
) 𝑠(𝑗𝑇𝑠)

𝑁−1
𝑗=0                                 (4.16) 

where: 𝑆(𝑘)  is defined as the frequencies between the DC component and the 

sampling frequency, 𝑓𝑠, 𝑠(𝑗𝑇𝑠) = s[𝑗] is the signal sample sequence, 𝑇𝑠 = 1 𝑓𝑠⁄  is 

the sampling time, 𝑘 and j are both the index, 𝑁 is the total number of samples.  

The analysis of Fast Fourier Transform is based on the data detected within 6 ms 

beginning at the fault inception times of 2 s in the simulation. The specified 

frequencies can be easily obtained as shown in Fig. 4-10 (a)-(e) which indicate the 

fault location from 10% to 90% varying with fault resistance. Fig. 4-10 (f) shows 

the line varying with fault location under 0.01  fault resistance.  
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Fig. 4-10 Frequency spectra of the fault current for different fault locations from 

the rectifier, varying from 10% (a) to 90% (e) and frequency spectra in 0.01  
fault resistance (f) 

It can be seen that the shapes of the frequency spectrum obtained from the current 

signal are similar for each specific fault location, regardless of fault resistance. The 

frequencies with peak values contain higher energy compared with other 

frequencies; the frequencies with peak values are shown in Table 4-3. This means 

that the peaks appear in the fixed frequency band for a specific fault location, i.e. 

two contiguous peak frequencies have a specified gap with a fixed value during the 

fault occurring at a given location. The closer fault location is to the rectifier side, 

the larger the gap between two frequencies with peak values. The frequencies spike 
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at a group of specified frequencies no matter where the fault location is (i.e., 140 

Hz, 430 Hz, 720 Hz, 1010 Hz, etc.). Regardless of the magnitude difference caused 

by fault resistance, the strong dependence on fault location and peak frequency 

features are apparent. 

Table 4-3 Frequency spectrum peak value analysis 

The current signal used in analysis is 6 ms long, beginning at 2 s. However, it can 

also be seen that similar frequency spectra are generated with different sections of 

post-fault signal with the same range of duration as the 6 ms signal starting from 

2.01 s. Hence, for this method any appropriate range of post-fault signal in any 

section of the signal can be used for detection. 

Fault 

Location 
Frequency Peak Value (Hz) 

10% from 

T1 
140, 430, 720, 1010, 1300, 1590, 1880, etc. 

30% from 

T1 

140, 240, 330, 430, 520, 620, 720, 810, 910, 1010, 1100, 1200, 1300, 

1400, 1490, 1590, 1690, 1790, 1880, etc. 

50% from 

T1 

80, 140, 200, 250, 310, 370, 430, 480, 540, 600, 660, 720, 770, 830, 

890, 950, 1010, 1070, 1120, 1180, 1240, 1300, 1360, 1420, 1480, 

1530, 1590, 1650, 1710, 1770, 1830, 1880, etc. 

70% from 

T1 

60, 100, 140, 180, 220, 260, 300, 340, 390, 430, 470, 510, 550, 590, 

630, 690, 720, 760, 800, 840, 880, 920, 970, 1010, 1050, 1090, 1130, 

1170, 1220, 1260, 1300, 1340, 1380, 1420, 1470, 1510, 1550, 1590, 

1630, 1680, 1760, 1800, 1840, 1880, etc. 

90% from 

T1 

50, 80, 100, 140, 170, 200, 240, 270, 300, 330, 360, 390, 430, 460, 

490, 520, 560, 590, 620, 650, 680, 720, 750, 780, 810, 850, 880, 910, 

940, 980, 1010, 1040, 1070, 1110, 1140, 1170, 1200, 1240, 1270, 

1300, 1330, 1370, 1400, 1430, 1460, 1500, 1530, 1590, 1630, 1660, 

1690, 1720, 1760, 1790, 1820, 1850, 1880, etc. 
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In conclusion, despite the magnitude variations caused by different fault resistance, 

the overall shape of the frequency spectra generated by current signal is similar for 

a specific fault location. This feature can be used as the basis of a fault location 

method.  

 Three-terminal HVDC 

4.4.1 Control for multi-terminal HVDC links 

Since this scheme relies on electromagnetic transients, it is important to model the 

converter stations in appropriate detail, including their control systems. Using a 

direct power control strategy does not cancel out the coupling effect among the 

electrical control variables; therefore, changing one of the electrical control 

variables will affect the other control variable. Vector control strategy can be 

implemented using a decoupling feed forward control method which eliminates the 

effect of the coupling of control variables. Consequently, a vector control strategy 

is commonly used [83, 84]. The coordinated control of MTDC systems is 

technically challenging because the power flow and voltage must be carefully 

controlled at each bus by the switching of the converters. There are various 

competing methods of achieving this is in the literature [17, 85-88]. In this paper, 

voltage droop control, based on system droop characteristics as discussed in [88], 

was chosen for the system control. This was chosen for relative simplicity and 

robustness since voltage droop control allows multiple converters to regulate the 

voltage at the same time [86]. Hence, if the control system in one terminal is 

disconnected, the other terminals can still regulate the voltage levels in the DC 

system.  

The main task of the main control is to calculate the power flow reference and to 

start or stop sequence. The terminal controller is to achieve the control of active 

power, reactive power, AC voltage and DC voltage. Initially, the coordinated 

control is often employed one specific terminal to control DC voltage and the other 

VSCs controlled active power individually [89]. Gradually, more and more 

researchers focused on droop-based technology with coordinated control. 
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The phase voltage, including the amplitude, the angle and the angular frequency 

can be actuated by the VSC control system. With respect to the AC or DC grid, each 

VSC station can be controlled in a number of different ways. Due to the decoupled 

current control, the active and reactive power can be dispatched independently since 

the two orthogonal 𝑑𝑞-current components can be changed independently. In the 

modelled network shown, terminal 2 is set as a slack bus to balance the system by 

supplying active power. Such an approach does not require communication between 

the terminals, because two terminals are responsible for DC voltage regulation and 

the remaining terminals are responsible for providing active power under both 

steady-state and transient conditions.  

The controller of the VSC consists of two stages which are the inner and the outer 

controller as shown in Fig. 4-11. The inner controller’s inputs are fed from the outer 

controllers that are responsible for providing current references based on the desired 

control employed such as the active and reactive power control. The duty of the 

inner control loops is to prevent overloading during electrical problems and to 

evaluate the voltage drop value at the AC side. 

 

Fig. 4-11 Control structure of VSC 

In the basic operation of a VSC-HVDC system, each converter terminal is treated 

as a controllable-voltage source which connects to an AC network through a series 

reactor [17]. As is well known, VSC-HVDC can control active power and reactive 

power independently. The phase voltage including the amplitude, the angle and the 

angular frequency can be set by the control system of VSC. The voltage droop 

method is applied here. The droop is defined by the parameter R, which is the 

percentage of the ratio of normalised voltage deviation to normalised power 

reference change. The flowchart of the control scheme can be found in Fig. 4-12. 
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Fig. 4-12 Flowchart of control scheme 

From a systems perspective, the DC-Bus voltage and current droop relation is 

directly linked to the voltage dynamics in the DC system. The current and voltage 

are transformed into the rotating direct-quadrature frame and the signals are passed 

to the inner-current PI controllers that must be carefully tuned for stability. 

Proportional plus integral (PI) control law are applied which is illustrated in 

equation 4.17 [90]. 

                                         𝐶(𝑠) = 𝑘𝑝 +
𝑘𝑖

𝑠
                                               (4.17) 

where 𝑘𝑝 is called the proportional gain, 𝑘𝑖 is called the integral gain. 

Proportional regulation (𝑘𝑝  regulation) responds to the deviation of the system. 

Once the deviation appears, proportional regulation works to reduce the deviation. 

The larger the proportion is, the faster the system will respond to regulation so that 

the error will be reduced. However, if the ratio is too big, the system will become 

unstable. 

Integral regulation (𝑘𝑖 regulation) makes the system eliminate steady-state error. 

Because of the error, the integral regulation will work until the error returns to zero, 

and the output of the integral regulation will be a constant output. The strength of 

the integral action depends on the integral time constant 𝑇𝑖 . If 𝑇𝑖  is smaller, the 



66 

 

integral action will be strong, and vice versa. 

The proportional gain 𝑘𝑝 and the integral gain 𝑘𝑖 can be determined by: 

                                    −
1

𝑘
< 𝑘𝑝 <

𝜏

𝑘𝐿
√𝛼2 +

𝐿2

𝜏2
                                       (4.18) 

                                        0 < 𝑘𝑖 < min
𝑙=1,3…

{𝑏𝑙}                                            (4.19) 

where: 

𝛼 = {𝛼| tan(𝛼) = −
𝜏
𝐿
𝛼 , 𝛼 ∈ (

𝜋
2
, 𝜋)} 

𝑏𝑙 = 𝑏(𝑧𝑙) =
𝑧𝑙
𝑘𝐿
(sin 𝑧𝑙 +

𝜏

𝐿
𝑧𝑙 cos 𝑧𝑙) 

𝑧𝑙 = {𝑧|𝑘𝑘𝑝 + cos 𝑧 −
𝜏
𝐿
𝑧 sin 𝑧 = 0} 

The PI control law can be also expressed in the time domain as: 

                                 𝑢(𝑡) = 𝑘𝑝𝑒(𝑡) + 𝑘𝑖 ∫ 𝑒(𝜏)𝑑𝜏
𝑡

0
                           (4.20) 

The PI controller is a linear controller. The control deviation is obtained based on 

the setting value and the actual output value. The control principle is to linearly 

combine the deviation of the proportional and integral making a controlled variable 

to control the objects. 

4.4.2 Implementation in PSCAD 

A three-terminal VSC-based HVDC system was modelled, based on the CIGRE B4 

DC grid test system [91], using the PSCAD software. A portion of the CIGRE B4 

DC grid test system, shown in Fig. 4-13, consists of three symmetrical monopole 

converters, DC link capacitors, passive filters, phase reactors, transformers, DC 
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transmission lines and AC sources. Detailed modelling can be found in Appendix 

B. 

Rectifier

AC1

Inverter

AC2

Rectifier

Terminal 1 Terminal 2

Terminal 3

N1

P1 P2-1

N2-1

P2-3

P3

N2-3

N3

 

Fig. 4-13 The configuration of the three-terminal HVDC system 

The overview of the whole control scheme is shown in Fig. 4-14.  

 

Fig. 4-14 The outer controller and inner controller 
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The phase voltages calculated by using line voltage will avoid the zero sequence 

voltages [92]. The phase voltage can be calculated based on Fig. 4-15. 

 

Fig. 4-15 Phase voltage calculation 

It is necessary to transform the equation from the 𝑎𝑏𝑐  frame into the 𝑑𝑞 

synchronous frame in order to achieve a decoupled control of active and reactive 

power. To generate the reference values in the abc frame, dq control is used. The 

𝑎𝑏𝑐 to 𝑑𝑞0 frame conversion is a Park transformation in a rotating reference frame. 

The 𝑑𝑞0 to 𝑎𝑏𝑐 frame is an inverse Park transformation. 

        [

𝑢𝑑
𝑢𝑞
𝑢0
] = 𝑋𝑑𝑞 [

𝑢𝑎
𝑢𝑏
𝑢𝑐
] =

2

3
(

cos(𝜃) cos (𝜃 −
2𝜋

3
) cos (𝜃 +

2𝜋

3
)

sin(𝜃) sin (𝜃 −
2𝜋

3
) sin (𝜃 +

2𝜋

3
)

0.5 0.5 0.5

) [

𝑢𝑎
𝑢𝑏
𝑢𝑐
]      (4.21) 

The detailed implementation for transforming AC current from the 𝑎𝑏𝑐 to the 𝑑𝑞 

frame is shown in Fig.4-16: 
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(a) Park transformation [93] 

 

(b) Implementation in PSCAD 

Fig. 4-16 Transformation from the  𝑎𝑏𝑐 to the 𝑑𝑞 frame 

The angle 𝑡ℎ generated from the Phase lock loop (PLL) is the transformation angle 

generated by the PLL and is used in the 𝑎𝑏𝑐 to 𝑑𝑞 transformation (Fig. 4-17).  

 

Fig. 4-17 Angle 𝑡ℎ generation 

The outer controller, shown in Fig. 4-18, sets the droop and applies voltage and 

current limits based on dispatch set points in order to generate 𝑉𝑟𝑒𝑓 in the abc frame 

using dq0 control. The outer controller can be described by equation 4.22: 
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              {

𝐼𝑑𝑟𝑒𝑓 = 𝐾𝑃(𝑃𝑟𝑒𝑓 − 𝑃) + 𝐾𝑃 ∫(𝑃𝑟𝑒𝑓 − 𝑃)

𝐼𝑑𝑟𝑒𝑓 = 𝐾𝑑𝑐(𝑉𝑑𝑐𝑟𝑒𝑓 − 𝑉𝑑𝑐) + 𝐾𝑑𝑐 ∫(𝑉𝑑𝑐𝑟𝑒𝑓 − 𝑉𝑑𝑐)

𝐼𝑞𝑟𝑒𝑓 = 𝐾𝑄(𝑄𝑟𝑒𝑓 − 𝑄) + 𝐾𝑄 ∫(𝑄𝑟𝑒𝑓 − 𝑄)

           (4.22) 

 

Fig. 4-18 Outer control 

The outer controller sets the droop and applies power and DC voltage limits, as 

shown in Fig. 4-19 and in equation 4.23.  

                      (𝑉𝑑𝑐𝑟𝑒𝑓 − 𝑉𝑑𝑐)𝐾 −
2

3𝑉𝑑
(𝑃𝑟𝑒𝑓 − 𝑃) = 0                       (4.23) 

where: 𝑉𝑑𝑐𝑟𝑒𝑓  is the reference DC voltage, 𝐾  is the proportional gain, 𝑉𝑑  is the 

reference AC voltage in dq0 reference frame and is desired to have constant value 

and 𝑃𝑟𝑒𝑓 is the reference active power. 

 

Fig. 4-19 Voltage droop control 
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Using appropriately tuned PI controllers, the outer controller calculates the 

reference currents, 𝐼𝑑𝑟𝑒𝑓 and 𝐼𝑞𝑟𝑒𝑓, which are the inputs to the inner control. The 

detailed parameters are listed in Table 4-4. Both active power control, 𝑃, and DC 

voltage control, 𝑉𝑑𝑐, are achieved by controlling the reference to the active current 

controller. The 𝐼𝑑𝑟𝑒𝑓 signal is obtained by combining these two types of controllers. 

The reactive power, 𝑄, controls the reactive current, 𝐼𝑞𝑟𝑒𝑓, via a PI block. The droop 

is set by equation 4.24 which determines the proportional gain, 𝐾.  

                                           𝐾 =
2𝑃𝑟𝑎𝑡𝑒𝑑

3𝛿𝑑𝑐𝑉𝑑𝑉𝑑𝑐𝑟𝑎𝑡𝑒𝑑
                                        (4.24) 

where: 𝛿𝑑𝑐  is the voltage droop, 𝑃𝑟𝑎𝑡𝑒𝑑  is the rated active power, 𝑉𝑑𝑐𝑟𝑎𝑡𝑒𝑑  is the 

rated DC voltage. 

The tuning of the PI controllers is shown in Table 4-4 

Table 4-4 PI controllers tuning 

DC voltage controller 𝐾𝑝=3.36, 𝐾𝑖=0.05 

Active power controller 𝐾𝑝=3.36, 𝐾𝑖=0.05 

Reactive power controller 𝐾𝑝=0.43, 𝐾𝑖=0.0266 

Inner controller (𝑉𝑑𝑐) 𝐾𝑝=2, 𝐾𝑖= 0.0133 

Inner controller (𝑃) 𝐾𝑝=4, 𝐾𝑖=0.0133 

In the inner-current loop, control limits the current to protect the valves. The current 

and voltage are transformed into the rotating direct-quadrature frame and the signals 

passed to the inner-current controllers (shown in Fig. 4-20) that must be carefully 

tuned for stability. The inner control, inputs 𝑉𝑟𝑒𝑓 signals via a capacitor balancing 

algorithm and circulating current suppression algorithm. In the inner-current loop, 

direct control limits the current to protect the valves as described by (4.25) and 

(4.26). 
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                   {
𝑉𝑑
∗ = 𝐿

𝑑𝐼𝑑

𝑑𝑡
= 𝐾𝑝(𝐼𝑑𝑟𝑒𝑓 − 𝐼𝑑) + 𝐾 ∫(𝐼𝑑𝑟𝑒𝑓 − 𝐼𝑑)

𝑉𝑞
∗ = 𝐿

𝑑𝐼𝑞

𝑑𝑡
= 𝐾𝑝(𝐼𝑞𝑟𝑒𝑓 − 𝐼𝑞) + 𝐾 ∫(𝐼𝑞𝑟𝑒𝑓 − 𝐼𝑞)

         (4.25) 

                                    {
𝑉𝑐𝑑 = 𝑉𝑠𝑑 − 𝑉𝑑

∗ +𝜔𝐿𝐼𝑞
𝑉𝑐𝑞 = 𝑉𝑠𝑞 − 𝑉𝑞

∗ +𝜔𝐿𝐼𝑑
                                   (4.26) 

 

Fig. 4-20 Inner loop control 

Transformation from the 𝑑𝑞0 to the 𝑎𝑏𝑐 frame (Fig. 4-21):  

 

Fig. 4-21 𝑑𝑞0 to 𝑎𝑏𝑐 frame transformation 

PWM directly controls the inverter circuit switches, producing a series of pulses 

which have equal amplitude in the output but varying duration. The gate pulses 

from the PWM give valve specific configurations to synthesise the AC waveform. 

Controlling the PWM can vary both the magnitude and frequency of the output 

voltage of the converter circuit [28]. The generation of a PWM triangular carrier 
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signal and a PWM sinusoidal reference signal are expressed in Fig. 4-22 and Fig. 

4-23 respectively. Through a PWM triangular carrier signal and PWM sinusoidal 

reference signal, the firing pulses are shown in the following control block in Fig. 

4-24. 

 

Fig. 4-22 PWM triangular carrier signal 

 

Fig. 4-23 PWM sinusoidal reference signal 
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Fig. 4-24 Firing pulses generation 

4.4.3 Steady-state condition 

Based on the system modelling, the system responses in steady-state conditions are 

shown in Fig. 4-25. 

 

(a) The reactive power and active power generated from the voltage source 

Fig. 4-25 Measurement in steady-state conditions 
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(b) DC voltage on the transmission line 

 

(c) DC current on the transmission line 

Fig. 4-25 Measurement in steady-state conditions 

4.4.4 Fault profile analysis 

Time domain response 

On the MTDC system, an example pole-to-pole fault on section 1 between terminal 

1 and terminal 2 is applied to show the transient response of the system. The fault 

is at 30% of the line length from terminal 1 with 0.01 Ω fault resistance. The DC 

currents and voltages on different terminals clearly have a far more significant 
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response to the fault on the faulted line compared to the healthy line.  

The effect of different types of fault including positive ground fault, negative 

ground fault and line-line fault can be found in Fig. 4-26, Fig. 4-27 and Fig. 4-28 

respectively. Below, negative ground fault, which is 30% away from terminal 1 with 

0.01 ohms fault resistance, is used as an example. 

 

Fig. 4-26 Positive ground fault 
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Fig. 4-27 Negative ground fault 

 

Fig. 4-28 Line-line fault 

Different fault location and different fault resistance are two factors that need to be 
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considered in fault profile analysis. The DC fault current with different fault 

resistance can be found in Fig. 4-29. As can be seen from the figure, the fault current 

will decrease with an increase in fault resistance. 

 

Fig. 4-29 30% negative-pole-to-ground fault with different fault resistance on 

different terminals 
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proposed in many previous works, the discrete wavelet transform (DWT) is firstly 

applied to analyse the signals in the frequency domain. Different from continuous 

scaling and shifting, the mother wavelet may be scaled and shifted discretely by 

choosing the set values. The sampling frequency is set to be 10 kHz, and the mother 

wavelet is selected to be symlets. The level of symlets is 8. The discrete wavelet 

transform is given by 4.27 [94]: 

             𝐷𝑊𝑇(𝑚, 𝑛) = 𝐴0
−𝑚 2⁄ (∑𝑥[𝑘]𝜓∗[(𝑘 − 𝑛𝑎0

𝑚𝑏0) 𝑎0
𝑚⁄ ])         (4.27) 

where: 𝜓(𝑡) denotes the mother wavelet, the asterisk presents a complex conjugate, 

𝑎, 𝑏 ∈ 𝐸 , , 𝑎 ≠ 0  are the scaling and shifting parameters respectively, 𝐸  is a real 

continuous number system. 

The DWT results for DC current and DC voltage are shown in Fig. 4-30, Fig. 4-31, 

and Fig. 4-32 respectively. As can be seen in the waveforms, the transmission line 

faults can be clearly presented by the analysis on DC current signals but not DC 

voltage in a very short time. Hence, the protection method is designed based on the 

DC current signals. 

 

Fig. 4-30 DWT of DC current on line 1 
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Fig. 4-31 DWT of DC current on line 2 

 

Fig. 4-32 DWT of DC voltage 
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The Fast Fourier Transform (FFT) is another very powerful signal processing 

method to convert a time-domain signal into another representation in frequency-

domain. Fourier analysis has a high level of technical maturity. An adequate 

representation in frequency-domain will be presented by FFT with a very short data 

length (<1s) [95]. In addition, a faster computational time is expediential to meet 

the time requirement of DC circuit breakers.  

 

Fig. 4-33 Frequency spectra for different fault locations from the rectifier, varied 

from 10% (a) to 90% (e) and frequency spectra in 0.01 W fault resistance (f) 

In the FFT analysis, the sampling frequency 10 kHz is applied. 10 kHz is found to 

be sufficient, as 200 samples per 50 Hz AC cycle in this paper for fault location. 

With 10 kHz sampling frequency, the data processing system will have enough time 

for calculation. Through signal processing by FFT analysis, the frequency spectrum 

is generated in Fig. 4-33. From (a) to (e) we can clearly see the frequency change 
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related to fault location, and the magnitude for fault resistance. The location of the 

peaks does not change with fault resistance, only the level of the frequency 

spectrum, whereas location of peaks changes with location of fault. 

The frequency spectrum generated from signal processing is shown in Fig. 4-33. 

Here, the current signal detected at terminal 1 in the system, is shown for the 

positive pole when a ground-to-pole fault under various conditions is simulated. 

The signal is windowed from the start of the fault and the window length is 6 ms. 

Fig. 4-33 (a) to (e) clearly show that only spectral features change with fault 

location whereas the magnitude of the spectrum changes with fault resistance. In 

particular, the position of the features, namely valleys and peaks, do not change 

with varying fault resistance, only the background level of the frequency spectrum. 

In contrast, the position of the features do vary with the location of the fault. 

Therefore, these peaks are an important input feature in the fault location ANN. 

The high frequency components shown in Fig. 4-33 occur because of the travelling 

waves that emanate from the fault location due to the sudden step change in circuit 

conditions. The arrival time of successive travelling waves, both original and 

reflected, is determined by the fault location and, therefore, the fault location has a 

direct relationship with the position of features in the frequency spectrum. The post-

fault frequency spectrum is largely time-independent. This increases the robustness 

of this frequency domain approach because, regardless of the window’s location on 

the post-fault time series, it will yield a very similar frequency spectrum for some 

time after the fault.  

Fig. 4-33 (f) shows the frequency spectra generated in steady-state conditions for 

comparison. The features arise largely due to the switching of the converter stations 

but the magnitude of these features and the overall spectral energy under steady-

state conditions is negligible compared with the fault conditions. 

Fault location is based on the detection of the adjacent frequency spectrum. The 

detection of these high frequency peaks is shown in Fig. 4-34. Peak detection, 

which is integral in the algorithm, is achieved by a peak finder in MATLAB with 

subsidiary conditions applied in the algorithm. As can be seen in the figure, the 
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peaks for all spectra are detected with eye recognition. The pseudo peaks are filtered 

not to affect the real peak detection.  

 

Fig. 4-34 Peak detection in frequency spectrum 

Control system response 

The control scheme must respond quickly to preserve system stability after the 

faulted section is de-energised, and this necessitates detailed modelling of the 
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control to faithfully reproduce the system’s transient response. Due to the PWM 

switching action in VSC-HVDC, the current flowing to the DC side of a converter 

contains harmonics, which will result in a ripple on the DC side voltage. During 

disturbances in the AC system (i.e. faults and switching actions), large power 

oscillations may occur between the AC and the DC side. This in turn will lead to 

oscillations in the DC voltage and DC overvoltage that may stress the valves. The 

DC side capacitor can mitigate this problem by providing faster converter response 

and energy storage to be able to control the power flow. The relatively small time 

constant allows fast control of active and reactive power.  

 Chapter summary 

The detailed modelling of a two-terminal HVDC system and multi-terminal HVDC 

system are introduced. The modelling of each component in the system is discussed 

firstly, followed by the control scheme implementation. The system modelling is a 

basis for the fault analysis and protection scheme design, which plays an important 

role in the project. 

Based on these two HVDC models, the system in both steady-state conditions and 

transient conditions is analysed. The transient conditions are introduced by time 

domain, frequency domain and control system response – three aspects. Different 

faults at different fault resistance and locations are simulated. In the frequency 

response, WT and FFT are both applied to detect the features generated by both 

current signals and voltage signals. In conclusion, the characteristics of the 

frequency spectrum can give the best expression to the faults. Significant features 

can be seen from the fault simulations with FFT analysis. Hence, it can be 

concluded that the fault currents need to be pre-processed to the frequency domain 

before being utilised for realising the protection scheme. With the conclusion made 

in this section, FFT is adopted in the approach for HVDC protection. The detailed 

feature extraction is discussed in Chapter 6. 
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5 ANN-based Method in HVDC 

and MTDC Systems 

 Introduction 

Based on the network modelling in Chapter 4, the designed protection scheme is 

applied for fault detection, fault classification, and fault location on these two 

specified systems. The fault current signals are identified and frequency domain 

information is extracted using the Fast Fourier Transform (FFT), which, in turn, is 

interpreted using artificial intelligence techniques. The ANNs are built for both two-

terminal HVDC and multi-terminal for testing. 

This chapter firstly gives a basic introduction to artificial intelligence (AI), followed 

by a detailed introduction to artificial neural networks. After an extensive series of 

studies, the reasons for adopting artificial neural networks (ANNs) in electrical 

power systems and in the DC transmission line protection scheme developed for 

HVDC system are given herein. The signal chains as an overview of the proposed 

methods is introduced. Following the flowchart of the method, the data collection 

from the system and signal processing are introduced respectively. The detailed 

description of the ANN including the architecture and the training process is 

proposed. Lastly, the test results for different fault conditions are illustrated and 

discussed. 

 Artificial intelligence 

Artificial intelligence is a powerful collection of computing concepts modelled on 

the thought and behaviour of human beings and animals. Many AI techniques 

attempt to automate rational decisions that would usually be made by a human 

expert, by including missing data, adapting to evolving situations and improving 

performance over long time horizons based on accumulated experience. 
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AI technologies have been widely applied in power systems in recent years because 

of their capability of handling complicated power systems and achieving fast and 

accurate results. Major AI techniques appropriate for protection are artificial neural 

networks, Fuzzy Logic systems (FL), and Expert System Techniques (XPSs). ANNs 

are generally applied in protection, fault diagnosis, power system stabilisers, load 

forecasting, etc. FLs can be used in power system control, fault diagnosis, state 

estimation, security assessment, load forecasting, etc. XPS is usually applied in post 

fault analysis fault diagnosis and settings coordination as a decision making tool. 

The advantages of ANN-based methods are that they can discern the non-linear 

relationship between the inputs and outputs by using appropriate training data. 

Complex system analysis can be simplified and achieved effectively. They have fast 

processing speed and are robust. No completed information about the systems and 

the data are compulsory. In addition, they are fault tolerant [96]. By considering all 

the benefits illustrated above, the ANN technique is selected in this thesis. 

 Artificial neural networks 

ANN is a type of Artificial intelligence technique that is inspired by how biological 

nervous systems, such as the human brain, process information [97, 98]. ANNs have 

the ability to model both linear and non-linear systems without the need to make 

assumptions implicitly as in most traditional statistical approaches [99].  

As indicated in [100, 101], ANN-based methods are effective for fault detection and 

fault location on AC grids and HVDC systems due to accuracy, robustness and 

speed. The ANN is often fed by a feature selection stage, such as the Wavelet 

Transform (WT). Combined sequentially, these perform fault detection, 

classification or location [102-104]. As introduced in the literature review section 

and the results generated in the system modelling chapter, despite using the DWT 

analysis to extract the most important features, there are still complexities in the 

processed information that cannot be handled using traditional mathematical 

techniques [105]. 

Numerous ANN-based applications have been shown to give improved 
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performance in power system protection for tasks such as fault location and phase 

selection. This is because of the ANN’s ability to discern classes in complex 

problem spaces, such as between transients caused by faults and those under healthy 

conditions [106]. To develop formal relaying schemes, precise mathematical 

models for each system fault condition must be constructed. However, compared 

with conventional formal approaches, ANNs can be trained to recognise non-linear 

relationships between input and output data without requiring knowledge of their 

internal processes. As such, using its innate ability to recognise patterns, generalise 

and interpolate within the parameter space, the ANN only requires simulated 

training data rather than extensive formal and deterministic fault and system models 

[107]. Importantly, after training, ANN operation time is extremely fast because it 

only consists of a number of simple, interconnected processing units [107]. 

ANNs can be classified into feed-forward, for which no loops are formed by the 

network connections, and feedback such that one or more loops may exist. Feed-

forward networks are most commonly used, of which the Multi-layer preceptron 

(MLP) is the most common type of feed-forward network. An MLP is formed by 

an input layer, a hidden layer and an output layer which are shown in Fig. 5-1. 

 

Fig. 5-1 Multi-layer perceptron network 

Neurons in the input layer are only used as a buffer to distribute the input signal 

into the hidden layer (Fig. 5-1) [108]. Each neuron 𝑗 in the hidden layer sums up its 
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input signals 𝑥𝑖  after weighting them with the strengths of the respective 

connections 𝑤𝑗𝑖 from the input layer, and computes its output 𝑦𝑗 as a function f(𝑢) , 

which is shown in Fig. 5-2, of the sum [109].  

                                        𝑦𝑗 = 𝑓{∑ 𝑤𝑗𝑖𝑥𝑖
𝑛
𝑖=1 }                                           (5.1) 

where: 𝑤𝑗𝑖  is the weighting factor, 𝑛  is the number for the inputs and 𝑗  is the 

specific neuron. 

 

Fig. 5-2 The neuron model 

The output of the neurons in the output layer is similarly calculated. As indicated in 

[110], the backpropagation algorithm, a gradient descent algorithm, is the most 

commonly adopted MLP training algorithm. It gives the change ∆𝑤𝑗𝑖 the weight of 

a connection between neurons 𝑖 and 𝑗 as follows: 

                                               ∆𝑤𝑗𝑖 = 𝜂𝛿𝑗𝑥𝑖                                              (5.2) 

where 𝜂 is the learning rate and 𝛿𝑗 is the factor depending on whether neuron 𝑗 is 

an input neuron or a hidden neuron.  

𝑓(𝑢) can be a simple threshold function or a sigmoidal, hyperbolic tangent or radial 

basis function which is shown in Table 5-1 and Fig. 5-3. 
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Table 5-1 Activation function 

Function type Expressions 

Threshold 𝑓(𝑢) = {
0, 𝑢 ≤ 0
1, 𝑢 > 0

 

Linear 
𝑓(𝑢) = {

0, 𝑢 ≤ −0.5
𝑢, −0.5 < 𝑢 ≤ 0.5

1, 𝑢 > 0.5
 

Sigmoid 
𝑓(𝑢) =

1

1 + 𝑒−𝑢
 

Hyperbolic tangent 
𝑓(𝑢) = tanh(𝑢) =

𝑒𝑢 − 𝑒−𝑢

𝑒𝑢 + 𝑒−𝑢
 

 

Fig. 5-3 Common transfer function 

As shown in Fig. 5-4, the ANNs are usually worked to compare the input data and 

target data through an iterative process to meet the certain output convergence 

criteria. The whole process is iteratively repeated by adjusting the weights of ANN 
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to meet the output target criteria. 

 

Fig. 5-4 Working principle of ANN 

Using the Multi-layer feed-forward neural network as an example, the training 

process is completed by following the steps below: 

 Feature extraction. Selecting the appropriate input data is usually the first 

step. Extracting the most important features that are applied as the input data 

in ANN is the basis. 

 Data collection. Preparing the data sets is the next step. Sufficient training 

data is essential for the ANN training. It is imperative for gathering data to 

train the neural network. 

 ANN establishment. Selecting the proper topology of ANN including the 

determining algorithm and architecture is a key step in the whole process. 

In addition, the optimal number of hidden layers and neurons should be set 

by a combination of heuristics and numerous empirical studies. 

 Training the ANN. The ANN will be trained using the data sets collected as 

the input and the selected ANN until the optimal performance is achieved.  

 Testing ANN. The data that are not used for training will be used to test the 

ANN. 

Numerous ANN-based applications give excellent performance in power system 

protection including directional protection, distance protection, differential 

protection, fault location, phase selection, leading to great improvement in the 

protection relay’s performance [106]. In order to solve the transient problems in 

power systems, a detailed mathematical model is often required of the relevant parts 

[107]. The advantages of using ANNs, compared with conventional methods, is that 
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an ANN can handle complex non-linear phenomena and, as such, only requires 

training data but not a formal fault model [107]. The ANN can then effectively 

interpolate for new data it is given, so it is said to be able to generalise. The 

computation time is very fast after the learning process because ANNs consist of 

simple processing units [107]. 

A novel fault detection, fault classification and fault location method based on ANN 

has been developed for multi-terminal HVDC DC transmission systems in this 

thesis. The FFT is implemented to detect any surges in the DC current waveform. 

In the event of a surge, the windowed Fourier transform extracts a feature vector 

from the current waveform and feeds it to a designed neural network. The neural 

network determines whether the feature vector belongs to a normal or a fault current 

surge. Three ANNs are designed for fault detection, fault classification and fault 

location respectively. These techniques are appropriate when the conventional 

approaches do not appear as an effective solution. 

ANN with a Back Propagation (BP) learning algorithm is widely used to solve 

various classifications and forecasting problems. The architecture of a multi-Layer 

Perceptron is selected in this thesis. After detecting the electrical signal through 

sensors, the signal processing is the second step. The input signal to ANN is 

modified by the weights w which are associated with each input into the neuron 

[107].  

The Fourier transform extracts a feature vector from the current waveform and 

feeds it to a purposefully pre-designed neural network. Since the frequency 

spectrum contains sufficient information about the fault, only current signals from 

one terminal are required for fault detection and classification. As mentioned earlier, 

the frequency spectra captured for each fault case express unique features at each 

fault location. However, due to the complexity of the mapping between spectral 

features and fault information, a trained ANN is an integral part of the relaying 

scheme. Firstly one neural network performs fault detection, namely whether the 

feature vector belongs to a healthy or fault condition. If a fault condition is detected, 

two further ANNs are trained to perform classification and fault location tasks 

respectively. In all cases the ANNs are multi-layer perceptron architectures, with 
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the specific arrangements for each ANN with the hyperbolic tangent sigmoid 

transfer function used in the hidden layers. 

Generally three-layer feed-forward neural networks are used. These are composed 

of one input layer, one hidden layer and one output layer. More than one hidden 

layer could be applied in ANNs. By considering the computational time to meet the 

requirement of a circuit breaker, only one hidden layer is used. In addition, with an 

extensive series of studies, it is found that one hidden layer is sufficient to cater for 

the majority of different systems and fault conditions. 

The main tasks for the ANNs are to detect the occurrence of fault on the DC 

transmission line, and to clearly distinguish the fault types (positive pole-to-ground 

fault, negative pole-to-ground fault, and pole-to-pole ground fault). Another 

objective is to locate the point of fault. 

 Signal chain 

 

Fig. 5-5 Basic flow chart for ANN design 

As proposed in [111], the frequency spectrum of voltage and current contain useful 

information for protection purposes. The authors in [8] indicate that much of the 

frequency spectrum combined with an ANN may be used for fault detection and 

fault location. Hence, the higher frequency components are selected and fed to 
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suitably-designed ANNs in this work. A comprehensive ANN-based transient 

protection scheme that accurately and quickly detects, classifies and locates faults 

on HVDC and MTDC overhead lines is presented. The scheme is shown to have 

improved performance over previously used protection techniques, such as 

robustness to high impedance and close-up faults and excellent discrimination of 

external faults. The process for designing neural networks is expressed in Fig. 5-5. 

 

Fig. 5-6 Signal chain for fault detection and classification 
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Fig. 5-7 Signal chain for fault location 

The fault current signals are generated from the PSCAD model described in Chapter 

4. MATLAB was used in signal processing and network training. An overview of 

the signal chain is presented in Fig. 5-6, for fault detection and fault classification, 

and Fig. 5-7 for fault location. Firstly, a time series is generated by the digitally 

sampled current transducer signal. An FFT is applied on the windowed signal to 

create the input data for the ANN. A counter is then applied to the ANN to generate 

the diagnostic signal. Each stage is discussed in detail in forthcoming sub-sections.  

 Signal processing 

The most common approach is using some form of windowed frequency transform 

on the incoming waveforms for feature selection, and coupling this to an AI method 

such as ANNs. Any signal can be represented as a time varying amplitude that has 

a corresponding spectrum. Generally, the frequency spectrum can clearly show 

harmonics, which are visible as distinct spikes or lines at a particular frequency 

[112]. Compared with the time-domain signal, the magnitude versus frequency is 
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more important in this method. The transformation of data between time domain 

and frequency domain is required. Current versus time representation becomes 

magnitude versus frequency and phase versus frequency representation that gives 

enough information for ANN achievement.  

The frequency information is generally used for fault diagnosis. In order to obtain 

this frequency information from the frequency domain, digital signal processing is 

a mandatory process. For fault detection, classification and location proposes, the 

transient signals are analysed to extract useful features. The Fourier algorithm is 

one of the most popular algorithms used for a variety of measurements in control 

and protection applications [113]. The FFT is a traditional approach for transferring 

signals from time domain to frequency domain. However, the time domain 

information is missing through FFT analysis. Hence, an improved technique the 

Short Time Fourier Transform (STFT) is developed to localise and approximate the 

signals in both the time and frequency domain to varying extents. There are also 

some drawbacks in STFT which require a compromise between the resolutions of 

time domain and frequency domain. The windowed Discrete Fourier Transform 

(DFT), implemented using the computationally efficient FFT algorithm, is a well-

established method for isolating frequency components of a signal, and thus used 

in a variety of real time control and protection applications [113]. DFT is a suitable 

option for transient signal analysis. The discrete wavelet transform has the 

advantage of varying time and pseudo frequency resolutions, and therefore some 

ANN-based fault detection and fault location algorithms have made use of wavelet 

transforms but selection of the correct mother wavelet is vital.  

The FFT is a more computationally efficient version of the Discrete Fourier 

Transform DFT [114]. By considering all these approaches, the windowed FFT is 

selected in the signal processing stage to generate the frequency vs magnitude vs 

time waveforms. Extensive studies have shown that an adequate representation of 

frequency domain information can be obtained by an FFT with a very short window 

length [95]. This leaves more computational time for the rest of the relaying scheme 

so that the DC circuit breakers can operate within the overall protection time budget.  

The data used in signal processing is DC side current data which is detected by the 
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DC current transformer installed at both ends of the line. The signals are constantly 

windowed; sliding this window along, a vector of frequency bands that change with 

time will be obtained. The simulation results of the fault current and fault voltage 

in both the time domains and frequency domains are discussed extensively in 

Chapter 4. Because of the characteristics shown by the signals from the frequency 

domain, the current signals generated from the system will be analysed in the 

frequency domain for use as the input signal for the ANN-based method. Extraction 

of the features in the time series is, therefore, performed by the FFT of a moving 

window. 

Analysis of these transient signals using the FFT is an effective way to analyse the 

features generated by the fault. The complex amplitude is represented by equation: 

                                 𝐹(𝜔) =
1

𝑁
∑ 𝑓(𝑡)𝑁−1
𝑡=0 𝑒𝑥𝑝 (

−𝑗2𝜋𝜔𝑡

𝑁
)                      (5.3) 

where: 𝐹(𝜔) returns the spectral component or harmonic, 𝑓(𝑡)is the signal sample 

sequence, 𝑁 is the number of sample values in each period of the signal.  𝜔𝑁 =

𝑒
−𝑗2𝜋𝜔𝑡

N  is an 𝑁th of root of unity. The variance of the time domain data 𝑓(𝑡) can be 

described by frequency spectrum into spectral components over the frequency 

domain. 

In the feature selection stage, the incoming time series fills a buffer, the buffer 

undergoes a Hann windowing function (to minimise spectral bias), the FFT of this 

window is computed, and then the buffer is moved on by one sample and the process 

is repeated. The Hann window takes the form of (5.4) [114]. 

                                  𝑤(𝑛) = 0.5 [1.5 − cos (2∏
𝑛

𝑁
)] , 0 ≤ 𝑛 ≤ 𝑁                     (5.4) 

An example Hann window is shown in Fig. 5-8. 
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Fig. 5-8 Hann window function 

Because the fixed signal is detected in the system, the time dependency would be a 

constant. Hence, the magnitude of the frequency spectrum lies on the frequency 

band and the distance. It can be noticed that the magnitude value is closely related 

to the travelling wave arrival time which leads to the peak magnitude of the 

frequency. 

To be more specific, the current signals have been generated based on the power 

system studied under different situations such as various fault locations, various 

fault resistance, etc. For a more robust protection scheme, many situations are 

considered in the simulations. With the help of the FFT analysis, irrespective of the 

different types of faults considered herein, there are always some specified peaks 

corresponding to different fault locations on fault occurrence. These are the very 

important common features that can be made use of to detect the fault and locate 

the fault.  

The complex and trigonometric forms are related through the magnitude and phase 

angle. Following the windowed FFT on signal 𝑓(𝑡) , the complex amplitude is 

represented by 𝐹(𝜔) which returns the spectral components. The real parts of 𝐹(𝜔) 

are then used to indicate the magnitude at different frequencies in the windowed 

signal to produce a frequency spectrum. The phase information from the imaginary 

part of the FFT is discarded. 
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Take the fault on section 1, 30% away from terminal 1, as an example. The phase 

of the signal vs frequency results are shown in the following figures under different 

conditions. The faults are simulated as positive line-to-ground faults (Fig. 5-9), 

negative line-to-ground (Fig. 5-10), positive line and negative line faults (Fig. 5-11) 

and steady-state condition (Fig. 5-12).  

 

Fig. 5-9 Positive line-to-ground fault 
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Fig. 5-10 Negative line-to-ground fault 

 

Fig. 5-11 Line-to-line fault 
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Fig. 5-12 Steady-state condition 

According to the phase aspect analysis of the signals, the shape of the figure is fixed 

under specified conditions, as is concluded in Table 5-2. 

Many high frequency components can be detected by analysing the transient signal 

in the frequency domain because the travelling wave, which is an abrupt signal, is 

contained in these detected transient signals. Through FFT analysis the feature can 

be generated by the magnitude aspect to distinguish the faults under different 

locations and with different resistances. 
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Table 5-2 Phase analysis under different fault conditions 

Fault types T1 positive T1 negative T2 positive T2 negative 

Steady-state 

    

Positive 

ground     

Negative 

ground     

Line-line 

    

Here use the signal detected from terminal 1 as an example (Ip1). The results show 

the frequency spectra with varying fault locations under a specified fault resistance. 

The window length of the signal is 10 ms. The FFT waveform at different fault 

locations is shown in Fig. 5-13 for 0.01ohms fault resistance and Fig. 5-14 for 2 

ohms fault resistance.  



102 

 

 

Fig. 5-13 0.01 ohms FFT magnitude at different fault locations 

 

Fig. 5-14 2 ohms FFT magnitude at different fault locations 

Take the fault on section 1, 30% away from terminal 1 as an example. The FFT 

waveform with different fault resistance is shown in Fig. 5-15 with 30% of the line 

length and Fig. 5-16 with 50% of the line length. 

0 500 1000 1500 2000 2500 3000 3500 4000 4500 5000
0

0.005

0.01

0.015

0.02

0.025

0.03

Frequency (Hz)

M
ag

n
it

u
d

e

 

 

10% of line length

30% of line length

50% of line length

70% of line length

90% of line length

0 500 1000 1500 2000 2500 3000 3500 4000 4500 5000
0

0.005

0.01

0.015

0.02

0.025

0.03

Frequency (Hz)

M
ag

n
it

u
d
e

 

 

10% of line length

30% of line length

50% of line length

70% of line length

90% of line length



103 

 

 

Fig. 5-15 30% fault location FFT magnitude with different fault resistance 

 

Fig. 5-16 50% fault location FFT magnitude with different fault resistance 

Fig. 5-13, Fig. 5-14, Fig. 5-15 and Fig. 5-16 show the analysis of frequency spectra 

generated by the fault current signal. As can be observed in the frequency spectrum 

generated from signal processing above, the relationship between the features and 
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features can be used for fault location in the designed protection scheme.  

Both the features can be detected from both the two-terminal HVDC system and 

multi-terminal HVDC system. Even though the DC current and voltage will be 

influenced during a fault on the other line, the characteristic frequency will only 

exist on the faulted line.  

To be more specific, the current waveforms have been generated based on the power 

system studied under different situations such as with various fault locations, 

various fault resistances, etc. Therefore, more situations are considered in the real 

simulation work. The signal processing results from FFT analysis then become 

inputs into the ANN for the final decision making in the scheme. 

 ANN training cases 

There are certain parameters that affect the faulted transient response of the HVDC 

systems. The fault types, fault location on the transmission line and fault path 

resistance are the three main factors that should be considered. The investigation 

concluded that still some other factors had some bearing on the fault signatures, but 

these were less important than other parameters, and significantly, those that were 

unknown pre-fault. Hence, the training cases were chosen to reflect the three factors 

– fault types, fault location and fault resistance.  

A multilayer perceptron neural network with the back-propagation learning strategy 

was applied in fault detection and fault classification. Even though a back-

propagation learning strategy is inherently slow in learning, a back-propagation 

algorithm can provide a very compact distributed representation of complex data 

for a large training set. The back-propagation algorithm has been chosen as the ideal 

topology using the Levenberg-Marquardt (trainlm) optimisation technique which 

brings about significant enhancement of the algorithm performance. In this study, a 

three-layer feed-forward network with sigmoid hidden neurons and linear output 

neurons (fitnet), can fit multi-dimensional mapping problems arbitrarily well, given 

consistent data and enough neurons in its hidden layer. 
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Normalisation or scaling is usually used in ANNs to learn; it helps significantly 

when the activation function is Sigmoid. It transposes the input data into the range 

that the sigmoid activation functions lie in. The input vectors were normalised 

between 0 and 1 using the maximum and minimum values encountered in the 

training data for each frequency band, such that 1 was the maximum and 0 was the 

minimum (i.e. logistic [0, 1] ). The ANN was trained using backpropagation to 

produce an output vector of 1 or 0 depending on the type of fault, where ‘0’ 

represented a heathy signal and ‘1’ represented the fault signal. The transitionary 

case in which the window captures part healthy and part faulted conditions was not 

used because of the ambiguity this presents in how the neural network should be 

trained. The equation for data normalisation in the range 0 to 1 can be found in (5.5). 

The 𝑋𝑚𝑎𝑥 and 𝑋𝑚𝑖𝑛 were selected to be the maximum and minimum magnitudes 

for all the training waveforms. 

                                                𝑋𝑖 =
𝑋𝑖−𝑋𝑚𝑖𝑛

𝑋𝑚𝑎𝑥−𝑋𝑚𝑖𝑛
                                        (5.5) 

The technical computing environment MATLAB was used for signal processing 

and neural network design. The sampling frequency of 10 kHz, which translates to 

200 samples per 50 Hz AC cycle, was found to be a sufficient compromise between 

fault location accuracy and providing enough time for the overall relaying speed of 

the scheme. 

 Counter 

At the end of the signal chain, a counter, which prevents false trips on account of 

noise or transitionary conditions, was applied for fault detection and classification 

to give a stable response. The criteria for distinguishing non-faults (including 

external faults) and faults were based on the ANN output ‘0’, ‘1’. However 

extensive series of studies have shown that, from a practical point of view, the 

optimal thresholds are applied for clearly distinguishing fault. If the output is less 

0.2, then reset output to be 0, indicating non-fault. If the output is greater than 0.72, 

then reset output to be 1, indicating fault. Specifically a trip signal 1 is generated 

after 10 consecutive ANN outputs higher than the threshold of 0.8. The counter is 
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reset if the output falls below the threshold. This process can highly improve the 

robustness of the system.  

 Chapter summary 

This chapter has summarised the application of artificial intelligence. By 

introducing the elementary knowledge of artificial intelligence and artificial neural 

networks, the ANN-based method is selected to be an appropriate approach for fault 

detection, classification and location for HVDC systems. The review of 

applications for ANN in power systems especially for fault diagnosis is given. 

Finally, the topology of a neural network is introduced to give the best solution in 

this project. This chapter also presents a new comprehensive approach designed to 

detect faults on transmission lines, classify fault types and locate the exact fault 

locations using current data from one end only based on FFT analysis and ANN 

technique. The frequency components from fault current signals are input to 

specially trained ANNs. Fault current signals were detected on all terminals in order 

to create frequency spectra, giving insights into the characteristic frequency 

components contained within the signal. Through this verification process the 

proposed method have been tested in a two-terminal HVDC links and a multi-

terminal HVDC system, which are introduced in the following two Chapters. 
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6 ANN-based Fault Detection and 

Location on HVDC Systems 

 Introduction 

Based on the methods and techniques presented in the previous chapter, this chapter 

describes a novel fault detection and fault location scheme using current signal data 

from only one end of a transmission system to realise the overall power system 

protection scheme for the HVDC system modelled in Chapter 4. The ANN training 

cases are presented for ANN detection and fault location. The results and discussion 

are presented at the end of the chapter. 

 ANN training cases for HVDC system 

Because a monopole two-terminal HVDC network was modelled, only the pole-to-

ground fault may happen on the DC transmission line. Hence, only fault detection 

and fault location were accomplished in the scheme. Apart from the fault types, the 

fault location and fault resistance are the two main factors that should be taken into 

consideration in the ANN training process. The fault resistance depends on how the 

fault is caused. Technically, there is no upper limit for fault resistance; high 

impedance faults are much less damaging in terms of fault current so are not 

considered in this work [114]. Therefore, the fault resistance was varied in the 

following discrete steps at 0.01, 2, 10, 50 and 100 . One of the objectives of the 

proposed method was fault location, hence, the location of fault is the most essential 

parameter. In addition, the features generated were determined by the fault locations. 

Hence, 10%, 30%, 50%, 70% and 90% of the line length were chosen in the training 

cases. In conclusion, a total of 35 fault scenarios were considered, (25 DC line fault 

cases and 10 external fault cases). Of the fault scenarios, the training contained 10 

healthy signal windows and 20 post fault input windows. Therefore, 350 fault cases 

have been taken into consideration. Because the model is a single-pole HVDC 

system, only the fault detection and fault location were applied. The training data 
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was split into 70% training samples, 15% validation samples and another 15% 

testing samples. 

6.2.1 Fault detection 

Fault detection is the first step in the protection scheme. The main task is to 

accurately detect the internal fault from the external faults. For HVDC systems, the 

requirement for HVDC system protection is to distinguish a DC transmission line 

fault from an external fault including the AC side fault and converter station fault, 

as well as to distinguish the DC fault from the adjacent lines.  

A window of length 1 ms was applied to capture DC current signals for fault 

detection. In the proposed fault detector, 20 frequency bands from each signal in 

the range 2800 Hz to 4700 Hz, each approximately 95 Hz in width, showed the best 

performance used as ANN input. Thus, in total, each ANN had an input layer of 20 

neurons of DC current. Fig. 6-1 shows the configuration of ANN 20-12-1 (20 

neurons in the input layer, 1 hidden layer with 12 neurons in it and 1 neuron in the 

output layer) for fault detection.  

 

Fig. 6-1 ANN for fault detection 
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Through a series of tests and modifications, it was found that the ANN presented in 

Fig. 6-1 gives near optimal performance for this particular application. It is a three-

layered network which consists of 20 inputs in the input layer, 12 nodes in the 

hidden layer and 1 output in the output layer; 20 inputs represented the magnitude 

of FFT decomposition of the DC fault current; 1 target output demonstrated whether 

a fault was included in the network. ‘1’ implies a fault in the system and ‘0’ signifies 

otherwise. In the fault detector, an external fault was treated as no fault on the 

transmission line, which was implied by ‘0’. The DC transmission line fault was 

represented by ‘1’. Hence, DC transmission line faults can be detected effectively. 

The examples of input and output are shown in Fig. 6-2 and Fig. 6-3 respectively. 

 

Fig. 6-2 Example of inputs 

 

Fig. 6-3 Example of target outputs 
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The overview of the ANN training is shown in Fig. 6-4 and the regression can be 

found in Fig. 6-5. 

 

Fig. 6-4 Overview of the ANN training for fault detection 
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Fig. 6-5 Regression fit for the outputs and targets for the network 

For fault detection, the number of epochs is 139. The correlation coefficient is a 

parameter to measure the target tracking ability in the outputs (0 means no 

correlation and 1 means complete correlation). The correlation coefficient in this 

case has been found to be 0.99977 which manifests excellent correlation. The dotted 

line in the figure indicates the ideal regression fit and the blue (training), green 

(validation), red (test) and grey (all) solid lines indicate the actual fit of the ANN. 

It can be seen that both these lines track each other very closely which is an 

indication of very good performance by the ANN. 

Pattern recognition has also been used to test the ANN performance at the fault 

detection stage by plotting the confusion matrices for the different types of faults. 

Fig. 6-6 plots the confusion matrix for training, testing and validation. The green 

cells indicate the cases which have been classified correctly by ANN and the red 

cells indicate the cases which have been wrongly classified by the ANN. The blue 

cells indicate the total accuracy of the classification. It can be seen that 100% 
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accuracy can be achieved in fault detection by the chosen ANN. 

 

Fig. 6-6 Confusion matrices for training, testing and validation phases 
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Fault location is the next step after the fault has been detected in this case. For the 

fault location ANN, the faulty line current from both ends of the line is required 

with a 6 ms window length. Thus in total, fault location uses 98 frequency bands 

between 3.6 kHz and 4.4 kHz, approximately 16 Hz in width, from two terminals 

(49 input bands). Fig. 6-7 shows the configuration of ANN 49-12-1 (49 neurons in 

the input layer, 1 hidden layer with 12 neurons in it and 1 neuron in the output layer). 
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Fig. 6-7 ANN for fault location 

A three-layered network, which consisted of 49 inputs in the input layer, 12 nodes 

in the hidden layer and 1 output in the output layer, was established; 49 inputs which 

are magnitude of FFT decomposition of the DC fault current; 1 target output was 

defined as the fault location. The percentage of the line length was limited to 

between ‘0’ and ‘1’. The fault location on the tripped transmission line can be 

measured effectively. The examples of input is shown in Fig. 6-8. 

 

Fig. 6-8 Example of inputs 

The overview of the ANN training is shown in Fig. 6-9 and the regression can be 

found in Fig. 6-10. 
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The correlation coefficient in this case has been found to be 0.99408 which indicates 

good correlation. The blue, green, red and grey solid lines meet well with the dotted 

line indicating the fault locations. The ANN gives a good performance in relation 

to fault locations. 

 

Fig. 6-9 Overview of the ANN training for fault location 
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Fig. 6-10 Regression fit for the outputs and targets for the network 

 Results 

Various fault positions were tested respectively. Results in Table 6-1 and Table 6-2 

prove the method for fault detection and fault location respectively. It also shows 

that the scheme accurately predicts the fault occurrence time as well as the fault 

type. 

Table 6-1 Fault detection results 

Case Internal/ 

external 

Fault 

resistance 

Fault 

location 

Fault ANN output 

1 In 0.75 14% 1 0.9649 

0 0.2 0.4 0.6 0.8
0

0.2

0.4

0.6

0.8

Target

O
u

tp
u

t 
~

=
 0

.9
9

*T
a

rg
e

t 
+

 0
.0

0
3

5

Training: R=0.99515

 

 

Data

Fit

Y = T

0 0.2 0.4 0.6 0.8
0

0.2

0.4

0.6

0.8

Target

O
u

tp
u

t 
~

=
 0

.9
7

*T
a

rg
e

t 
+

 0
.0

0
9

5

Validation: R=0.99428

 

 

Data

Fit

Y = T

0 0.2 0.4 0.6
0

0.1

0.2

0.3

0.4

0.5

0.6

0.7

Target

O
u

tp
u

t 
~

=
 0

.9
1

*T
a

rg
e

t 
+

 -
0

.0
0

2
6

Test: R=0.99041

 

 

Data

Fit

Y = T

0 0.2 0.4 0.6 0.8
0

0.2

0.4

0.6

0.8

Target

O
u

tp
u

t 
~

=
 0

.9
8

*T
a

rg
e

t 
+

 0
.0

0
3

5

All: R=0.99408

 

 

Data

Fit

Y = T



116 

 

2 In 4 26% 1 1.0000 

3 In 11 38% 1 1.0000 

4 In 59 57% 1 0.9981 

5 In 32 63% 1 0.9999 

6 In 1.8 77% 1 1.0000 

7 In 0.3 89% 1 1.0000 

13 Ex 0.6 T1 0 0.0000 

14 Ex 1.6 T1 0 0.0000 

15 Ex 21 T1 0 0.0087 

16 Ex 0.9 T2 0 0.0000 

17 Ex 2.9 T2 0 0.0000 

18 Ex 36 T2 0 0.0000 

According to the proposed method, the fault detection and location results are 

shown in Table 6-1. The accuracy of the fault location method has been evaluated 
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with (6.1) to calculate the relative error: 

                                                 𝑒 = |
𝐷𝑎𝑐𝑡−𝐷𝑑𝑒𝑡

𝐿
|                                        (6.1) 

where: 𝐷𝑎𝑐𝑡  is actual fault location from the measuring terminal, 𝐷𝑑𝑒𝑡  is the 

detected fault location and 𝐿 is the total length of the transmission line. 

Table 6-2 Fault location results 

Case Internal/ 

external 

Fault 

resistance 

Fault Fault 

location 

Measured 

location 

Relative 

Error 

1 In 0.75 1 14% 13.70% 0.30% 

2 In 4 1 26% 26.82% 0.82% 

3 In 11 1 38% 38.65% 0.65% 

4 In 59 1 57% 57.74% 0.74% 

5 In 32 1 63% 62.73% 0.27% 

6 In 1.8 1 77% 77.72% 0.72% 

7 In 0.3 1 89% 88.54% 0.46% 

Fault detection can be achieved with 100% accuracy using the new ANN-based 

method. The fault location accuracy can reach 0.83% which is very accurate for 
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fault location in such a long transmission line. 

 Chapter summary 

A two-terminal HVDC system was implemented in PSCAD/EMTDC with different 

types of faults simulated in the DC transmission system. By validating the approach 

in HVDC system, the generated data are used as ANN training set to build the fault 

detection ANN and fault location ANN. After the test of these two ANNs, the results 

show that the proposed method can accurately detect the fault on DC transmission 

line (reaching to 100%) and the fault location error is as small as 0.83%. 
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7 ANN-based Fault Detection, 

Classification and Location on an 

MTDC System. 

 Introduction 

This chapter describes how well the proposed ANN-based method works in the 

multi-terminal HVDC network which is modelled in Chapter 4. The ANN training 

cases are presented for ANN detection, classification and fault location. The 

robustness and accuracy of the scheme will be examined under completely different 

situations in this chapter. The results and discussion are shown in the last part of 

this chapter.  

 ANN training cases for an MTDC system 

The training stage used a simulated steady-state condition, external fault condition 

and fault condition with a thousand scenarios. In order to train all three ANNs, a 

full range of fault scenarios were considered. Varying fault types, location and fault 

resistance for many simulation runs produced a comprehensive training set. The 

study is based on the modelled three-terminal HVDC system; therefore, different 

sections were considered as well.  

Three fault types were considered including pole-to-ground faults (positive pole-

to-ground and negative pole-to-ground), pole-to-pole faults and external faults. 

Therefore, fault resistance was varied in the following discrete steps at 0.01, 2, 10, 

50 and 100 . Fault location at 1%, 10%, 20%, 30%, 40%, 50%, 60%, 70%, 80%, 

90% and 99% of the line length were chosen in the training cases. The scenarios 

used included 2 lines, 3 fault types, 11 fault locations and 5 fault resistances so that 

the variables, shown in Table 7-1, totalled 348 fault scenarios (330 DC line fault 

cases and 45 external fault cases). Of the fault scenarios, the training contained 5 
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healthy signal windows and 15 post-fault input windows. In the healthy scenarios, 

the training contained 30 consecutive windows. Hence, since each window yielded 

an input vector, training was completed on 6960 input vectors. Because the model 

was a single-pole HVDC system, only fault detection and fault location were 

applied. The training data was split into 70% training samples, 15% validation 

samples and another 15% testing samples. The sampling rate of the PSCAD was 10 

kHz, the inverse of the fixed time step of 10 μs. 

Table 7-1 Variables 

Variable Details 

Fault section Lines 1 and 2 

Fault 

location 

1%, 10%, 20%, 30%, 40%, 50%, 60%, 70%, 80%, 90%, 99% 

Fault 

resistance 

0.01 Ω, 2 Ω, 10 Ω, 50 Ω, 100 Ω 

External fault AC side fault at terminals 1, 2 and 3 (single phase, double phase 

and three phase) 

 

7.2.1 Fault detection 

As discussed above, each fault case had its own spectra. The frequency spectra can 

be expressed as a unique feature for the specified fault location. Because of the 

complexity of the line, neural network is effective in the protection scheme, giving 

an effective algorithm to distinguish these different kinds of faults. After 

comprehensive analysis this was empirically determined to give the best 

compromise between speed and accuracy for each task. Inputs were taken from 

standard DC current transducers on only one end and frequencies over 700 Hz of 

the current waveform were utilised. Inputs were taken from standard current 

transformers and the band of frequencies between 700 and 5000 Hz of the current 



121 

 

waveform were utilised. The hidden layer consisted of 18 neurons, which gave the 

best performance. 

A window of length 1 ms was applied to capture the DC current signals for fault 

detection. In the proposed fault detector, 20 frequency bands from each signal in 

the range 2.8 kHz to 4.7 kHz, each approximately 95 Hz in width, showed the best 

performance used as ANN input. (Thus, in total, each ANN had an input layer of 40 

neurons of DC current, 20 from the positive line and 20 from the negative line). 

 

Fig. 7-1 ANN for fault detection 

The three-layered network consisted of 40 inputs in the input layer, 18 nodes in the 

hidden layer and 1 output in the output layer; 40 inputs which are magnitude of FFT 

decomposition of the DC fault current from both the positive line and negative line; 

1 target output demonstrated whether a fault included in the network. The 

implications of ‘0’ and ‘1’ were the same as for the fault detector in the HVDC 

system. The DC transmission line faults could be detected effectively. Examples of 

input and output are shown in Fig. 7-2 and Fig. 7-3 respectively. 
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Fig. 7-2 Example of inputs 

 

Fig. 7-3 Example of target outputs 

The overview of the ANN training is shown in Fig. 7-4 and the regression can be 

found in Fig. 7-5. 

For fault detection, the number of epochs was 260. The correlation coefficient in 

this case was found to be 0.99995 which indicates excellent correlation, indicating 

that the fault can be accurately detected. 
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Fig. 7-4 Overview of the ANN training for fault detection 
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Fig. 7-5 Regression fit of the outputs and targets for the network 

 

Fig. 7-6 Confusion matrices for training, testing and validation phases 
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The confusion matrix is also plotted in Fig. 7-6 by pattern recognition. It can be 

seen that the ANN has 100% accuracy in the validation and test stages for fault 

detection. 

7.2.2 Fault classification 

Once a fault was detected on the transmission line, the next step was to identify the 

fault types. The ANN for fault classification is introduced herein. A window of 

length 1 ms was applied to capture the DC current signals for fault classification. 

The fault classification ANN receives an input vector with 40 inputs using the phase 

information but they worked independently from each other. The neural network 

for fault classification had 3 outputs, two of them corresponding to the two poles 

and one output for the ground line. Hence the outputs were either a 0 or 1 denoting 

the absence or presence of a fault on the corresponding line. P and N denote the two 

poles of the transmission line and G denotes the ground. Hence the various possible 

permutations could represent each of the various faults accordingly. Three possible 

categories of faults could be classified accurately, which are illustrated in Table 7-

2. 

Table 7-2 Fault classifier ANN outputs for various faults 

Fault types Positive Negative Ground 

PG 1 0 1 

NG 0 1 1 

PN 1 1 0 

The configuration of the fault classification is shown in Fig. 7-7. 
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Fig. 7-7 ANN for fault classification 

A three-layered network consisted of 40 inputs in the input layer, 18 nodes in the 

hidden layer and 1 output in the output layer; 40 inputs which are phase of FFT 

decomposition of the DC fault current from both the positive line and negative line; 

3 target outputs are defined to be the fault condition of each of the two poles and 

one output for the ground line. The examples of input and output are shown in Fig. 

7-8 and Fig. 7-9 respectively. 

 

Fig. 7-8 Example of inputs 



127 

 

 

Fig. 7-9 Example of target outputs 

 

Fig. 7-10 Overview of the ANN training for fault detection 
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Fig. 7-11 Regression fit for the outputs and targets for the network 

Once the ANN was trained, the overview of the ANN training was shown in Fig. 7-

10, and the linear regression was plotted in Fig. 7-11 relating the targets to the 

outputs. 

For fault classification, the number of epochs was 247. The correlation coefficient 

was found to be 0.99981 which indicates satisfactory correlation between the targets 

and the outputs in this case. The fault location could be found at the point where the 

solid line meets the dotted line. 

7.2.3 Fault location 

A 6 ms window was used for fault location. For the fault location ANN (Fig. 7-12), 

a faulty line current from both ends of the line was required with a 6 ms window 

length. Thus in total, fault location used 98 frequency bands between 3.6 kHz and 

4.4 kHz, approximately 16 Hz in width, from two terminals (49 input bands from 
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each terminal).  

 

Fig. 7-12 ANN for fault location 

A three-layered network consisted of 98 inputs in the input layer, 18 nodes in the 

hidden layer and 1 output in the output layer; 98 inputs represented the magnitude 

of FFT decomposition of the DC fault current from both the positive line and 

negative line; 1 target output represented the fault location. The examples of input 

and output are shown in Fig. 7-13. 

 

Fig. 7-13 Example of inputs 

The overview of the ANN training is shown in Fig. 7-14 and the regression can be 

found in Fig. 7-15. 



130 

 

 

Fig. 7-14 Overview of the ANN training for fault detection 
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Fig. 7-15 Regression fit for the outputs and targets for the network 

The epochs for fault location were 146. The correlation coefficient in this case was 

found to be 0.99795 which indicates good correlation. ANN gives excellent 

performance in relation to the fault location. 

 Results 

The protection system was tested with cases not used in the training data, with 15 

separate locations and different fault types, such as positive pole-to-ground (PG), 

negative pole-to-ground (NG) and pole-to-pole (PN). The fault resistance was 

randomly varied within the limits of the training parameters but values used in 

training were avoided. The results show that the proposed method can accurately 

detect, classify and locate these faults with the largest location relative error, 

calculated by equation (3), being less than 1.16% which is comparable to distance 

protection. In addition, the results show that the algorithm performs successfully 
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for a range of fault resistances. According to the proposed method, the fault 

detection, classification and location results are shown in Table 7-3, Table 7-4, and 

Table 7-5 respectively. 

Table 7-3 Fault detection results 

Case Internal/ 

external 

Section Type Fault 

resistance 

Fault 

location 

Fault ANN 

output 

Detection 

time (ms) 

1 In S1 PG 0.25 35% 1 1.0000 3.6 

2 In S1 PG 9 67% 1 0.9970 3.7 

3 In S1 NG 69 89% 1 1.0000 3.0 

4 In S1 NG 17 12% 1 1.0000 3.9 

5 In S1 PN 32 34% 1 0.8979 4.5 

6 In S1 PN 1.9 53% 1 0.9992 4.1 

7 In S2 PG 0.33 78% 1 0.9236 3.9 

8 In S2 PG 0.7 58% 1 1.0000 3.6 

9 In S2 NG 8 24% 1 0.9164 4.3 
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10 In S2 NG 0.3 46% 1 0.8892 3.9 

11 In S2 PN 1.2 59% 1 0.9886 4.2 

12 In S2 PN 6 72% 1 1.0000 4.1 

13 Ex T1 ABC 0.6 NA 0 0.0000 3.9 

14 Ex T2 AG 1.6 NA 0 0.0000 4.1 

15 Ex T3 BC 1.2 NA 0 0.0000 4.2 

16 Ex T1 AB 0.6 NA 0 0.0972 3.9 

17 Ex T2 BG 1.6 NA 0 0.0126 4.1 

18 Ex T3 AC 1.2 NA 0 0.0000 4.2 

 

Table 7-4 Fault classification result 

Cas

e 

Interna

l/ 

externa

l 

Sectio

n 

Typ

e 

Fault 

resistanc

e 

Faul

t 

Fault 

locatio

n 

P N G ANN 

outpour 

P 

ANN 

outpour 

N 

ANN 

outpour 

G 

Classificati

on time 

(ms) 

1 In S1 PG 0.25 1 35% 1 0 1 1.000

0 

0.000

0 

0.893

0 

4.5 
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2 In S1 PG 9 1 67% 1 0 1 0.994

2 

0.000

0 

0.996

8 

4.7 

3 In S1 N

G 

69 1 89% 0 1 1 0.000

0 

0.942

6 

1.000

0 

4.6 

4 In S1 N

G 

17 1 12% 0 1 1 0.000

0 

1.000

0 

0.952

7 

4.8 

5 In S1 PN 32 1 34% 1 1 0 1.000

0 

0.899

2 

0.000

0 

4.9 

6 In S1 PN 1.9 1 53% 1 1 0 1.000

0 

0.975

1 

0.057

8 

4.9 

7 In S2 PG 0.33 1 78% 1 0 1 0.942

7 

0.114

6 

1.000

0 

4.7 

8 In S2 PG 0.7 1 58% 1 0 1 1.000

0 

0.000

0 

0.953

8 

4.8 

9 In S2 N

G 

8 1 24% 0 1 1 0.000

0 

0.943

5 

0.972

7 

4.9 

10 In S2 N

G 

0.3 1 46% 0 1 1 0.000

0 

1.000

0 

0.963

6 

4.9 
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11 In S2 PN 1.2 1 59% 1 1 0 1.000

0 

1.000

0 

0.015

7 

4.7 

12 In S2 PN 6 1 72% 1 1 0 1.000

0 

0,952

3 

0.000

0 

4.5 

 

Table 7-5 Fault location result 

Case Internal/ 

external 

Section Type Fault 

resistance 

Fault P N G Fault 

location 

Measured 

location 

Relative 

error 

Location 

time (ms) 

1 In S1 PG 0.25 1 1 0 1 35% 35.27% 0.27% 15.4 

2 In S1 PG 9 1 1 0 1 67% 65.98% 1.02% 20.5 

3 In S1 NG 69 1 0 1 1 89% 88.65% 0.35% 23.5 

4 In S1 NG 17 1 0 1 1 12% 12.87% 0.87% 23.6 

5 In S1 PN 32 1 1 1 0 34% 34.12% 0.12% 23.8 

6 In S1 PN 1.9 1 1 1 0 53% 52.77% 0.23% 20.4 

7 In S2 PG 0.33 1 1 0 1 78% 77.96% 0.04% 17.5 

8 In S2 PG 0.7 1 1 0 1 58% 58.47% 0.47% 17.8 
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9 In S2 NG 8 1 0 1 1 24% 22.84% 1.16% 19.5 

10 In S2 NG 0.3 1 0 1 1 46% 45.68% 0.32% 21.5 

11 In S2 PN 1.2 1 1 1 0 59% 58.79% 0.21% 23.4 

12 In S2 PN 6 1 1 1 0 72% 71.13% 0.87% 25.8 

The protection system must be able to discriminate external faults, occurring 

beyond the protected zone, which, in this case, is the protected DC transmission 

line. The fault detection algorithm was trained to recognise and ignore a number of 

external fault conditions: namely, with reference to Table 8-3, DC line faults, AC 

side faults at terminals 1, 2 and 3, (including single phase to ground (AG), double 

phase (BC) and three phase faults (ABC)). Using external fault cases not used in 

the training data showed the fault detection to be 100% successful in avoiding false 

trips. The fault classification which can be seen in Table 8-4, is 100% accurate. The 

error of fault location accuracy is small, as low as 1.16%. 

 Discussion 

7.4.1 External fault 

External faults occurring beyond the protected link must to be distinguished from 

the internal. With the presented fault detection method, external faults can be 

distinguished from internal faults very clearly. 

7.4.2 Fault location 

In order to design the fault location algorithm and find out the relationship between 

the fault location and frequency component, the test system was simulated with a 
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series fault location (the training data sets were from 1% to 99% of the line length). 

Each fault location had a specified feature versus frequency, and the relationship 

between fault location and frequency could be distinguished by the designed ANNs. 

This method can detect a fault location even if the fault points are very near the 

converter station. 

7.4.3 High impedance fault 

High impedance faults are generally challenging for many protection strategies 

because of the attenuation of the post-fault characteristics and thus their 

resemblance to steady-state pre-fault conditions. For example, it is difficult to detect 

faults using an overcurrent characteristic alone due to very low fault currents from 

high impedance faults. Although absolute fault current level is slight, the current 

signals in the frequency domain contained enough information to indicate fault 

conditions. The signals in the frequency domain can maximise the characteristics 

of the faults. Through signal processing by FFT, distinctive features are generated 

for the protection scheme. 

To study the sensitivity of the method proposed in this paper, the training and testing 

set included a range of simulated fault resistances from 0.01 Ω to 100 Ω. As can be 

seen in the frequency spectrum for the fault current signal, the frequency features 

can still be obtained under high fault resistance conditions. Therefore, despite the 

difficulties that high impedance faults present for many existing protection 

techniques, the technique presented here is robust for fault impedances of up to 100 

Ω. Even though there are some specific difficulties with fault detection and location 

in conditions with high ground resistance, the simulation work shows very accurate 

results. 

7.4.4 Effect of sampling frequency 

Compared with the travelling wave-based fault location method using a 192 kHz 

sampling frequency [68], the proposed method in this paper uses a relatively low 

sampling frequency of 10 kHz. It is worth noting that, due to the wideband 

information that the scheme relies on, the method will work for different sampling 
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rates, provided the sampling is fast enough to reproduce the frequencies required 

by the ANN stage. 

7.4.5 Effect of noise 

Furthermore, by using the windowed FFT, ANN and counter together, the scheme 

is more robust to noise since several frequency spectra act together to smooth out 

anomalies. With the windowing of FFT, the ability to withstand noise is increased. 

To test this, white noise with 50 dB SNR was added to the DC current. Frequency 

spectra generated before and after the addition of noise had exactly the same 

performance response to the fault location ANN. The proposed method has the 

ability to handle extraneous noise that is usually present in the signals 

7.4.6 Advantages 

Compared with the travelling wave-based fault location method using 192 kHz 

sampling frequency as indicated in [68], the proposed method in this paper uses a 

relatively low sampling frequency of about 10 kHz. The fault detection method can 

distinguish the fault from external faults and terminal faults accurately. This method 

is sensitive to high fault resistance faults, which have an accurate detection for this 

boundary of fault. In addition, there is negligible effect for fault location with 

different sampling frequencies if the sampling frequency is higher than a specified 

value. Finally, the method applied using ANN is very fast. 

 Chapter summary 

A three-terminal VSC-based HVDC model based on a CIGRE B4 programme was 

implemented in PSCAD/EMTDC with different types of faults simulated in the DC 

transmission system. Three separate neural networks for fault detection, fault 

classification and fault location were designed for a multi-terminal system. The 

fault detection feature can detect the internal fault, the faulted section of the MTDC 

network, and distinguish external faults from internal faults. Both detection and 

classification only rely on single terminal measurements and so do not require a 

communication link, whilst the entire scheme relies only on current signals and so 
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no DC voltage transducers are required. The most important achievement presented 

is that fault detection and classification can meet the time requirement for DC 

circuit breakers, and the fault location is accurate and fast enough for online, 

automation of wider system protection settings if desired. The proposed method is 

demonstrably robust to high resistance faults and noise. Since the method is 

purposefully designed for multi-terminal systems, it is robust to faults on other DC 

lines. In addition, more of the post-fault signal is used, unlike the travelling wave 

methods that use only the initial wavefront to locate the fault, further improving 

robustness. 
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8 Conclusion and Future Work 

 Introduction 

This closing section presents a summary of the work completed. A summary for 

each chapter, including the main achievements, is listed. This is followed by the 

discussion and future avenues of enquiry. 

 Thesis summary 

In Chapter 1, the basic concepts of power system protection for HVDC and MTDC 

systems were covered. Beginning with an energy overview, the reason for selecting 

a HVDC transmission system rather than an AC system was discussed. By choosing 

the HVDC transmission for renewable energy generation, the challenges facing the 

current HVDC technology were covered, and particular emphasis was placed on 

MTDC networks. The biggest challenge for current HVDC technology is the lack 

of a more appropriate and efficient protection strategy. This is pertinent to this thesis 

since a novel protection scheme is proposed to give a better solution for HVDC and 

MTDC protection. The section that followed offered an introduction to the 

motivation to do this research. The last section gave a brief introduction to each 

chapter. This chapter gave a basic understanding of the study and put the thesis in 

context. 

Chapter 2 presented a detailed introduction to HVDC technology. The basic 

knowledge of different HVDC technology including VSC-HVDC and CSC-HVDC 

was presented. The main components, the configuration and the control scheme of 

an HVDC system were fully illustrated. The HVDC concept was extended to 

MTDC networks. Finally, the challenges for HVDC and MTDC systems were listed. 

This chapter presented the basic principles of an HVDC system, which is the basis 

for HVDC system modelling and the implementation of the protection scheme. 

Chapter 3 presented a literature review on protection methods applied in previous 

work. Different types of fault which may occur in DC transmission systems were 
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discussed firstly, followed by the current technologies available for circuit breakers. 

The main approaches, including the travelling wave principle, voltage derivative 

protection, current differential protection, under voltage protection, transient-based 

protection and other methods used in HVDC line protection, were discussed. By 

discussing the protection method for HVDC as a basis, more protection strategies 

were introduced for an MTDC system. By considering all the existing protection 

schemes, a novel protection approach was presented for both multi-terminal HVDC 

systems and two-terminal HVDC systems based on ANNs. 

Chapter 4 detailed the construction and design of a two-terminal VSC-HVDC 

model and a three-terminal HVDC system model based on the CIGRE B4 model. 

The initial section summarised the software used to simulate the models. Then the 

modelling of the two systems was introduced separately from methodology, control 

scheme, implementation in PSCAD, steady-state validation and fault profile 

analysis – 5 parts. The methodology discussed the theoretical concepts relevant to 

the models. This was followed by the detailed control strategy for the models. The 

detailed implementation was shown here. The models were verified by studying the 

steady-state conditions, and fault profiles were analysed under a complex interplay 

of parameters. An array of test cases was conducted on the factors known to affect 

the short circuit responses. The time domain signals were analysed. Both wavelet 

transforms and fast Fourier transforms were used to provide frequency analysis in 

the frequency domain. The main conclusion was that frequency gives a 

characteristic response through FFT rather than DWT. Significantly, it was found 

that the frequency features have more bearing on fault locations than fault resistance. 

Therefore, this was identified as the key point to be addressed by this thesis.  

Chapter 5 presented an overview of the application of artificial neural networks. 

Special emphasis was given to the most relevant techniques for fault detection and 

fault location. The artificial neural networks were regarded as the central technique 

in this thesis, and the application was discussed in detail. The chapter concluded 

with a discussion of how these are best applied to the relevant work in this study.  

Chapter 6 dealt with the development of fault detection, classification and location 

based on ANNs. Following the signal chain displayed in the first section, the signal 
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processing, ANN training and counters were introduced step by step. The fault DC 

current waveforms obtained from the system were used for the signal processing. 

At the signal processing stage, both the magnitude and phase of frequency were 

used in the input layer of designed ANNs. The frequency domain signals were 

obtained by FFT analysis. The structure and algorithms used for ANN training were 

introduced. A counter was designed for more robust detection. An important 

innovation was the use of three parallel ANNs for fault detection, fault classification 

and fault location purposes. The algorithm exploits this to give greater robustness. 

Chapter 7 discussed the test results demonstrating the proposed method in the 

modelled two-terminal HVDC system. Since a monopole network was modelled, 

only fault detection and fault location were achieved by using the two established 

ANNs. Results were presented that show the algorithm to be 100% successful in 

fault diagnosis. The fault location accuracy could reach 99.18%. 

Chapter 8 demonstrated the proposed method in the modelled multi-terminal 

HVDC system. This study emphasised generation technology, hence only fault 

types, fault location and fault resistance were considered. Three ANNs were built 

in parallel. Results showed the algorithm to be 100% successful in both fault 

detection and fault classification. The error for fault location accuracy was small, a 

maximum of just 1.16%. 

 Further work 

The current work has already taken various faults into consideration. The method 

is verified by two networks including both the two-terminal HVDC system and the 

multi-terminal HVDC system. However, more realistic power system conditions 

can be considered and studied. Moreover, hardware can be applied to test the 

approach in the future. 

From the design method aspect, current ANNs are trained based on the data from 

the PSCAD simulation model. Various fault cases have been studied in the work. 

For a more accurate neural network design, more training sets are required. In 

addition, from a practical point of view, the new fault data will be added into the 
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database once the fault is detected so the system will constantly learn to improve 

its performance. 

From the protection validation aspect, the proposed protection scheme in this thesis 

is validated in a two-terminal HVDC system and a three-terminal HVDC system. 

However, to verify that the protection scheme will work in real time, real time 

software in the loop and then hardware in the loop tests are suggested. The Real 

Time Digital Simulator is a dedicated hardware unit capable of solving arbitrary 

system topologies in real time and it could be used to achieve this in the future. 

In addition, more fundamental development is required. More complex multi-

terminal HVDC systems are required to be built including those using MMC 

converters. Also, depending on the requirement of the specific system, new ANNs 

need to be trained separately and the fault data must to be made available for feature 

extraction. 
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Appendix A 

Table A Summary of worldwide VSC HVDC projects and their basic parameters [5] 

Project name Year of 

commission 

Power 

rating 

Number 

of 

circuits 

AC 

voltage 

DC 

voltage 

Lines or cables Lengths Comments and reasons for 

choosing VSC HVDC 

Topology Semiconductors 

Hellsjon, Sweden 1997 3 MW 

±3 MVar 

1 10 KV ±10 

KV 

Overhead lines 10 km Test transmission. 

Synchronous AC grid. 

2-level IGBTs 

Gotland HVDC 

Light, Sweden 

1999 50 MW 

-55 to 50 

MVar 

1 80 KV ±80 

KV 

Submarine 

cables 

2×70 

km 

Wind power (voltage 

support). Easy to get 

permission for 

underground cables 

2-level IGBTs 

Eagle Pass, USA 2000 36 MW 

±36 MVar 

1 138 KV ±15.9 

KV 

Back-to-back 

HVDC light 

station 

N/A Controlled asynchronous 

connection for trading. 

Voltage control. Power 

exchange. 

3-level 

NPC 

IGBTs 
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Tjareborg, 

Denmark 

2000 8 MVA 

7.2 MW 

-3 to 4 

MVar 

1 10.5 

KV 

±9 KV Submarine 

cables 

2×4.3 

km 

Wind power. 

Demonstration project. 

Normally synchronous AC 

grid with variable 

frequency control. 

2-level IGBTs 

Terrenora 

Interconnection, 

Australia 

2000 180 MW 

-165 to 90 

Mar 

3 110 KV 

132 KV 

±80 

KV 

Underground 

cables 

6×59 

km 

Energy trade. 

Asynchronous AC grid. 

Easy to get permission for 

underground cables. 

2-level IGBTs 

MurrayLink, 

Australia 

2002 220 MW 

-150 to 140 

MVar 

1 132 KV 

220 KV 

±150 

KV 

Underground 

cables 

2×180 

km 

Controlled asynchronous 

connection for trading. 

Easy to get permission for 

underground cables. 

3-level 

ANPC 

IGBTs 

CrossSound, USA 2002 330 MW 

±150MVar 

1 345 KV 

138 KV 

±150 

KV 

Submarine 

cables 

2×40 

km 

Controlled asynchronous 

connection for power 

exchange. Submarine 

cables. 

3-level 

ANPC 

IGBTs 

Troll A offshore, 

Norway 

2005 84 MW 

-20 to24 

2 132 KV 

56 KV 

±60 

KV 

Submarine 

cables 

4×70 

km 

Environment, CO2 tax. 

Long submarine cables 

2-level IGBTs 



146 

 

MVar distance. Compactness of 

converter on platform 

electrification. 

Estlink, Finland 2006 350 MW 

±125 MVar 

1 330 KV 

400 KV 

±150 

KV 

Submarine and 

underground 

cables 

2×31 

km 

2×74 

km 

Length of land cable, sea 

crossing and non-

synchronous AC system. 

2-level IGBTs 

Nord E.ON 1, 

Germany 

2009 400 MW 1 380 KV 

170 KV 

±150 

KV 

Submarine and 

underground 

cables 

2×75 

km 

2×128 

km 

Offshore wind farm to 

shore. Length of land and 

sea cables. Asynchronous 

system. 

N/A IGBTs 

Caprivi Link, 

Namibia 

2009 300 MW 1 330 KV 

400 KV 

350 KV Overhead lines 970 km Synchronous AC grids. 

Long distance, weak 

networks. 

N/A IGBTs 

Valhall offshore, 

Norway 

2009 78 MW 1 300 KV 

11 KV 

150 KV Submarine 

cables 

292 km Reduce cost and improve 

operation efficiency of the 

field. Minimize emission 

of greenhouse gases. 

2-level IGBTs 
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Appendix B 

 

Fig. B Configuration of three-terminal HVDC system 
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This  paper  proposes  a  comprehensive  novel  multi-terminal  HVDC protection  scheme  based on artificial
neural  network  (ANN)  and  high frequency  components detected  from fault  current  signals  only.  The
method  is shown to accurately detect, classify  and  locate  overhead  line faults.  Unlike existing  travelling
wave  based  methods  which  must capture  the  initial wavefront  and  require  high  sampling  rates, the new
approach  is more  robust  since it gives  accurate  fault detection  and  fault location  over  a range  of windowed
post-fault signals. Furthermore,  the  proposed  method is fault resistance independent meaning  even a
very high  fault impedance  has no effect  on accurate  fault  location. A  three-terminal  VSC-HVDC system
ault detection
ault location
ransmission line
SC-HVDC system

is  modelled  in PSCAD/EMTDC,  which  is used  for  obtaining the  fault  current  data  for  transmission line
terminals.  The  method  is verified  by  studying different cases  with  a range  of fault  resistances  in various
fault  locations, and  in addition, external  faults.  The results show that  the  proposed  method gives fast
(<5  ms) and  reliable  (100%) fault  detection and classification  and  accurate  location  (<1.16%)  for  DC  line
faults.

© 2017  Elsevier  B.V.  All rights  reserved.
. Introduction

Multi-terminal High Voltage Direct Current (MTDC) has often
een proposed as the most promising technology for an inter-
ontinental super-grid or collecting bulk offshore renewable
nergy sources [1,2].  Much renewable generation is available at
ocations remote from load centres, and thus must to be transported
fficiently over long distances [3].  For example, to interconnect
xtensive offshore wind sites between Northern Europe and the
K, an offshore super-grid may  be required in the future. Simi-

arly an MTDC grid could transmit extensive solar power from the
eserts of Northern Africa to the load centres of Europe.

Recent developments in DC circuit breakers and voltage source
onverters (VSC) make MTDC a more technically and economically
easible technology [4]. However, there are many technical chal-
enges in evolving from point-to-point HVDC to MTDC, especially in
rotection systems. In typical HVDC point-to-point links, the most
ommon method of isolation is using an AC circuit breaker to trip
he entire HVDC system. Hence, the circuit breakers reside on the
C side, and in the event of a  fault, the entire link is de-energised
5]. In the multi-terminal case, however, it is more desirable to iso-
ate only the faulted link rather than trip the entire DC grid. DC
ircuit breakers, presently in the early stages of development, are

∗ Corresponding author.
E-mail addresses: jl977@bath.ac.uk,  keorwei@gmail.com (J. Li).

ttp://dx.doi.org/10.1016/j.epsr.2017.03.024
378-7796/© 2017 Elsevier B.V. All  rights reserved.
required to  isolate the faulted line. DC breakers require appropri-
ate protective relaying, so the faults may  be  detected and isolated
immediately. In addition, the overall protection system may  require
online adjustment of zonal relay settings, the faulted line may
require maintenance, and the system will need restorative action,
all necessitating an accurate and fast fault-location algorithm [2].

Travelling wave based protection has been successfully applied
in both AC and HVDC systems by virtue of development of fast A/D
conversion and numeric relay technology [6,7]. The most common
method of travelling wave based protection in multi-terminal sys-
tems, as introduced in [2,8],  is  detecting the initial wavefront which
has a  demonstrably fast and accurate response. Due to its fast com-
putational time and straightforward implementation, the discrete
wavelet transform (DWT) is preferred for detecting arrival of wave-
fronts [9] over using pure frequency or  time domain based methods
[10].  However, limitations exist with travelling wave protection
[7,11,12], such as lack of mathematical tools to  model the travel-
ling wave, difficulty in the detection of the wave-head, being easily
influenced by noise, inability to detect close-up faults, unequal trav-
elling wave velocities in  line and underground cables, and requiring
knowledge of the surge impedance and a high sampling rate.

De Kerf et al. proposed a DC fault detection algorithm for multi-
terminal VSC-HVDC systems using three independent fault criteria,
including voltage wavelet analysis, current wavelet analysis and

voltage derivative and magnitude [13]. Even though the detection
time reaches 1 ms,  the method is only proved for a  fault resistance
of 0.01 �. In practice the fault impedance will vary, and the method
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http://www.sciencedirect.com/science/journal/03787796
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resented in this new work is shown to be robust to this variation. A
on-unit protection is  proposed by  same authors [14] based on the
eflection of the travelling wave at an inductive termination, which
ses both voltage and current signals compared with a  pre-selected
hreshold. However this method requires accurate and fast current
nd voltage sensors, leading to higher overall system costs than a
ethod that relies on current signals only, such as that presented

n this paper. Boundary protection is a  transient-based protection
oncept which has been proposed in [12].  In a  DC system, smooth-
ng reactors and the capacitors installed at both ends of the DC
ransmission line and the inherent bus bar capacitance represent

 natural boundary that does not transmit high frequency signals,
nd thus can be used to  rapidly distinguish between internal and
xternal faults [7].  Another transient harmonic current protection
ethod, based on the boundary characteristic is  introduced in Ref.

15].  However, this kind of transient based protection may  mal-
perate because of non-fault transients caused by lightning. A low
peed protection for mechanical DC breakers is proposed in  Ref.
16],  where the total fault clearing time is  in total 60 ms,  a pro-
ibitively long relaying time for most DC  breakers. The backup
rotection proposed in  the paper requires fault current limiting
quipment resulting in  additional costs. In Ref. [17] a  data based
rimary fault detection method using current signals is  proposed.
owever the fault detection relies on information from several
uses in  the system, and thus necessitates a  fast communication

ink, unlike the method presented here, which uses single ended
easurements for fault detection and classification. The hybrid

rotection presented in  Ref. [7] can distinguish both non-fault light-
ing transients and detect close-up faults, which may  be missed
y travelling wave methods. However, high sampling frequencies
re required, which demand more expensive hardware for sam-
ling and calculation. Another method [11] is  based on the relation
etween parameters of the DC  transmission line and the variation of
ransient energy obtained from the voltage and current measure-

ents at both terminals, although the technique is  not validated
ith a  frequency dependent line model. The authors in  Ref. [15]

resent a method utilising transient harmonic current based on the
oundary characteristic of DC transmission lines. However, it takes

 maximum of 30 ms to  identify faults, which is  not  quick enough for
rotection purposes. In addition, the sensitivity of the method will
ecrease with increasing fault  resistance. A differential protection
echnique for MTDC transmission lines has been proposed in Ref.
18],  which depends on analysis of the high frequency transients
n current signals at each line terminal. As with any differential
cheme, this relies on communication between both terminals rep-
esenting a single point of failure and introducing inherent latency.

The time for the protection system to respond to a fault is  par-
icularly critical for MTDC. The present generation of DC circuit
reakers need to  operate within a  few ms  [19] (approximately

 ms according to a manufacturer) [20] to  successfully interrupt the
apidly increasing DC fault current. This is technically challenging
ut the main fault detection proposed in  this paper is  always shown
o robustly operate under 5 ms.  With ongoing improvements in
reaker technology the authors believe this will be sufficiently fast
ither for the current generation of breakers or  in the very near
uture.

Artificial Intelligence (AI) is  a powerful collection of comput-
ng concepts modelled on the thought and behaviour of human
eings and animals. Many AI  techniques attempt to automate ratio-
al decisions that would usually be made by a human expert, by

ncluding missing data, adapting to evolving situations and improv-
ng performance over long time horizons based on accumulated

xperience. Researchers have shown that ANNs can successfully
e applied to a  wide array of applications, for example reservoir

nflow forecasting in  hydrology [21,22]. As indicated in Ref. [23],
NN based methods are effective for fault detection and fault loca-
 Research 148 (2017) 192–201 193

tion on AC  grids and HVDC systems due to accuracy, robustness
and speed. The ANN is  often fed by a feature selection stage, such
as the Wavelet Transform (WT). Combined sequentially, these per-
form fault detection, classification or location [24,25]. However, to
the authors’ best knowledge, there is no published work for ANNs
applied to MTDC transmission protection systems.

As proposed in  Ref. [26], the frequency spectrum of voltage and
current contains useful information for protection purposes. The
authors in Ref. [27] indicate that much of the frequency spectrum
combined with an artificial neural network may be used for fault
detection and fault location. Hence, the higher frequency compo-
nents are selected and fed to  suitably designed ANNs in  this work.
This paper presents a  comprehensive ANN-based transient pro-
tection scheme that accurately and quickly detects, classifies and
locates faults on MTDC overhead lines. The scheme is shown to
have improved performance over previously used protection tech-
niques, such as robustness to  high impedance and close-up faults
and excellent discrimination of external faults.

This comprehensive protection scheme based on ANNs over-
comes the drawbacks of previous work, and for the first time,
successfully uses wide-band information from the frequency
domain for HVDC protection, opening new research avenues. The
proposed method uses a larger section of the signal for detection
and thus reduces the uncertainty inherent in existing travelling
wave methods that rely on detection of the intial wavefront. With
ANNs, the computational time is  far  improved, not only for fault
detection, but also for fault location. The accuracy of fault detec-
tion is  shown to  be 100% within 4.5 ms,  and location accurate to
1.16% within 25 ms compared with 1.5 s in  Ref. [28] and up to  36 s
in Ref. [29].

2. Multi-terminal HVDC system modelling

A three-terminal VSC based HVDC system was  modelled using
the PSCAD software, based on the CIGRE B4 DC  grid test system
[30,31].  A  portion of the CIGRE B4 DC grid test system, shown in
Fig. 1,  consists of three symmetrical monopole converters, DC link
capacitors, passive filters, phase reactors, transformers, DC trans-
mission lines and AC sources.

2.1. Converter station modelling

In contrast to line-commutated, so-called current source con-
verter (CSC) HVDC systems, VSC HVDC systems function as an ideal
DC voltage source so  the DC voltage polarity can remain constant
when the power flow is reversed for a single VSC converter station.
These capabilities make the VSC-HVDC suitable for constructing
multi-terminal HVDC systems. In the simplest converter architec-
ture, the AC  voltage waveform is  synthesized using a  two-level
approach. The converter can be modelled as a controllable voltage
source which connects to an AC  network through a series reactor
at the point of common coupling (PCC) [32–34]. The basic con-
figuration of the converter station, as well as the configuration of
VSC converters of three-phase, two-level, and six-pulse bridges are
presented in Fig. 2.

Although more modern multi-level converter architectures
exist, the system chosen here is  the well-proven two  level con-
verter for its simplicity. On  the AC  side, phase reactors are applied
between transformers and converters for limiting both the active
and the reactive power flow by regulating currents through them.
The phase reactors also function as AC  filters to reduce the AC  cur-

rent harmonic content caused by pulse width modulated (PWM)
switching of the converter station. In the well-established two-
level converter stations, a  low-pass LC-filter is included on the AC
side which will suppress high frequency harmonic components.
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Fig. 1. The configuration of three-terminal HVDC system.

 of VSC converter station.
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Fig. 2.  Configuration

apacitors on the DC side provide energy storage reducing the DC
oltage ripple [35,36]. In  addition, DC reactors are connected after
C capacitors to reduce the rate of rise of DC fault current and
itigate harmonic currents.

.2. Transmission line model

Since the transmission line is  in reality made up of distributed
arameters that are frequency dependent, this scheme has been
eveloped with such a  line model to  accurately capture the high fre-
uency transient response. The branches are exclusively overhead

ines, where each line is 200 km  long with the geometric conductor
ayout illustrated in Fig. 3. Each line is  a  symmetrically grounded

onopole.
For analysis of steady state conditions, the transmission line

an be modelled using lumped parameters, however, distributed
arameters should be used to accurately reflect transient behaviour
37]. The transmission line or  cable can be represented by series

mpedances and shunt admittances per unit length. The series
mpedance is inherently frequency dependant due to its imaginary
eactance and also due to the skin effect in  the conductor and earth
ires. Based on these parameters, the characteristic parameters

Fig. 3. The configuration of overhead transmission line model.
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f the line, the surge impedance and propagation constant can be
erived, which determine the propagation behaviour of travelling
aves on the line [38].

.3. Controller model

Since this scheme relies on electromagnetic transients, it is
mportant to model the converter stations in appropriate detail,
ncluding their control systems. The coordinated control of MTDC
ystems is technically challenging because the power flow and volt-
ge must be carefully controlled at each bus by the switching of the
onverters. There are various competing methods of achieving this
n the literature [39–43].  In this paper, voltage droop control, based
n system droop characteristics as discussed in Refs. [42,44],  was
hosen for the system control. This was chosen for relative sim-
licity and robustness since voltage droop control allows multiple
onverters to regulate the voltage at the same time [43].  Hence,
f  the control system in one terminal is disconnected, the other
erminals can still regulate the voltage levels in the DC system.

The phase voltage, including the amplitude, the angle and the
ngular frequency can be  actuated by the VSC control system [45].

ith respect to  the AC or DC grid, each VSC station can be con-
rolled in  a  number of different ways. Due to the decoupled current
ontrol, the active and reactive power can be dispatched indepen-
ently since the two orthogonal dq-current components can be
hanged independently. In the modelled network shown in Fig. 1,
erminal 2 is  set as a slack bus to  balance the system by supplying
ctive power. Such an approach does not require communication
etween the terminals, because two terminals are responsible for
C voltage regulation and the remaining terminals are responsible

or providing active power under both steady state and transient
onditions.

To generate the reference values in the abc frame, dq control is
sed. The outer controller sets the droop and applies power and DC
oltage limits, as shown in Fig. 4 and in  Eq. (1).

Vdcref − Vdc
)
K − 2

3Vd

(
Pref −  P

)
= 0 (1)

here: Vdcref is  the reference DC voltage, K  is the proportional
ain, Vd is  the reference AC voltage in the dq0 reference frame and
s desired to have constant value and Pref is the reference active
ower.

Using appropriately tuned PI controllers, the outer controller
alculates the reference currents, Idref and Iqref , which are the inputs
o the inner control. Both active power control, P, and dc voltage
ontrol, Vdc ,  are achieved by  controlling the reference to the active
urrent controller. The Idref signal is  obtained by  combining these
wo types of controllers. The reactive power, Q, controls the reactive
urrent, Iqref , via a  PI  block as shown in Fig. 4.  The droop is  set by
q. (2) which determines the proportional gain, K.

 = 2Prated
3ıdcVdVdcrated

(2)

here: ıdc is  the voltage droop, Prated is the rated active power,
dcrated is  the rated DC  voltage.

From a systems perspective, the DC bus voltage and current
roop relation is directly linked to  the voltage dynamics in  the DC
ystem. The current and voltage are transformed into the rotating
irect-quadrature frame and the signals are  passed to  the inner-
urrent PI controllers (shown in  Fig. 4) that must be  carefully tuned
or stability. In the inner-current loop, control limits the current

o protect the valves. PWM  directly controls the inverter circuit
witches, producing a series of pulses which have equal ampli-
ude in the output but varying duration. The gate pulses from the
WM give the valve specific configurations to synthesise the AC
 Research 148 (2017) 192–201 195

waveform. Controlling the PWM  can vary both the magnitude and
frequency of the output voltage of the converter circuit [46].

2.4. System transient response

Because of their widespread distribution over an array of com-
plex terrains and their exposure to the environment, transmission
lines experience the highest occurrence of  faults of any part of  the
power system, and therefore correct operation of  their protection
systems is  crucial.

The most common overhead line short circuit faults, namely
pole-to-pole faults and pole-to-ground faults are analysed in the
simulated network. After the occurrence of a  fault, low frequency
steady state components and high frequency transient components
due to  travelling waves will be  generated on the transmission line.

On the system depicted in Fig. 1, an example pole-to-pole fault
on Section 1 between terminal 1 and terminal 2  is applied to show
the transient response of the system. The fault is  at 30% of the line
length from terminal 1 with 0.01 � fault resistance. Fig. 5  depicts
the DC currents and voltages on different terminals clearly have a
far more significant response to  the fault on the faulted line com-
pared to the healthy line.

The control scheme must respond quickly to preserve system
stability after the faulted section is  de-energised, and this necessi-
tates detailed modelling of the control to faithfully reproduce the
system’s transient response. Due to  PWM  switching action in  VSC-
HVDC, the current flowing to  the DC side of a  converter contains
harmonics, which will result in  a ripple on the DC  side voltage. Dur-
ing disturbances in the AC system (i.e. faults and switching actions)
large power oscillations may  occur between the AC and the DC side.
This in turn will lead to oscillations in  the DC  voltage and DC  over-
voltage that may  stress the valves. The DC side capacitor (shown
in Fig. 2) can mitigate this problem by providing faster converter
response and energy storage to  be able to control the power flow.
The relatively small time constant allows fast control of  active and
reactive power.

3. Signal chain

3.1. Overview of signal chain

An overview of the signal chain is  presented in Fig. 6, for fault
detection and fault classification, and Fig. 7  for fault  location.
Firstly, a  time series is  generated by the digitally sampled current
transducer signal. A fast Fourier transform (FFT) is  applied on the
windowed signal to create the input data for the ANN. A counter
is then applied to the ANN to generate the diagnostic signal. Each
stage is  discussed in  detail in forthcoming sub-sections.

3.2. Signal processing

With the high frequency component method, the detected char-
acteristic frequency will not propagate onto the adjacent line due to
the DC shunt capacitors in  the current path. Therefore even though
the DC current and voltage will be influenced during a  fault on the
other line, the characteristic frequency will only exist on the faulted
line.

The windowed discrete Fourier transform (DFT), implemented
using the computationally efficient FFT algorithm, is a well-
established method for isolating frequency components of  a  signal,
and thus used in a variety of real time control and protection

applications [47].  Extensive studies have shown that an adequate
representation of frequency domain information can be obtained
by an FFT with a very short window length [48].  This leaves more
computational time for the rest of the relaying scheme so that the
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Fig. 4.  The outer controller and inner controller.
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C circuit breakers can operate within the overall protection time
udget.
Following the windowed FFT on signal f (t), the complex ampli-
ude is represented by  F (ω) which gives the signal’s spectral
omponents. The real parts of F (ω) are then used to  indicate
he magnitude at different frequencies in  the windowed signal to
rhead transmission line.

produce a  frequency spectrum. The phase information from the
imaginary part of the FFT is discarded.
The technical computing environment MATLAB was  used for
signal processing and neural network design. The sampling fre-
quency of 10 kHz, which translates to 200 samples per 50 Hz AC
cycle, was found to  be a  sufficient compromise between fault loca-
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Fig. 6. Signal chain for fault detection and classification.

Fig. 7. Signal chain for fault location.



1 stems Research 148 (2017) 192–201

t
s

s
i
w
T
l
c
c
t
r
c
t
t

t
s
s
t
t
T
T
b
s
a

c
s
t
i

3

i
f
i
t
T
o
p
t
d
s
i
u
f
a
s

r
n
m
r
t
f
m
A
r
v
i
t
a
a
b

Table 1
Variables.

Variable Details

Fault location 1%, 10%, 20%, 30%, 40%, 50%, 60%, 70%,
80%, 90%, 99%

Fault resistance 0.01 �, 2 �, 10 �,  50 �, 100 �
External fault AC side fault at terminals 1–3 (single
98 Q. Yang et al. / Electric Power Sy

ion accuracy and to  provide enough time for the overall relaying
peed of the scheme.

The frequency spectrum generated from signal processing is
hown in Fig.  8.  Here, the current signal detected at terminal 1
n the system depicted in Fig. 1,  is  shown for the positive pole

hen a ground to pole fault under various conditions is simulated.
he signal is  windowed from the start of the fault and the window

ength is 6 ms.  Fig. 8(a)–(e) clearly shows that only spectral features
hange with fault location whereas the magnitude of the spectrum
hanges with fault resistance. In particular, the position of the fea-
ures, namely valleys and peaks, do not change with varying fault
esistance, only the background level of the frequency spectrum. In
ontrast, the position of the features do vary with the location of
he fault. Therefore these peaks are an important input feature to
he fault location ANN.

The high frequency components shown in Fig. 8 occur because of
he travelling waves that emanate from the fault location due to  the
udden step change in circuit conditions. The arrival time of succes-
ive travelling waves, both original and reflected, is determined by
he fault location and therefore the fault location has a  direct rela-
ionship with the position of features in the frequency spectrum.
he post fault frequency spectrum is largely time-independent.
his increases the robustness of this frequency domain approach
ecause regardless of the window’s location on the post fault time
eries, it will yield a  very similar frequency spectrum for some time
fter the fault.

Fig. 8(f) shows the frequency spectra generated in steady state
onditions for comparison. The features arise largely due to  the
witching of the converter stations but the magnitude of these fea-
ures and the overall spectral energy under steady state conditions
s negligible compared with the fault conditions.

.3. Artificial neural network

Numerous ANN-based applications have been shown to give
mproved performance in power system protection for tasks like
ault location and phase selection. This is because of the ANN’s abil-
ty to discern classes in  complex problem spaces, such as between
ransients caused by  faults and those under healthy conditions [49].
o develop formal relaying schemes, precise mathematical models
f each system fault condition must be constructed. However, com-
ared with conventional formal approaches, ANNs can be  trained
o recognise non-linear relationships between input and output
ata without requiring knowledge of their internal processes. As
uch, using its innate ability to recognise patterns, generalise and
nterpolate within the parameter space, the ANN only requires sim-
lated training data rather than extensive formal and deterministic

ault and system models [50].  Importantly, after training, ANN oper-
tion time is  extremely fast because it only consists of a number of
imple, interconnected processing units [50].

The Fourier transform extracts a feature vector from the cur-
ent waveform and feeds it to a  purposefully pre-designed neural
etwork. Since the frequency spectrum contains sufficient infor-
ation about the fault, only current signals from one terminal are

equired for fault detection and classification. As mentioned earlier,
he frequency spectra captured for each fault case express unique
eatures at each fault location. However due to the complexity of the

apping between spectral features and fault information, a trained
NN is an integral part of the relaying scheme. Firstly one neu-
al network performs fault detection, namely whether the feature
ector belongs to  a healthy or fault condition. If a  fault condition
s detected, two further ANNs are trained to perform classifica-

ion and fault location tasks respectively. In all cases the ANNs
re multi-layer perceptron (MLP) architectures, with the specific
rrangements for each ANN shown in Figs. 6 and 7 with the hyper-
olic tangent sigmoid transfer function used in the hidden layers.
phase, double phase and three phase)

A  window of length 1 ms  is applied to capture DC current sig-
nals for fault detection and classification, whilst a  6 ms window is
used for fault location. After comprehensive analysis these window
lengths were empirically determined to give the best compromise
between speed and accuracy for each task. Inputs are  taken from
standard DC current transducers and frequencies over 700 Hz of
the current waveform are utilized. In the proposed fault detector
and classifier, 20 frequency bands from each signal in the range
2800 Hz–4700 Hz, each approximately 95 Hz in width, show the
best performance used as ANN input. (Thus, in total, each ANN has
an input layer of 40 neurons of DC current, 20 from the positive line
and 20 from the negative line.) The fault detection and fault clas-
sification ANN receives the same input vector with 40 inputs but
they work independently from each other. For the fault location
ANN, the faulty line current from both ends of the line are required
with 6 ms  window length. Thus in total, fault location uses 98  fre-
quency bands between 3600 Hz and 4400 Hz, approximately 16 Hz
in  width, from two terminals (49 input bands from each terminal).
The hidden layer consists of 18 neurons. The training data was  split
into 70% training samples, 15% validation samples and another 15%
testing samples. For  fault detection, the number of epochs was  247,
for fault classification, 279, and for fault location, 189.

In  order to train all three ANNs, a  full range of fault scenarios
were considered. Varying fault types, location, and fault resistance,
for many simulation runs produced a  comprehensive training set. In
addition, the full range of possible healthy operational conditions of
the MTDC system, including steady state conditions, external faults,
such as external DC line fault condition were simulated. Using the
simulation of the system in Fig. 1 and with the variables shown
in Table 1, a  total of 73 fault scenarios were considered, (55 DC
line fault cases and 18 external fault cases). Of the fault scenarios,
the training contained 10 healthy signal windows and 20 post fault
input windows. In the healthy scenarios the training contained 30
consecutive windows. Hence, since each window yielded an input
vector, training was  completed on 2190 input vectors.

The input vectors were normalised between 0 and 1 using the
maximum and minimum values encountered in  the training data
for each frequency band, such that 1 is  the maximum and 0 is  the
minimum. The ANN was trained using backpropagation to  produce
an output vector of 1 or 0 depending on the type of  fault, where ‘0’
represents a  healthy signal and ‘1’ represents the fault signal. The
transitionary case where the window captures part healthy and
part faulted conditions was  not used because of  the ambiguity this
presents in how the neural network should be trained.

At the end of the signal chain, a  counter, which prevents false
trips on account of noise or transitionary conditions, is  applied for
fault detection and classification to  give a  stable response. Specifi-
cally a  trip signal 1 is  generated after 10 consecutive ANN outputs
higher than the threshold of 0.72. The counter is reset if the output
falls below the threshold.

4. Test results
Using the proposed method illustrated in  the flowchart shown in
Figs. 6 and 7,  the fault detection, classification and location results
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Fig. 8.  Frequency spectra for different fault locations from the te

re shown in Table 2. The accuracy of the fault location method has
een evaluated with Eq.  (3) to calculate the relative error:

 = |Dact − Ddet
L

| (3)

here: Dact is  actual fault location from the measuring terminal,
det is  the detected fault location and L is the total length of the

ransmission line.
The protection system was tested with cases not used in the

raining data, with 15 separate locations and different fault types,
uch as positive pole to  ground (PG), negative pole to ground (NG)
nd pole to pole (PN). The fault resistance was randomly varied
ithin the limits of the training parameters but values used in  train-

ng were avoided. The results show that the proposed method can
ccurately detect, classify and locate these faults with the largest
ocation relative error, calculated by Eq. (3),  being less than 1.16%

hich is comparable to distance protection. In addition the results
how that the algorithm performs successfully for a range of fault

esistances. As can be seen in Table 2,  with the increase in  fault
esistance, the percentage of error does not  increase, hence, the

ethod is  not adversely affected by changing fault resistance. The
aximum time for fault detection is within 4.5 ms,  acceptable for
l 1,  varied from 10% (a) to 90% (e) and steady state condition (f).

DC breaker operation. The fault can be  located within 26  ms  which
is acceptable for the automated post-fault reconfiguration of wider
system settings. To achieve a  fast fault location in  this scheme,
the error is 1%, but if a  longer fault location time is  permitted, the
accuracy can be improved.

The protection system must be able to discriminate external
faults, occurring beyond the protected zone, which in  this case is
the protected DC transmission line. The fault detection algorithm
was trained to  recognise and ignore a number of external fault con-
ditions: namely, with reference to Table 2, DC  line faults, AC side
faults at terminals 1–3, (including single phase to  ground (AG), dou-
ble phase (BC) and three phase faults (ABC)). Using external fault
cases not used in  the training data showed the fault detection to be
100% successful in  avoiding false trips (see  Table 2).

High impedance faults are generally challenging for many pro-
tection strategies because of the attenuation of the post fault
characteristics and thus their resemblance to steady state pre-fault
conditions. For example, it is difficult to detect faults using an over-

current characteristic alone due to very low fault current from high
impedance faults. Although absolute fault current level is slight,
the current signals in the frequency domain contain enough infor-
mation to  indicate fault conditions. To study the sensitivity of  the
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method proposed in this paper, the training and testing set includes
a range of simulated fault resistances from 0.01 � to  100 �. As
can be seen in  the frequency spectrum of the fault current signal
in Fig. 8, the frequency features can still be  obtained under high
fault resistance conditions. Therefore despite the difficulties that
high impedance faults present to  many existing protection tech-
niques, the technique presented here is robust to fault impedances
up to  100 �.  Compared with the travelling wave based fault loca-
tion method using a 192 kHz sampling frequency [12],  the proposed
method in this paper uses a  relatively low sampling frequency
of 10 kHz. It is worth noting that due to the wideband informa-
tion that the scheme relies on, the method will work for different
sampling rates, provided the sampling is fast enough to repro-
duce the frequencies required by the ANN stage. Furthermore by
using the windowed FFT, ANN and counter together, the scheme is
more robust to noise since several frequency spectra act together to
smooth out anomalies. To test this, white noise with 50 dB SNR was
added to the DC current. Frequency spectra generated before and
after addition of noise had exactly the same performance response
to the fault location ANN.

5. Conclusion

This paper described a comprehensive novel MTDC protection
scheme based on artificial neural networks. The high frequency
components from fault current signals are input to  specially trained
ANNs. A three-terminal VSC-based HVDC model based on CIGRE
B4 programme was implemented in  PSCAD/EMTDC with differ-
ent types of faults simulated in  the DC transmission system. The
general approach is  valid for any MTDC system, or  indeed, HVDC
link, provided the system can be first simulated to generate cus-
tom ANN training data for calibration. Fault current signals were
detected on all terminals in order to  create frequency spectra, giving
insights into the characteristic frequency components contained
within the signal. Three separate neural networks for fault detec-
tion, fault classification and fault location were designed. The fault
detection can detect the internal fault for both line-to-ground faults
and line-to-line faults, the faulted section of  the MTDC network,
and distinguish external faults from internal faults. Both detection
and classification only rely on single terminal measurements and
so do not  require a  communication link, whilst the entire scheme
relies only on current signals and thus DC voltage transducers are
not required. The most important achievement presented is  that
the fault detection and classification can meet the time require-
ment of DC circuit breakers, and the fault location is  accurate and
fast enough for online, automation of wider system protection
settings if desired. The proposed method is demonstrably robust
to high resistance faults and noise. Since the method is purpose-
fully designed for multi-terminal systems, it is  robust to faults on
other DC lines. Although it is  sufficiently fast, the fault detection is
not as fast as some existing methods, but importantly unlike the
travelling-wave methods that only rely on the initial wavefront,
more of the post-fault signal is used, offering the 100% reliability
demonstrated in the results.

With the rapid development of HVDC technology, MMC  con-
verters are  now the state of the art. However there are a wide
range of competing MMC  topologies available, from different man-
ufacturers, with no one option prevailing across the few installed
systems across the world. Thus for the sake of simplicity, and
to demonstrate the approach on the most developed technology,

the well-established 2-level converter was  used to validate the
presented method. In future work, this new method will be demon-
strated on a  wide range of MMC  converter systems. However,
regardless of the nature of the converter station, the authors are
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onfident the method will be valid as long as training data is  avail-
ble for the ANNs via simulation.

The training process is important for the robustness of the
ethod. Since the simulation work must prove the concept first

n one system, the training data is  limited to one system in this
aper. In order to reduce the uncertainties, more training data will
e used to  produce a  more generic system in  later work. In  order to
chieve the best compromise between fault location time and the
ccuracy, a  comparison between different window lengths will be
onducted to investigate the best performance between speed and
ccuracy. More extensive training data from different systems will
e used to generalise the ANN responses.
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Design and Application of Superconducting Fault
Current Limiter in a Multiterminal HVDC System

Qingqing Yang, Simon Le Blond, Fei Liang, Weijia Yuan, Min Zhang, and Jianwei Li

Abstract—Voltage source converter based HVdc (VSC-HVdc)
systems are prone to high short-circuit current during transmission
line faults. The situation for multiterminal HVdc (MTDC) systems
is worse. The characteristics of superconducting material are ideal
to limit the fault current in HVdc systems. This paper presents
a novel use of the resistive type of superconducting fault current
limiter (SFCL) in the MTdc network with the function of limiting
the high current. The working principles of fault current limiter
and a three-terminal HVdc system are modeled in detail using
PSCAD/EMTDC software. The hybrid operation of the SFCL in
the three-terminal HVdc system is tested in this paper for the fault
response of the MTdc system. The performances of SFCL under
different fault conditions are analyzed. The simulation results show
that the fault current is effectively restrained and the SFCL can
act as an efficient protective device for VSC-based multiterminal
HVdc systems.

Index Terms—DC line fault, dynamic analysis, multi-terminal
VSC-HVDC, PSCAD/EMTDC, superconducting fault current
limiter.

I. INTRODUCTION

HVDC, especially multi-terminal HVDC systems have be-
come a more and more attractive option for power system

transmission [1]. VSC-HVDC technologies have been widely
used in multi-terminal HVDC systems because of its full con-
trollability [2]. A series inductor connected with the line in cur-
rent source converter based HVDC (CSC-HVDC) can naturally
withstand short circuit faults, but not applied in VSC-HVDC
systems [3]. Compared with the traditional HVDC system, VSC-
HVDC is subjected to high short circuit fault current caused by
DC transmission line faults [4]. In addition, the DC fault cur-
rent rises much more rapidly in MTDC system and has larger
magnitude compared with the point-to-point HVDC systems
[5]. Hence, the studies related to limit fault current for HVDC
transmission system (especially the one using VSC technology
and multi terminal converter stations) is necessary.

In many cases, shunt reactors (inductors) are used to decrease
fault current while the fixed impedance in these devices will
reduce system efficiency and may impair system stability [6].
Fault current limiters (FCLs) are developed with the capability
of rapidly increasing their impedance, and thus limiting high
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fault currents. Superconducting material has been investigated
to be use in many areas such as energy storages [7], [8], trans-
portations [9] and so on. Superconducting fault current limiters
(SFCLs) utilize superconducting materials to limit the fault cur-
rent and improve power system reliability and stability.

Various design technology of FCL has been considered, the
resistive SFCL, saturable-core SFCL, shielded-core SFCLand
non-superconducting technologies. The FCL based on super-
conducting technology relies on the transition of superconductor
from superconducting state to normal state (quenching process)
and the non-superconducting technologies use DC HTS mag-
net windings to saturate an iron core [6]. For HVDC systems,
the resistive SFCL is commonly designed as proposed in pa-
per [10]–[12]. However, other types of SFCL are still applied
in HVDC systems, such as the flux-coupling type of SFCL are
used in [13]. A hybrid type of superconducting circuit breaker
is introduced in [5].

The main purpose of this paper is to design and simulate the
resistive types of SFCL, which have been applied in a three-
terminal HVDC system. This research has emphasized the fea-
sibility of SFCL in multi-terminal HVDC systems. An SFCL
can suppress the large DC fault current in MTDC system to
breakable values during the response time of DCCB and reduce
the current interruption stress on DCCB components.

II. SUPERCONDUCTING FAULT CURRENT LIMITER

Resistive type SFCL is one of the most promising SFCLs
due to its simplicity, low weight, and volume. A low impedance
value will be kept under normal operation and a higher value
will be transformed during fault conditions. The resistance of
SFCL is almost zero with the negligible influence on the system
in normal operation [14]. The increased impedance makes the
current decreasing to levels below the breaker limit during a
fault situation, which can effectively reduce the fault current
in the DC system [4]. In addition, the stability margins of the
system will be enhanced by applying SFCL.

The performance of an SFCL is dominated by the interaction
between High Temperature Superconductors (HTS) electromag-
netism and thermal physics. With the second generation Yttrium
barium copper oxide (YBCO) coated conductors, the SFCL can
be built with high current density as well as fast transition and re-
covery. The wire used in this paper is 12 mm width and 0.15 mm
thickness with 250 A rated current. The resistance is 0.104 Ω/m.
6 wires with 120 Ω resistance is in parallel, hence the total re-
sistance is 20 Ω. The critical current is 1.5 kA in SFCLs.

1051-8223 © 2017 IEEE. Personal use is permitted, but republication/redistribution requires IEEE permission.
See http://www.ieee.org/publications standards/publications/rights/index.html for more information.
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Fig. 1. 3-D phase diagram.

Fig. 2. E-J curve of HTS [16].

Three properties are used to describe the superconducting
state, which are temperature (T), magnetic field (H) and current
density (J). A 3-D phase diagram (Fig. 1) is generated to present
the characteristics of the dependencies for HTS. The modes of
operation of the SFCL can be described in three states: super-
conducting state, flux flow state, and normal conductor state,
according to the value of the resistance, in addition to the re-
covery to the superconducting state.A maximum value can be
reached when the other two critical parameters are set to be 0.
The volume from the origin to the inner surface is regarded as
the superconducting region. The variation of any of these three
parameters can bring a transition between the superconducting
and the normal conducting regime.

Electrical field and current density, which is known as E-J
Power Law, as shown in Fig. 2, of HTS, is the best way to
describe the electromagnetic properties of SFCLs. Ic and Jc

represent the critical current and the critical current density
respectively. Jc is normally defined as the current density value
where the electric field E in the superconductor is 1 V/cm for
simplicity and consistency. The critical current of the developed
model is set to 1 kA. YBCO coated conductors usually have
large n value of E-J power law [15]. Any current transient which
exceeds critical current Ic will trigger the quench operation of
the model.The flux flow resistance will increase in a step form
within the first half cycle of the fault current. This piecewise
linear conductance property is implemented in the simulation
work to simulate the related SFCL. Therefore, the developed
model of SFCL on PSCAD/EMTDC is represented as a constant

resistance. The DC current is used to determine the critical point
at which the SFCL will be converted to normal conducting state.

Because superconductors possess highly non-linear proper-
ties, superconductors are used to limit peak currents which de-
pend on the non-linear response to temperature, current and
magnetic field variations. The resistance transition of supercon-
ducting tapes in terms of temperature and current density is
the best way to describe the characteristics of the resistive type
SFCL current limiting behavior (1) [15].

RSF C L =

⎧
⎪⎪⎪⎨

⎪⎪⎪⎩

0

f
[(

J
Jc

)n]

f (T )

J < Jc, T < Tc

J > Jc, T < Tc

T > Tc

(1)

Where: J is the current density of superconductor, T is the tem-
perature, Tc and Jc represent the critical temperature and the
critical current density respectively, and n represents the expo-
nent of E-J power law relation.

The critical current density of superconductor is [14]:

Jc = Jc0

(
Tc − T(t)
Tc − To

)α

(2)

Where Jc0 is the critical current density of superconducting at
the initial temperature To , α is the cross-sectional area of the
superconducting material and Tc is the critical temperature.

When the current exceeds the critical current, the resistivity
starts to increase to very high values according to the following
equation:

ρsc =
E0

Jc

(
J
Jc

)N−1

, T < Tc , J > Jc (3)

Then, the temperature of the YBCO is calculated as follows:

T(t) = To +
1

Cp
∫ t
0 Qsc (t) dt (4)

Where: Qsc is the net energy in the superconducting windings,
To is the initial temperature of the material and Cp is the heat
capacity of the material which describes the amount of heat
needed to increase the material temperature by one degree.

In (1), when the condition J < Jc , T < Tc is met, the SFCL
will be in superconducting state which represents zero resis-
tance. SFCL will transition to flux flow state when J > Jc , T <
Tc . When the temperature reaches its critical value (T > Tc ),
the status will be in the normal resistive mode. The SFCL model
is established in PSCAD/EMTDC which is a powerful tool for
the system-level simulation [17]. The DC currents are measured
on both ends of the transmission line. The superconducting re-
sistance is a constant for different states and can be calculated
for each transition to a new state.

The basic design of SFCL is shown in Fig. 3 established
in PSCAD/EMTDC. Both the temperature and magnetic be-
haviour are considered in this paper. Once a fault occurs, the
DC current will increase rapidly causing the temperature and
magnetic behaviour to change, hence, the control model of the
SFCL will work. The input selectors are a major component
used to detect the mode of the SFCL by determining the critical
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Fig. 3. SFCL model in PSCAD/EMTDC.

Fig. 4. The configuration of three-terminal HVDC system.

TABLE I
NOMINAL PARAMETERS OF THE SIMULATED TEST SYSTEM

Parameter Nominal Value

Rated power 100 MVA
DC link voltage ±40 kV
R, L, C of DC overhead lines 10 mΩ /km, 0.56 mH/km, 0.26 μF/km
DC terminal reactor 300 mH
L-filter impedance (r + jωL) (0.01 + j0.25) p.u.
Line-line AC voltage 24.5 kV
Two series capacitors 600 μF

temperature and critical current density. SFCL model compares
the value of the incoming current with the setting current value.
If the incoming current is less than the triggering current, the
SFCL remains at minimum impedance. On the other hand, the
SFCL will reach to higher impedance if the incoming current
value is more than the triggering current.

III. THE MTDC SYSTEM MODELLING

A three-terminal VSC based HVDC system on the basis of
CIGRE B4 programme [18] is developed in PSCAD/EMTDC
software shown in Fig. 4 (parameters in Table I). For all

Fig. 5. VSC converter control.

transmission links a 200 km long overhead line with frequency-
dependent model, which is illustrated, is adopted in this paper.

VSC based converter station control is presented in Fig. 5.
VSC-HVDC systems function as an ideal voltage source at the
DC terminals and can be connected in parallel without pos-
ing any technical difficulties [19]. The AC voltage waveform is
synthesized using a two-level approach. In the established net-
work, terminal 3 works as the sender to terminal 2. In addition,
terminal 2 transport power to terminal 1.

Once the DC line fault occurs, the DCCBs operate and cut
the fault at both ends of the line to keep stable operation with
no power losses. Two SFCLs are applied at two ends of the
transmission lines working together with circuit breakers. The
main function of SFCL in DCCB is to suppress the increasing
DC fault current to a lower level and significantly reduce the
current interruption stress on DCCB components.

IV. SIMULATION RESULT AND DISCUSSION

In order to investigate the performance of multi-terminal
VSC-HVDC system in Fig. 4 with the designed SFCL model,
various simulation situations are carried out for the DC line
faults on different sections and AC faults on different terminals.
Pole to ground faults (Position A), pole to pole faults (Position
B) and AC side faults (Position C) were simulated with different
fault resistance as shown in Fig. 4. The fault is applied at 6 s
and lasts 0.05 s. The first case is applying a DC line to ground
fault for 50 ms duration. The fault is set at the positive pole and
40% of total line distance from terminal 1 with 0.01 Ω fault
resistance.

The operating characteristics of SFCL when HVDC line-to-
ground fault occurred are shown in Fig. 6 (1 p.u. = 1 kA). As
depicted in Fig. 6, the peak fault current can reach up to ap-
proximately 4.75 times of the normal DC current on the faulted
pole. With SFCL applied on both ends of the transmission line.
It is shown that, with SFCL, the current peak is limited to about
2.51 p.u, while the prospective current is 3.82 p.u. on positive
pole. This means the fault current is limited to 35% from the
fault condition without SFCL.

The performances of SFCL during DC line to line fault are
shown in Fig. 7. Because of the fault profile of line-to-line faults,
the positive pole, and negative pole present the similar features
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Fig. 6. Positive pole to ground fault.

Fig. 7. Pole to pole fault.

of curve. 5.76 p.u. can be reached during a fault, which is 7
times the original current. With SFCL the fault currents can be
limited to 65% for both ends and poles.

Using a three phase AC fault as an example, Fig. 8 shows the
HVDC transmission line DC current under these conditions. In
this case, 3.96 p.u. of maximum transient fault current on DC
transmission line was observed. When SFCLs were applied,
simulation result of DC current of transmission line was dras-
tically decreased to 1.89 p.u., which means 50% fault current
is limited by the SFCL. Through the analysis of the simulation
results, the resistive SFCLs can effectively limit the first peak
of fault current.

The SFCL responds together with the rest of the protection
system and therefore can be complementary to circuit breakers
reducing the fault current breaking requirement. It is figured
out that the terminal 2-3 link will charge the DC side capacitor

Fig. 8. Three phase AC fault.

Fig. 9. Fault response on healthy link.

at terminal 2 under short circuit conditions on the terminal 1-2
link In the protection method, the directional element is usually
used to tell the direction of the fault current, which works as
the criterion to tell the whether the fault is internal or external.
Hence, if the fault occurs between terminal 1 and terminal 2,
because of the inverse current direction, the protection scheme
between terminal 2 and terminal 3 will not come to action.

Actually, in the proposed MTDC system, the current in the
healthy link will not go beyond the saturation limit even in the
worst case. Fig. 9 shows the waveform of DC current on link 2-3
in the worst case that the fault happens on the link 1-2 and at 1%
of the line length from terminal 2. As it can be seen from Fig. 9,
the DC current starts to increase in the sixth second, when the
fault occurs and peaks at 1.42 kA when the fault is cleared in the
second of 6.05. Then the DC current begins to decrease till to
the stable value. Neither the fault current during the period from
6s to 6.05s nor the restoring current after 6.05s goes beyond the
saturation current (1.5 kA).

The fault current in HVDC system which only have resis-
tance but no impedance effect will be very large compared to
AC systems and the situation in MTDC system is more severe
compared with point-to-point system. The most important thing
need to be emphasized is the high limitation level (up to 80%).
HTS SFCL could also reduce the loss during normal conditions,
while IGBT DC breakers loss could not be neglected [20]. The
necessity of adding SFCL is that resistive types of SFCL have
a better performance suppressing the large fault current. The
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damage to the system caused by DC transmission line fault will
be significantly reduced, and the equipment will be protected
from the high raised fault current. In addition, limiting fault cur-
rent reduces the consequent voltage disturbances on the healthy
parts of the system due to a fault. Mitigating these disturbances
can help both load and generation ride through the fault. Conse-
quently, the presence of an SFCL can lead to improved overall
reliability for other devices in distribution systems.

The main elements affecting the cost of DC circuit breaker
is the total fault clearing time which consists of the breaking
time and fault clearing time and the reactor. A longer breaking
time can lead to a very high level fault current which means
a greater current breaking capability. Therefore, shorter break-
ing time is more desirable. The cost of SFCL depends on its
current limiting capability. The investment for both devices can
be very expensive. Combination of these two devices maybe a
beneficial solution such as a combination of lower current lim-
iting capability SFCL and a higher current breaking capability
HVDC circuit breaker.

V. CONCLUSION

This paper has successfully integrated and evaluated the per-
formance of VSC based multi-terminal HVDC system with re-
sistive SFCL. An effective model of resistive type of SFCL has
applied in VSC based multi-terminal HVDC system, consider-
ing the DC breakers overcurrent withstand capability. Based on
the electric field intensity and current density characteristics,
the SFCL has been modelled in this paper and it is successfully
integrated into a VSC based MTDC system for fault current
limitation under AC/DC faults. The transient analysis is carried
out for different perturbations and from the simulation results.
Simulation results show that SFCL not only reduces the cur-
rent transients for DC faults but also for AC faults. The method
was validated by time domain simulations undertaken with the
PSCAD/EMTDC, and the results showed that the fault current
could be reduced up to 65%. The use of SFCL can effectively
suppress the short circuit fault on DC line. Hence, the robustness
of VSC based multi-terminal HVDC system can be improved
against the DC fault to a certain extent. The DC resistive SFCL
is proved to be a very promising technology in multi-terminal
HVDC systems.
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